
AB ANCHOR BOLT
A/C AIR CONDITIONING
ACT ACOUSTIC CEILING TILE
ADA AMERICANS W/ DISABILITIES 
ACT ACCUSTIC TILE CEILING
ADJ ADJACENT
AFF ABOVE FINISHED FLOOR
AGGR AGGREGATE
ALT ALTERNATE
ALUM ALUMINUM
ANOD ANODIZED
APPROX APPROXIMATE
ARCH ARCHITECT / ARCHITECTURAL

BD BOARD
BF BRACED FRAME
BLDG BUILDING
BLK BLOCK
BLK'G BLOCKING
BM BEAM
B O BOTTOM OF
BTWN BETWEEN
BUR BUILT UP ROOFING
BW BOTH WAYS

CAB CABINET
CFCI CONTRACTOR FURNISHED / 

CONTRACTOR INSTALLED
CFOI CONTRACTOR FURNISHED / 

OWNER INSTALLED
CJ CONTROL JOINT
CL / CLOS CLOSET
CLG CEILING
CLKG CAULKING
CLR CLEAR
CMU CONCRETE MASONRY UNIT
COL COLUMN
CONC CONCRETE
CONN CONNECTION
CONSTR CONSTRUCTION
CONT CONTINUOUS
CONTR CONTRACTOR
CPT CARPET
CRS COURSES
CT CERAMIC TILE
CW COLD WATER

(D) DEMOLISH
DBL DOUBLE
DEG DEGREE
DET / DTL DETAIL
DF DRINKING FOUNTAIN
DIA DIAMETER
DIAG DIAGONAL
DIM DIMENSION
DN DOWN
DS DOWNSPOUT
DTL DETAIL
DWG DRAWING

E EAST
(E) EXISTING
EA EACH
EIFS EXTERIOR INSULATION & FINISH 

SYSTEM
EJ EXPANSION JOINT
EL ELEVATION
ELEC ELECTRICAL
ELEV ELEVATOR
EMER EMERGENCY
ENCL ENCLOSURE
EQ EQUAL
EQUIP EQUIPMENT
EXT EXTERIOR

FA FIRE ALARM
FD FLOOR DRAIN
FDC FIRE DEPARTMENT CONNECTION
FDN / FND FOUNDATION
FE FIRE EXTINGUISHER
FEC FIRE EXTINGUISHER CABINET
FF FINISH FLOOR
FFE FIXTURES, FURNISHINGS, & 

EQUIPMENT
FHC FIRE HOSE CABINET
FIN FINISH
FJ FLOOR JOIST
FL FLOW LINE
FLR FLOOR
FLUOR FLUORESCENT
FMC FLOOR MATERIAL CHANGE
FOC FACE OF CONCRETE
FOF FACE OF FINISH
FOM FACE OF MASONRY
FOS FACE OF STUD
FR FIRE RESISTIVE
FS FULL SIZE
FT FOOT OR FEET
FTG FOOTING
FURR FURRING

GA GAUGE
GALV GALVANIZED
GB GRAB BAR
GC GENERAL CONTRACTOR
GL GLASS
GLB GLUE LAM BEAM
GR GRADE
GSM GALVANIZED SHEET METAL
GYP GYPSUM
GYP BD GYPSUM BOARD

HB HOSE BIB
HC HOLLOW CORE
H/C HANDICAPPED
HCW HOLLOW CORE WOOD
HDR HEADER
HDWD HARDWOOD
HDWE HARDWARE
HM HOLLOW METAL
HR HOUR / HANDRAIL
HT HEIGHT
HVAC HEATING VENTILATION AIR 

CONDITIONING
HW HOT WATER
HWH HOT WATER HEATER
HP HIGH POINT

ID INSIDE DIAMETER
INSUL INSULATION
INT INTERIOR

JAN JANITOR
JH JOIST HANGER
JNT JOINT
JST JOIST

KIT KITCHEN

LAB LABORATORY
LAM LAMINATE
LAV LAVATORY
LIN LINOLEUM
LP LOW POINT
LT LIGHT

MAX MAXIMUM
MECH MECHANICAL
MEMB MEMBRANE
MFR MANUFACTURER
MIN MINIMUM
MISC MISCELLANEOUS
MO MASONRY OPENING
MTD MOUNTED
MTL METAL
MUL MULLION

N NORTH
(N) NEW
NIC NOT IN CONTRACT
NO / # NUMBER
NOM NOMINAL
NTS NOT TO SCALE

OC ON CENTER
OD OUTSIDE DIAMETER
OFCI OWNER FURNISHED 

CONTRACTOR INSTALLED
OFOI OWNER FURNISHED OWNER 

INSTALLED
OH OVERHEAD
OPG OPENING
OPP OPPOSITE

PCT PRECAST
PL PROPERTY LINE
PLAM PLASTIC LAMINATE
PLAS PLASTER
PLYWD PLYWOOD
PR PAIR
PT PAINT
PTD PAINTED / PAPER TOWEL DISPENSER

QT QUARRY TILE
QTY QUANTITY

R RADIUS / RISER
(R) REMODELED
RCP REFLECTED CEILING PLAN
RD ROOF DRAIN
RE: REFER TO
REF REFRIGERATOR
REINF REINFORCED
REQ'D REQUIRED
REV REVISION
RM ROOM
RO ROUGH OPENING
RWL RAINWATER LEADER

S SOUTH
SASM SELF ADHERED SHEET MEMBRANE
SC SOLID CORE
SCHEDSCHEDULE
SCW SOLID CORE WOOD
SECT SECTION
SF SQUARE FOOT / FEET
SHT SHEET
SHTG SHEATHING
SIM SIMILAR
SL SLOPE
SNT SEALANT
SPEC SPECIFICATION
SQ SQUARE
SS STAINLESS STEEL
STAG STAGGERED
STD STANDARD
STL STEEL
STRUCT STRUCTURAL
SUSP SUSPENDED

T TREAD
T&B TOP AND BOTTOM
TERR TERRAZO
T&G TONGUE AND GROOVE
TH THRESHOLD
THK THICK
TJ TRUSS JOIST
T O TOP OF
TOC TOP OF CONCRETE
TOP TOP OF PARAPET
TOS TOP OF SLAB
TOW TOP OF WALL
TYP TYPICAL

UON UNLESS OTHERWISE NOTED

VCT VINYL COMPOSITION TILE
VERT VERTICAL
VIF VERIFY IN FIELD
VOL VOLUME

W WEST
W/ WITH
WC WATER CLOSET
WD WOOD
WH WATER HEATER
WP WORK POINT
W/O WITHOUT
WS WELDED STEEL

@ AT
& AND
L ANGLE

CENTER LINE

?
?

?

DOOR TAG

SPOT ELEVATION

WINDOW TAG

LEVEL NAME +
ELEVATION

SECTION TAG

ELEVATION TAG

NORTH ARROW

CENTERLINE

REVISION

FINISH TAG

?
?

?
DETAIL CALLOUT

SLOPE
DESIGNATION

12
3

P PROPERTY LINE

CEILING HEIGHT

PARTITION TAG

A0.00

0

0

0

0

0' - 0"

?

?

1i

?
??

?

?

+8'-4"

APPLICABLE CODES
2016 CALIFORNIA BUILDING CODE
2016 CALIFORNIA MECHANICAL CODE
2063 CALIFORNIA PLUMBING CODE
2016 CALIFORNIA ELECTRICAL CODE
2016 CALIFORNIA CFC & WILDLIFE - URBAN INTERFACE FIRE AREA
2016 CALIFORNIA ENERGY CODE
2016 CALIFORNIA HISTORICAL BUILDING CODE
2016 CALIFORNIA GREEN BUILDING STANDARDS CODE

ALONG WITH OTHER APPLICABLE LOCAL, STATE AND FEDERAL
LAWS AND REGULATIONS

OWNER
SLEEPY HOLLOW CHARITABLE FOUNDATION
1317 BUTTERFIELD RD
SAN ANSELMO, CA 94960
CONTACT: JAN BLACKFORD

CIVIL ENGINEER
BKF
1646 N CALIFORNIA STREET
WALNUT CREEK, CA 94596
925.940.2200
CONTACT: ERIC SWANSON

ARCHITECT
FAIRCHILD BROMS DESIGN
PO BOX 1528
SAN ANSELMO, CA 94960
415 459 8699
CONTACT: JESSICA FAIRCHILD

jessica@fairchildbromsdesign.com

STRUCTURAL ENGINEER
JORGENSEN ENGINEERING
1709 N SPRING HILL RD
PETALUMA, CA
707.981.7284
CONTACT: RYE JORGENSEN

MECHANICAL / ELECTRICAL
ENGINEERS
ENGINEERING 350
256 MOULTON STREET
SAN FRANCISCO
415.354.0006
CONTACT: RAY KEENE

JOHN GRIFFITHS

SOIL ENGINEERS
MILLER PACIFIC ENGINEERING GROUP
504 REDWOOD BLVD, SUITE 220
NOVATO, CA
415.382.3444
CONTACT: ERIC DABANIAN

PROJECT ADRESS: 1317 BUTTERFIELD RD
COMMUNITY PLAN: SLEEY HOLLOW
APN: 176-162-007
YEAR BUILT: 1950
ZONING: R1-BD

REQUIRED SETBACKS
FRONT 25'
SIDES 10'
REAR 25'

EXISTING USE COMMUNITY CLUBHOUSE
PROPOSED USE COMMUNITY CLUBHOUSE
OCCUPANCY A-3, B, S-2
CONSTRUCTION TYPE V-II
SPRINKLERS YES

ALLOWABLE BUILDING HEIGHT 30', MAIN

DESIGN REVIEW PROJECT NO. 2013-462, DR 14-48
CONDITIONAL USE PERMIT 10.14.1950

EXISTING CONDITIONS

LOT SIZE 37,728 SF

SETBACKS
CLUBHOUSE:
FRONT 22'-6"
SIDES 8'-11"

30'-7"
REAR 220'-0"

POOLHOUSE:
FRONT 153'-8"
SIDES 66'-0"

9'-7"
REAR 198'-11"

BUILDING HEIGHT +/-16'-0"

LOT COVERAGE

FLOOR AREA 5,425 SF
FLOOR AREA RATIO 14.37%

PROPOSED CONDITIONS

LOT SIZE 37,728 SF

SETBACKS
CLUBHOUSE:
FRONT 22'-6"
SIDES 8'-11"

30'-7"
REAR 204'-11" (CHANGE)

POOLHOUSE:
FRONT 136'-10" (CHANGE)
SIDES 66'-0"

9'-7"
REAR 198'-11"

BUILDING HEIGHT +/-22''-0"

LOT COVERAGE

FLOOR AREA 6,206 SF
FLOOR AREA RATIO 16.45%

UTILITY AGENCIES
WATER:
MARIN MUNICIPAL WATER DEPARTMENT
SANITARY SEWER:
ROSS VALLEY SANITARY DISTRICT
GAS AND ELECTRIC:
PACIFIC GAS AND ELECTRIC CO
FIRE DEPARTMENT:
JURISDICTION: SLEEPY HOLLOW FIRE PROTECTION DISTRICT
RESPONSE: ROSS VALLEY FIRE

A. DIMENSIONS UTILIZING THE "CENTER LINE" SYMBOL ARE MEASURED TO:
- STRUCTURAL OR DIMENSIONAL GRID LINES.
- CENTER LINE OF CONCRETE OR CONCRETE MASONRY UNIT WALL (EXCLUSIVE OF APPLIED FINISHES HAVING

THICKNESS OR FURRING). REFER TO THE ARCHITECTURAL PLANS AND SECTIONS, THE STRUCTURAL DRAWINGS, OR
THE PARTITION SCHEDULE TO DETERMINE THE THICKNESS OF CONCRETE OR CONCRETE MASONRY UNIT WALLS.

- CENTER LINE OF INTERIOR PARTITION ASSEMBLY (EXCLUSIVE OF APPLIED FINISHES HAVING THICKNESS WHICH
MAY BE ADDED TO SUCH WALLS) AT PARTITIONS FRAMED WITH WOOD OR METAL STUDS.

- CENTER LINE OF DOOR, WINDOW, OR LOUVER OPENING.
- CENTER LINE OF EQUIPMENT OR FURNISHING.
-  CENTER LINE OF OTHER FEATURES AS INDICATED.

B. DIMENSIONS UTILIZING THE "FACE OF" SYMBOL ARE MEASURED TO:
- FACE OF CONCRETE OR CONCRETE MASONRY UNIT WALL (EXCLUSIVE OF APPLIED FINISHES HAVING THICKNESS

OR FURRING WHICH MAY BE ADDED TO SUCH WALLS).
- FACE OF EXTERIOR STUDS (EXCLUSIVE OF APPLIED FINISHES HAVING THICKNESS WHICH MAY BE ADDED TO SUCH

WALLS).
- FACE OF INTERIOR PARTITIONS ASSEMBLY (EXCLUSIVE OF APPLIED FINISHES HAVING THICKNESS WHICH MAY BE

ADDED TO SUCH WALLS). UNLESS NOTED AS A "FACE OF FINISH" OR "CLEAR" DIMENSION (SEE NOTES BELOW),
DIMENSIONS ARE NOT MEASURED TO THE FACE OF APPLIED FINISH.

- INSIDE EDGE OF FINISHED DOOR OPENING. REFER TO "DOOR SCHEDULE"  FOR ADDITIONAL INFORMATION.
- DIMENSION OR WORK POINT AS INDICATED ON RELATED ARCHITECTURAL DETAIL PLAN, SECTION, ELEVATION,

CONFIGURATION DETAIL OR CONSTRUCTION DETAIL.

C. WHERE "FACE OF FINISH" OR "CLEAR" DIMENSIONS ARE SPECIFICALLY NOTED, DIMENSION IS MEASURED TO:
- FINISH FACES AT THE MOST NARROW OR CONSTRICTED POINTS OF THE SECTION WHERE THE DIMENSION IS

SHOWN WHEN THE DIMENSION OCCURS ACROSS AN OPEN SPACE: IN THIS CASE, A "FACE OF FINISH" DIMENSION  IS
EQUIVALENT TO A "CLEAR" DIMENSION.

- FINISH FACES AT THE WIDEST OR MOST EXPANSIVE POINTS OF THE SECTION WHERE THE DIMENSION IS SHOWN
WHEN THE DIMENSION OCCURS ACROSS AN OBJECT OR GROUP OF OBJECTS.

D. DOORS IN NEW OPENINGS TO BE CENTERED BETWEEN PERPENDICULAR WALLS OR LOCATED WITH A SIDE JAMB 4"
FROM A PERPENDICULAR WALL FINISH, UON.

1. EXCEPT WHERE DIRECTED TO PLACE ITEMS OF THE WORK AT THE "APPROXIMATE LOCATION SHOWN," DO NOT SCALE
DRAWINGS FOR DIMENSIONAL INFORMATION. ALL ELEMENTS OF THE DRAWINGS MAY NOT BE DRAWN TO EXACT SCALE. ALL
DIMENSIONS REQUIRED ARE SHOWN, OR MAY BE DERIVED FROM THOSE SHOWN, ON THE FLOOR PLANS, DETAIL PLANS,
ELEVATIONS, SECTIONS, DETAILS, SCHEDULES, AND SPECIFICATIONS. SEE NOTES ON THIS SHEET AND SYMBOLS ON
"ARCHITECTURAL SYMBOLS" DRAWING FOR DIMENSION CONVENTIONS USED ON THIS PROJECT.

2. ALL GRIDLINES ARE TO CENTER OF STUD UNLESS OTHERWISE NOTED.

3. DIMENSIONS ARE TO FACE OF STUDS UNLESS OTHERWISE NOTED.

4. EXCEPT WHERE SPECIFICALLY NOTED TO THE CONTRARY, ALL DIMENSIONS SHOWN ON THE ARCHITECTURAL DRAWINGS
CONFORM TO THE FOLLOWING CONVENTIONS:
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T0.0

12.16.2019

PERMIT SUBMITTAL

PROJECT
INFORMATION

ABBREVIATIONS

PROJECT DIRECTORY

PROJECT INFORMATION

SYMBOLS DRAWING LIST

GENERAL NOTES

PROJECT DISCRIPTION:

REMODEL OF EXISTING ONE STORY COMMUNITY
CLUBHOUSE BUILDING. STORAGE AREA ADDITION TO
EXISTING POOL EQUIPEMENT BUILDING.

T0.0 PROJECT INFORMATION
T1.0 PROJECT INFORMATION
T1.1 PROJECT INFORMATION
T1.2 ACCESSIBILITY / SIGNAGE
T1.3 ACCESSIBILTY / SIGNAGE
T1.4 CAL GREEN
T1.5 CAL GREEN
T1.6 CAL GREEN
T1.7 CAL GREEN

PROJECT DISCRIPTION

A0.0 SITE PLANS
A0.1 PLAN - DEMOLITION
A0.2 ROOF PLAN - DEMOLITION
A1.0 FLOOR / SITE PLAN - NEW
A1.0.1 FLOOR PLAN - EAST
A1.0.2 FLOOR PLANS - WEST
A1.0.3 FLOOR PLAN - CERT STORAGE
A1.2 ROOF PLAN - NEW
A2.0 ELEVATIONS
A3.0 SECTIONS / WALL SECTIONS
A3.1 WALL SECTIONS
A3.2 WALL SECTIONS
A5.0 INTERIOR ELEVATIONS
A5.1 INTERIOR ELEVATIONS
A5.2 INTERIOR ELEVATIONS
A5.3 INTERIOR ELEVATIONS
A5.4 INTERIOR ELEVATIONS
A6.0.1 RCP / LIGHTING - EAST
A6.0.2 RCP / LIGHTING - WEST
A6.0.3 RCP/LIGHTING - CERT STORAGE
A7.0 SCHEDULES DOOR / WINDOW
A7.1 SCHEDULES
A8.0 WALL TYPES / DETAILS
A8.1 DETAILS
A8.2 DETAILS

LOCATION MAP

L1.0 LANDSCAPE PLAN

C1.0 EXISITNG CONDITIONS
C2.0 DEMOLITION PLAN
C3.0 HORIZONTAL PLAN
C4.0 GRADING PLAN
C5.0 UTILITY PLAN
C6.0 STORWATER MANAGEMENT PLAN
C7.0 EROSION CONTROL PLAN
C8.0 CONSTRUCTION DETAILS
C8.1 CONSTRUCTION DETAILS

1. CONSTRUCTION WAASTE SHALL BE RECYLCLED AND DOCUMENTED PER REQUIREMENTS OF ZERO WASTE MARIN

2. ALL UNIVERSAL WASTE SHALL BE DISPOSED OF PROPERLY AND DOCUMENTATION / VERIFICATION SHALL BE
PROVIDED TO THE OWNER AND BUILDING OFFICAL.
Universal wastes are:
1. Electronic devices: Includes any electronic device that is a hazardous waste (with or
without a Cathode Ray Tube (CRT)), including televisions, computer monitors, cell
phones, VCRs, computer CPUs and portable DVD players.
2. Batteries: Most household-type batteries, including rechargeable nickel-cadmium
batteries, silver button batteries, mercury batteries, alkaline batteries and other batteries
that exhibit a characteristic of a hazardous waste
3. Electric lamps: Fluorescent tubes and bulbs, high intensity discharge lamps, sodium
vapor lamps and electric lamps that contain added mercury, as well as any other lamp that
exhibits a characteristic of a hazardous waste. (e.g., lead).
4. Mercury-containing equipment: Thermostats, mercury switches, mercury thermometers,
pressure or vacuum gauges, dilators and weighted tubing, mercury rubber flooring,
mercury gas flow regulators, dental amalgams, counterweights, dampers and mercury
added novelties such as jewelry, ornaments and footwear.
5. CRTs: The glass picture tubes removed from devices such as televisions and computer
monitors.
6. CRT glass: A cathode ray tube that has been accidently broken or processed for
recycling.
7. Non-empty aerosol cans

CONSTRUCTION WASTE

S1.1 STRUCTURAL NOTES
S1.2 TYPICAL DETAILS
S1.3 SHEAR WALL DETAILS
S2.1 PLAN
S2.2 PLAN
S2.3 PLAN
S2.4 PLAN
S3.1 DETAILS
S3.2 DETAILS

M0.01 LEGEND AND NOTES
M0.02 SCHEDULES
M0.03 T24
M0.04 T24
M1.01 DEMOLITION
M2.0.1 PLAN - EAST
M2.0.2 PLAN - WEST
M2.1 ROOF PLAN
M6.01 DETAILS

P0.01 LEGEND AND NOTES
P0.02 SCHEDULES
P0.03 T24
P0.04 T24
P1.0.1 SITE PLAN
P1.01 DEMOLITION
P2.0.1 PLAN - EAST
P2.0.2 PLAN - WEST
P2.1 ROOF PLAN
P6.01 DETAILS

E0.01 LEGENDS AND NOTES
E0.02 SCHEDULES
E0.03 LIGHTING SCHEDULES
E0.04 T24
E0.05 T24
E0.06 T24
E1.01 DEMOLITION
E2.0.1 PLAN - EAST
E2.0.2 PLAN - WEST
E2.0.3 PLAN - POOL HOUSE
E2.1 ROOF PLAN
E3.0 LIGHTING PLAN

ISSUE / REVISION
 Date Description No.
12.16.19 ISSUE FOR PERMIT
12.30.19 ISSUE FOR PRICING

DEFFERED APPROVALS:

FIRE SPRINKLER SYSTEM (SEPARATE PERMIT REQUIRED)
FIRE ALARM SYSTEM
IRRIGATION SYSTEM

DIMENSIONING CONVENTIONS



WH

4723 SF
(E) CLUBHOUSE

386 SF

NEW FA ENTRY /
OFFICE

603 SF
(E) POOL BLDG

247 SF

NEW FA CERT
STORAGE

246 SF
NEW FA LIBRARY

98 SF
DEMO FLOOR AREA

3448 SF
POOL

133 SF
WADING POOL

REVISIONS NOTED PER CONDITION #5:
1. REVISED BUILDING FOOTPRINT AND VOLUME TO

ELLIMINATE PORPOSED ADDITION ON THE NORTH
SIDE OF BUILDING, SEE SHEET A1.0.1

2. REDUCED BUILDING FOOTPRINT AT ENTRY OFFICE
AREA AND LIBRARY, SOUTH SIDE, SEE SHEET A1.0.1

PLANNING CONDITIONS
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SCALE: 1/16" = 1'-0" A1         OVERALL PROJECT AREAS

(E) FLOOR AREA TO REMAIN

Name Area
(E) POOL BLDG 603 SF
(E) CLUBHOUSE 4723 SF
Grand total 5327 SF

NEW FLOOR AREAS

Name Area
NEW FA CERT STORAGE 247 SF
NEW FA ENTRY / OFFICE 386 SF
NEW FA LIBRARY 246 SF
Grand total 879 SF

TOTAL FLOOR AREA 6,206 SF

(E) FLOOR AREA TO REMAIN

Name Area
(E) POOL BLDG 603 SF
(E) CLUBHOUSE 4723 SF
Grand total 5327 SF

FLOOR ARE TO BE DEMOLISHED

Name Area
DEMO FLOOR AREA 98 SF
Grand total 98 SF

TOTAL FLOOR AREA 5,425 SF

EXISTING PROPOSED

OCCUPANCY CALCULATIONS

ROOM NO ROOM NAME AREA
OCC
TYPE

OCC LOAD
FACTOR OCC LOAD

101 ENTRY 156 SF A-3 30 5.2
102 OFFICE 70 SF B 100 0.7
105 STORAGE 67 SF S-2 300 0.2
106 LEGENDS ROOM 733 SF A-3 5 146.6
106B STORAGE 40 SF
106C STORAGE 67 SF
106D MECHANICAL AREA 266 SF
107 FOUNDERS ROOM 1,247 SF A-3 5 249.5
108 LIBRARY 326 SF A-3 15 21.7
109 VEST 53 SF
110 LEASE OFFICE 335 SF B 100 3.3
111 TOILET 52 SF
112 VEST 40 SF
114 WARMING KITCHEN 307 SF B 100 3.1
115 STORAGE 162 SF S-2 300 0.5
116 FLEX USE ROOM 461 SF B 100 4.6
118 HALL 68 SF
119 W RESTROOM 407 SF
120 M RESTROOM 332 SF
121 JANITOR 6 SF
122 FAMILY RESTRM 58 SF
123 MECH 13 SF S-2 300 0
124 CERT STORAGE 212 SF S-2 300 0.7
125 POOL EQUIP 195 SF S-2 300 0.6
126 STORAGE 65 SF S-2 300 0.2
127 STORAGE 188 SF S-2 300 0.6
128 OFFICE 34 SF B 100 0.3
TOTAL OCCUPANTS 438

POOL OCCUPANT LOAD

NAME AREA
OCCUPANT

LOAD FACTOR OCC LOAD
POOL 3448 SF 15 229.9
WADING POOL 133 SF 15 8.8
TOTAL OCCUPANTS 238.7

PLUMBING FIXTURE COUNT:
1 SHOWER FOR EVERY 50 OCC = 5 REQUIRED
1 TOILET FOR EVERY 60 WOMEN = 2 REQUIRED
1 TOILET AND 1 URINAL FOR EVERY 75 MEN = 2 REQUIRED OF EACH
(TOILETS / LAV NOT REQUIRED IF PROVIDED IN ADJACENT BLDG)

PLUMBING FIXTURE COUNT (LOAD FACTOR 15):164.2
82.1 WOMEN =  3 TOILETS, 1 LAVS
82.1 MEN =  1 TOILETS, 1 URINALS, 1 LAVS

PLUMBING FIXTURE COUNT (LOAD FACTOR 200): 6.0
3.0 WOMEN = 1 TOILETS, 1 LAVS
3.0 MEN = 1 TOILETS, 1 URINALS, 1 LAVS

OCC CALCS FOR A-3 FIXTURE COUNT

ROOM NO ROOM NAME AREA
OCC
TYPE

101 ENTRY 156 SF A-3
106 LEGENDS ROOM 733 SF A-3
107 FOUNDERS ROOM 1,247 SF A-3
108 LIBRARY 326 SF A-3
TOTAL A-3 OCCUPANTS 2,463 SF

OCC CALCS FOR B FIXTURE COUNT

ROOM NO ROOM NAME AREA
OCC
TYPE

102 OFFICE 70 SF B
110 LEASE OFFICE 335 SF B
114 WARMING KITCHEN 307 SF B
116 FLEX USE ROOM 461 SF B
128 OFFICE 34 SF B
TOTAL B OCCUPANTS 1,206 SF

OCC CALCS FOR S-2 FIXTURE COUNT

ROOM NO ROOM NAME AREA
OCC
TYPE

105 STORAGE 67 SF S-2
115 STORAGE 162 SF S-2
123 MECH 13 SF S-2
124 CERT STORAGE 212 SF S-2
125 POOL EQUIP 195 SF S-2
126 STORAGE 65 SF S-2
127 STORAGE 188 SF S-2
TOTAL S-2 OCCUPANTS 902 SF

TOTAL REQUIRED FOR SITE

PLUMBING FIXTURE COUNT
WOMEN =  4 TOILETS, 2 LAVS
MEN =  2 TOILETS, 2 URINALS, 2 LAVS
SHOWERS = 5

PLUMBING FIXTURE COUNT CALCULATIONS

FLOOR AREA CALCULATIONS

PLUMBING FIXTURE COUNT (LOAD FACTOR 5000):0

POOL AREA

Name Area
POOL 3448 SF
WADING POOL 133 SF
Grand total 3581 SF

ISSUE / REVISION
 Date Description No.
12.16.19 ISSUE FOR PERMIT
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SCALE: 1/16" = 1'-0" A1         FIRE ACCESS
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KEY NOTES
1 RED ZONE, RED STRIPING. MARK

WITH "NO PARKING"
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POOL EQUIPMENT
BUILDING
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CLUBHOUSE BUILDING

(E) LANDSCAPE
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AREA
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SWIMMING
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NO WORK AREA OF WORK
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1. BACKFLOW PROTECTION SHALL BE INSTALLED AT THE POINT OF
CONNECTION TO THE WATER LINE. THE BACKFLOW PROTECTION SHLL
BE INSTALLED AT THE POINT OF CONNECTION TO THE WATER LINE. THE
BACKFLOW PREVENTOR SHALL BE TESTED UPON INSTALLATION AT THE
REPORT SUBMITTED TO MMWD RECLAMATION AND BACKFLOW GROUP

2. INCORPORATE COMPOST AT A RATE OF ATLEAST FOUR (4) CUBIC YARDS
AT A DEPTH OF AT LEAST 6" INTO LANDSCAPE AREA

3. COMPOST TO HAVE A MIN OF 80% RECYCLED CONTENT, 80% POST
CONSUMER

4. INSTALL CLIMATE ADAPTED PLANTS THAT REQUIRE OCCASIONAL, LITTLE
OR NO SUMMER WATER (AVERAGE WUCOLS PLANT FACTOR 0.3) FOR 100%
OF THE PLANT AREA EXCLUDING EDIBLES AND AREAS USING RECYCLED
WATER

5. PROVIDE A MIN OF 3" OF MULCH TO ALL EXPOSED SOIL SURFACES,
EXCEPT IN AREAS OF TURF OR CREEPING OR ROOTING GROUNDCOVERS

6. ALL PLANT SPEICES SHALL NOT BE INVASIVE OR NON-FIRE SAFE AS
DETERMINED BY CAL-IPC, THE LOCAL FIRE AGENCY AND MMWD

7. IRRIGATION SYSTEMS SHALL COMPLY WITH THE FOLLOWING
a. AUTOMATIC IRRIGATION CONTOLLERS ARE REQUIRED AND MUST USE

EVAPOTRANSIRATION OR SOIL MOISTURE SENSOR DATA AND UTILIZE A
RAIN SENSOR

b. IRRIGATION CONTOLLERS SHALL BE OF A TYPE WHICH DOES NOT LOSE
PROGRAMMING DATA IN EVENT THE PRIMARY POWER SOURCE IS
INTERUPTED

c. PRESSURE REGULATORS SHALL BE INSTALLED ON IRRIGATION SYSTEM
TO ENSURE THE DYNAMIC PRESSURE OF THE COMPONENTS ARE
WITHING THE MANUFACTUERES RECOMMENDED PRESSURE RANGE.

d. MANUAL SHUT OFF VALVES SHALL BE INSTALLED AS CLOSE AS POSSIBLE
TO THE POINT OF CONNECTION OF THE WATER SUPPLY AND BEFORE
EACH VALVE OR VALVE MANIFOLD

e. AREAS LESS THAN 10 IN WIDTH IN ANY DIRECTION SHALL BE IRRIGATED
WITH SUBSURFACE IRRIGATION OR OTHER MEANS THAT PRODUCES NO
RUNOFF OR OVERSPRAY

GENERAL LANDSCAPE NOTES
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LANDSCAPE PLAN

SCALE: 1/8" = 1'-0" A1         LANDSCAPE PLAN

TR
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H

KEY NOTES
1 (E) TREE TO REMAIN
2 (E) LANDSCAPE AREA TO REMAIN
3 GRAVEL AREA TYP, BLACK STEEL

EDGING
4 NEW PAVED AREA UNDER

OVERHANG, CONCRETE
5 (E) BRICK PAVING TO REMAIN
6 (E) CONCRETE WALKWAY
7 TREE WELL, 3'X3'
8 LOW BRICK WALL, 3'-0" TOW
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SITE PLANS

SCALE: 1/16" = 1'-0" B1         SITE PLAN - EXISTING

SCALE: 1/16" = 1'-0" A1         SITE PLAN - NEW

TR
UE

N
O

RT
H

SEE CIVIL PLANS AND DEMOLITION PLAN FOR EXTENT OF SITE DEMOLITION

KEY NOTES
1 RED ZONE, RED STRIPING. MARK

WITH "NO PARKING"
2 NEW INTERIOR AREA, TYP
3 (E) ASPHALT TO REMAIN
4 (E) BRICK PAVING TO REMAIN
5 (E) POWER POLE AND OVERHEAD

LINE
6 WATER BACKFLOW
7 (E) GAS METER
8 NEW EDGE OF PAVEMENT
9 NEW LANDSCAPE AREA
10 (E) BIKE LANE
11 (E) FLAG POLE TO REMAIN
12 (E) EDGE OF PAVEMENT
13 (E) ELECTRIC METER

ISSUE / REVISION
 Date Description No.
12.16.19 ISSUE FOR PERMIT
12.30.19 ISSUE FOR PRICING

1317  BUTTERFIELD RD., SAN ANSELMO CA
LATITUDE: 38.010944
LONGITUDE: -122.585137

1317  BUTTERFIELD RD., SAN ANSELMO CA
LATITUDE: 38.010944
LONGITUDE: -122.585137



REF.

WH

WH

6 5 4 3 2 1

F

E

C

A

P2 P1

PB

PA

FOYER

RECEPTIONKITCHEN SERVICE

MECH.
STORAGE

STORAGE
MEN'S R.R.MEN'S LOCKER ROOM

WOMEN'S LOCKER ROOM WOMEN'S R.R.

MECH.

OUTDOOR SERVING

STORAGE STORAGE

STORAGE

POOL EQUIP.

ASSEMBLY HALLCOVERED PORCH

SHED
(E) 25' - 3 3/4"

(E
) 2

4'
 - 

0"

1

22

3

44

5

6

D

B

7

FOS

FO
S

8

(E) 131' - 4 1/4"

(E
) 5

8'
 - 

10
 1

/2
"

(E
) 9

' -
 7

" V
IF

(E
) 9

' -
 3

" V
IF

(E
) 3

0'
 - 

7 
3/

4"
 V

IF

(E) 23' - 10 1/2" VIF

(E) 23' - 0 1/2" VIF

99

10

11

12

11

12 12

43
' -

 8
 1

/2
" V

IF

12

13

14

15
16

16

15

15

16 16

ARCHITECT / ENGINEER STAMP

SHEET NO.

PROJECT NO.

SHEET TITLE

C  Fairchild Broms Design 2019 | All Rights Reserved

DATE

SCALE

Fairchild
Broms
Design

PO BOX 1528
SAN ANSELMO, CA 94960
415.459.8699

Sl
ee

py
 H

ol
lo

w
C

om
m

un
ity

 C
en

te
r

13
17

 B
ut

te
rfi
eld

 R
d

Sa
n 
A
ns

elm
o,
 C

A
 9
49

60
A
PN

 -1
76

-1
62

-0
07

19004

12
/2

2/
20

19
 6

:5
8 :

25
 P

M

 1/8" = 1'-0"

A0.1

12.16.2019

PERMIT SUBMITTAL

PLAN -
DEMOLITION

SCALE: 1/8" = 1'-0" A1         FLOOR PLAN - DEMOLITION

TR
UE

N
O
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H

KEY NOTES
1 AREA OF PATIO / SLAB TO BE

REMOVED, TYPICAL
2 (E) SLAB TO REMAIN
3 REMOVE (E) LOG COLUMNS,

RETAIN FOR RE-USE
4 REMOVE PLAY EQUIPMENT AND

STORE FOR RE-USE, REMOVE
BARK AND LOW WOOD WALL

5 REMOVE CONCRETE PLANTER
AND TREE

6 GATE AND FENCE TO BE
RELOCATED AND RE-INSTALLED

7 SLIDING DOORS TO BE RETAINED
FOR RE-USE

8 REMOVE PLASTER AND STONE
HEARTH AT FIREPLACE

9 REMOVE (E) FIXTURES AND
FINISHES

10 REMOVE ACOUSTIC TILES AT
CEILING

11 REMOVE EXTERIOR SIDING /
PLASTER, STRUCTURE TO
REMAIN

12 EXTERIOR SIDING / PLASTER TO
REMAIN. PATCH AND REPAIR

13 RELOCATE (E) COMCAST / TEL TO
NORTH FACE OF BUILDING

14 SALVAGE ALL EXTERIOR
BUILDING MOUNTED LIGHTS

15 SALVAGE EXISTING WOOD FACIA
16 SALVAGE EXISTING WOOD

PANELING
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ROOF PLAN -
DEMOLITION

SCALE: 1/8" = 1'-0" A1         ROOF PLAN - DEMOLITION

TR
UE

N
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H

KEY NOTES
1 REMOVE ROOFING, STRUCTURE

TO REMAIN
2 REMOVE ROOFING AND

STRUCTURE
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PERMIT SUBMITTAL

FLOOR / SITE
PLAN - NEW

SCALE: 1/8" = 1'-0" A1         FLOOR  / SITE PLAN - NEW

TR
UE

N
O

RT
H

KEY NOTES
1 SIGNAGE OVER ENTRY GATE
2 CONCRETE PAVING UNDER

COVERED AREA
3 WOOD LOG COLUMNS TO MATCH

(E)
4 WOOD LOG COLUMNS RE-USE (E)
5 RED ZONE, RED STRIPING. MARK

WITH "NO PARKING"
6 CONCRETE SKIRT, SCD
7 OUTDOOR SHOWERS, COVERED.
8 WHITE STRIPING
9 (E) FLAG POLE TO REMAIN
10 (E) GATE AND FENCE TO BE

RELOCATED
11 WALL LOCATION TO BE SET

BASED ON SETBACK /EASEMENT
FROM PROPERTY LINE

12 NEW LANDSCAPE AREA
13 PROVIDE CONCRETE WHEEL

STOP
14 (E) EDGE OF PAVEMENT
15 TRUNCATED DOMES,

CONTRASTING COLOR PER CBC
705.1.3

16 (E) GATE AND FENCE TO REMAIN
17 NEW GATE AND FENCE, TO

MATCH FENCING AT ADJACENT
PROPERTY LINE

18 (E) AREA DRAIN, SCD
19 LOW CMU WALL
20 GRAVEL AREA TYP, BLACK STEEL

EDGING
21 (E) POWER POLE AND OVERHEAD

LINE
22 (E) BIKE LANE
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 Date Description No.
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WALL TYPE
NUMBER

WALL TYPE REFERENCE SYMBOL

2

WALL TYPES INDICATED ON THE PLANS
CONTINUE TO ANY CORNERS OR
INTERSECTION OF WALLS ON THE SIDE
INDICATED. WALL TYPES ABOVE OR
BELOW OPENING SHALL BE THE SAME AS
EITHER SIDE OF THE OPENING.

ALIGN DIFFERENT WALL TYPES AS
NECESSARY FOR A CONTINUOUS FINISH
SURFACE.

REFER TO THE FINISH SCHEDULE AND
INTERIOR ELEVATIONS FOR WALL
FINISHES, WALL COVERINGS, PANELS,
AND TRIM.

SEE DWG A8.0 FOR WALL TYPES.

(N) PARTITION, CMU

(N) PARTITION, WOOD FRAMING

(E) WALL

TILE WAINSCOT
LOCATION

FULL HEIGHT TILE
LOCATION

SEE INTERIOR ELEVATIONS FOR
ADDITIONAL INFORMATION

SEE SHEET A7.1 FOR ACCESSORY
AND EQUIPMENT SCHEDULES
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PERMIT SUBMITTAL

FLOOR PLAN -
EAST

SCALE: 1/4" = 1'-0" A1         FLOOR PLAN - EAST

TR
UE

N
O

RT
H

KEY NOTES
1 NEW WALL IN LOCATION OF (E)

WALL
2 EDGE OF EXISTING SLAB
3 WOOD LOG COLUMNS TO MATCH

(E)
4 WOOD LOG COLUMNS RE-USE (E)
5 CONCRETE SKIRT, SCD
6 DRINKING FOUNTAIN AND BOTTLE

FILLER
7 DOWNSPOUT, SEE ROOF PLAN
8 PREFABRICATED SHELVING, NOT

IN CONTRACT, PROVIDE BACKING
AT WOOD STUD WALLS

9 EMERGENCY SUPPLIES, NOT IN
CONTRACT

10 EXPOSED (E) BRICK HEARTH, PTD
11 WOOD FOLDING DOORS, PTD
12 THROUGH WALL TRASH CHUTE,

ARCH HARDWARE, INC
R47-610.5BBT. PROVIDE SHEET
METAL LINER AT WALL OPENING.
ONE WITH RECYCLE LOGO ONE
WITH TRASH LOGO

13 MOVABLE WALL SYSTEM, STACK
LOCATION

14 PROVIDE ROD AND SHELF AT
CLOSET

SEE SHEETS A1.0.2 AND A1.0.3 FOR
TYPICAL PLAN NOTES
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WALL TYPE
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WALL TYPE REFERENCE SYMBOL

2

WALL TYPES INDICATED ON THE PLANS
CONTINUE TO ANY CORNERS OR
INTERSECTION OF WALLS ON THE SIDE
INDICATED. WALL TYPES ABOVE OR
BELOW OPENING SHALL BE THE SAME AS
EITHER SIDE OF THE OPENING.

ALIGN DIFFERENT WALL TYPES AS
NECESSARY FOR A CONTINUOUS FINISH
SURFACE.

REFER TO THE FINISH SCHEDULE AND
INTERIOR ELEVATIONS FOR WALL
FINISHES, WALL COVERINGS, PANELS,
AND TRIM.

SEE DWG A8.0 FOR WALL TYPES.

(N) PARTITION, CMU

(N) PARTITION, WOOD FRAMING

(E) WALL

TILE WAINSCOT
LOCATION

FULL HEIGHT TILE
LOCATION

SEE INTERIOR ELEVATIONS FOR
ADDITIONAL INFORMATION

SEE SHEET A7.1 FOR ACCESSORY
AND EQUIPMENT SCHEDULES
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PERMIT SUBMITTAL

FLOOR PLANS -
WEST

SCALE: 1/4" = 1'-0" A1         FLOOR PLAN - WEST

TR
UE

N
O

RT
H

KEY NOTES
1 DRINKING FOUNTAIN AND BOTTLE

FILLER
2 OUTDOOR SHOWERS, COVERED.
3 EXISTING FLOOR DRAIN

LOCATION TO REMAIN, NEW
COVER

4 SKYLIGHT ABOVE, TYP. SEE ROOF
PLAN FOR TYPE

5 DOWNSPOUT, SEE ROOF PLAN
6 (E) SHOWER DRAIN LOCATION TO

REMAIN, NEW DRAIN BODY AND
COVER

7 6' WOOD FENCE AND GATE, NIC

1 DOORS IN NEW OPENINGS TO BE LOCATED
WITH HINGE SIDE JAMB 4" FROM
PERPENDICULAR WALL UON.

2. PROVIDE AND INSTALL 2x FLAT WOOD
BLOCKING FOR ALL BATH ACCESSORIES,
HANDRAILS, CABINETS, TOWEL BARS, WALL
MOUNTED FIXTURES AND ANY OTHER ITEMS
ATTACHED TO WALLS.

3. ALL CHANGES IN FLOOR MATERIALS OCCUR AT
CENTERLINE OF DOOR OR FRAMED OPENINGS
UNLESS OTHERWISE INDICATED ON THE
DRAWINGS.

4. INSTALL ALL FIXTURES, EQUIPMENT, AND
MATERIALS PER MANUFACTURER'S
RECOMMENDATIONS AND THE REQUIREMENTS
OF THE CODES.  ALL APPLIANCES, FIXTURES,
AND EQUIPMENT ASSOCIATED WITH PLUMBING,
ELECTRICAL, AND MECHANICAL SYSTEMS SHALL
BE LISTED BY A NATIONALLY RECOGNIZED AND
APPROVED AGENCY.

5. VERIFY CLEARANCES FOR FLUES, VENTS,
CHASES, SOFFITS, FIXTURES, ETC., BEFORE
ANY CONSTRUCTION, ORDERING OF, OR
INSTALLATION OF ANY ITEM OF WORK.

6. PROVIDE FIRE-BLOCKING @ ALL CONCEALED
DRAFT OPENINGS (VERTICAL & HORIZONTAL).
AS PER 2013 CBC 718.2.2 & R302.11

7. PROVIDE DRAFT-STOPPING @ ALL CONCEALED
DRAFT OPENINGS (VERTICAL & HORIZONTAL).
AS PER 2013 CBC 718.3-4 & R302.11,
DRAFT-STOPS SHALL BE INSTALLED SO THE
CONCEALED SPACE DOES NOT EXCEED 1,000
SQ. FT. AND IS DIVIDED IN APPROX. EQUAL
AREAS.

8. PRESSURE TREATED LUMBER TO BE USED IF IN
DIRECT CONTACT WITH CONCRETE OR CMU IF
THERE IS NO PROVIDED AIRGAP.

9. SEE DWGS T0.1 & T0.2 FOR APPLICABLE CODE
INFORMATION.

10. TOILET ACCESSORIES ROOM 119 TO MATCH
THOSE IN ROOM 120 EXCEPT AS NOTED
SEE DWG T1.3 FOR TOILET ACCESSORY TYPICAL
LOCATIONS & MOUNTING HEIGHTS.

GENERAL NOTES
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12.16.19 ISSUE FOR PERMIT
12.30.19 ISSUE FOR PRICING
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STORAGE
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A1 LEGENDS
ROOM

106

7

3

MECHANICAL
AREA

H1

6

6

106.8

WALL TYPE
NUMBER

WALL TYPE REFERENCE SYMBOL

2

WALL TYPES INDICATED ON THE PLANS
CONTINUE TO ANY CORNERS OR
INTERSECTION OF WALLS ON THE SIDE
INDICATED. WALL TYPES ABOVE OR
BELOW OPENING SHALL BE THE SAME AS
EITHER SIDE OF THE OPENING.

ALIGN DIFFERENT WALL TYPES AS
NECESSARY FOR A CONTINUOUS FINISH
SURFACE.

REFER TO THE FINISH SCHEDULE AND
INTERIOR ELEVATIONS FOR WALL
FINISHES, WALL COVERINGS, PANELS,
AND TRIM.

SEE DWG A8.0 FOR WALL TYPES.

(N) PARTITION, CMU

(N) PARTITION, WOOD FRAMING

(E) WALL

TILE WAINSCOT
LOCATION

FULL HEIGHT TILE
LOCATION

SEE INTERIOR ELEVATIONS FOR
ADDITIONAL INFORMATION

SEE SHEET A7.1 FOR ACCESSORY
AND EQUIPMENT SCHEDULES
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FLOOR PLAN -
CERT STORAGE

SCALE: 1/4" = 1'-0" A3         FLOOR PLAN - CERT STORAGE

TR
UE

N
O

RT
H

SCALE: 1/4" = 1'-0" A2         ATTIC LEVEL - STORAGE
SCALE: 1/4" = 1'-0" A1         ATTIC LEVEL- MECHANICAL

KEY NOTES
1 WOOD LOG COLUMNS TO MATCH

(E)
2 (E) FLAG POLE TO REMAIN
3 WALL LOCATION TO BE SET

BASED ON SETBACK /EASEMENT
FROM PROPERTY LINE

4 EMERGENCY SUPPLIES, NOT IN
CONTRACT

5 PREFABRICATED SHELVING, NOT
IN CONTRACT, PROVIDE BACKING
AT WOOD STUD WALLS

6 DUCTS, SMD
7 ATTIC ACCESS DOOR 30"X36"H,

PROVIDE SMOKE SEAL

1 DOORS IN NEW OPENINGS TO BE LOCATED
WITH HINGE SIDE JAMB 4" FROM
PERPENDICULAR WALL UON.

2. PROVIDE AND INSTALL 2x FLAT WOOD
BLOCKING FOR ALL BATH ACCESSORIES,
HANDRAILS, CABINETS, TOWEL BARS, WALL
MOUNTED FIXTURES AND ANY OTHER ITEMS
ATTACHED TO WALLS.

3. ALL CHANGES IN FLOOR MATERIALS OCCUR AT
CENTERLINE OF DOOR OR FRAMED OPENINGS
UNLESS OTHERWISE INDICATED ON THE
DRAWINGS.

4. INSTALL ALL FIXTURES, EQUIPMENT, AND
MATERIALS PER MANUFACTURER'S
RECOMMENDATIONS AND THE REQUIREMENTS
OF THE CODES.  ALL APPLIANCES, FIXTURES,
AND EQUIPMENT ASSOCIATED WITH PLUMBING,
ELECTRICAL, AND MECHANICAL SYSTEMS SHALL
BE LISTED BY A NATIONALLY RECOGNIZED AND
APPROVED AGENCY.

5. VERIFY CLEARANCES FOR FLUES, VENTS,
CHASES, SOFFITS, FIXTURES, ETC., BEFORE
ANY CONSTRUCTION, ORDERING OF, OR
INSTALLATION OF ANY ITEM OF WORK.

6. PROVIDE FIRE-BLOCKING @ ALL CONCEALED
DRAFT OPENINGS (VERTICAL & HORIZONTAL).
AS PER 2013 CBC 718.2.2 & R302.11

7. PROVIDE DRAFT-STOPPING @ ALL CONCEALED
DRAFT OPENINGS (VERTICAL & HORIZONTAL).
AS PER 2013 CBC 718.3-4 & R302.11,
DRAFT-STOPS SHALL BE INSTALLED SO THE
CONCEALED SPACE DOES NOT EXCEED 1,000
SQ. FT. AND IS DIVIDED IN APPROX. EQUAL
AREAS.

8. PRESSURE TREATED LUMBER TO BE USED IF IN
DIRECT CONTACT WITH CONCRETE OR CMU IF
THERE IS NO PROVIDED AIRGAP.

9. SEE DWGS T0.1 & T0.2 FOR APPLICABLE CODE
INFORMATION.

10. TOILET ACCESSORIES ROOM 119 TO MATCH
THOSE IN ROOM 120 EXCEPT AS NOTED
SEE DWG T1.3 FOR TOILET ACCESSORY TYPICAL
LOCATIONS & MOUNTING HEIGHTS.

GENERAL NOTES
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ROOF PLAN - NEW

SCALE: 1/8" = 1'-0" A1         ROOF PLAN - NEW

TR
UE

N
O

RT
H

KEY NOTES
1 OPERABLE SKYLIGHTS IN

REDUCED (E) OPENINGS
2 NEW ASPHALT SHINGLE ROOFING

OVER (E) STRUCTURE, NEW BATT
INSULATION AND GYP BD APPLIED
TO (E) STRUCTURE

3 ASPHALT SHINGLE ROOFING, NEW
STRUCTURE

4 WOOD TRELLIS
5 SOLID COVER OVER SHOWERS,

CORRUGATED METAL,
GALVANIZED, SLOPE TO DRAIN

6 DOWNSPOUT TO SPLASH BLOCK
7 DOWNSPOUT, PIPE TO STORM

DRAIN SYSTEM
8 NEW ASPHALT SHINGLE ROOFING

ON (E) STRUCTURE
9 PREP ROOF FOR SOLAR PANELS,

NO ROOF PENETRATIONS THIS
AREA

10 RELOCATE OR REROUTE (E)
ROOF PENETRATIONS THIS AREA

GENERAL ROOF NOTES
1. MINIMIZE ROOF PENETRATIONS

FOR PLUMBING VENTS, SPD
2. COORDINATE SOLAR PANEL

ATTACHEMNTS WITH SOLAR
INSTALLER PRIOR TO ROOFING
INSTALLATION

3. ALL EXISITING ROOFING TO BE
REPLACED, INSTALL PER
MANUFACTUERERS
RECOMMENDATIONS

4. SEE SHEET A7.1 FOR MATERIAL
SPECIFICATIONS
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T.O. (E) ROOF
16' - 0"

5

4

6

8

(E) T.O.PLATE
10' - 0"

10

11 15

FLOOR LEVEL
0' - 0"

T.O. (E) ROOF
16' - 0"

4

4

2

(E) T.O.PLATE
10' - 0"

15

FLOOR LEVEL
0' - 0"

T.O. (E) ROOF
16' - 0"

4

2

4

4

4
5

7

78

(E) T.O.PLATE
10' - 0"

9

7

16

17

1'
 - 

6"

FLOOR LEVEL
0' - 0"
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ELEVATIONS

SCALE: 1/8" = 1'-0" B1         EAST ELEVATION
SCALE: 1/8" = 1'-0" B2         WEST ELEVATION

SCALE: 1/8" = 1'-0" A1         SOUTH ELEVATION

SCALE: 1/8" = 1'-0" C1         NORTH ELEVATION

KEY NOTES
1 EXISTING EXTERIOR PLASTER FINISH
2 EXTERIOR PLASTER FINISH
3 EXISTING WOOD SIDING, REPAIR

BOTTOM EDGE
4 BOARD AND BATTEN
5 FIBER CEMENT PANELING
6 BULLETIN DISPLAY CASES
7 FUTURE SOLAR PANEL LOCATION
8 ASPHALT SHINGLE ROOFING
9 CORRUGATED ROOFING
10 (E) GATE AND FENCE TO BE RELOCATED
11 NEW WOOD ENTRY TRELLIS WITH

SIGNAGE
12 CMU TO MATCH (E)
13 WOOD TRELLIS
14 EXISTING CMU
15 CHIMNEY CAP. MASTER SERVICES,

MASTER CAP, STYLE #1, COLOR TO
MATCH ROOF OR FIRESIDE CHIMNEY
SUPPLY, STAINLESS STEEL OUTSIDE
MOUNT CHIMNEY CAP, SEPIA BROWN
OR EQUAL.

16 CHIMNEY CAP AT PREFABRICATED
FIREPLACE, SIMILAR TO SPECIFICATION
AT (E) FIREPLACE. CONFIRM
REQUIREMENTS WITH FIREPLACE
MANUFACTURER

17 NATURAL WOOD MANTEL - MAX DEPTH
8", OFOI, COORDINATE BAKING
REQUIRED

1 PAINT ALL EXTERIOR WALLS P9, TYP
2 PAINT ALL EXISTING EAVES COLOR P3 TYP.
3 PAINT ALL EXISTING EAVES COLOR P8 TYP.
4 VERIFY ALL EXISTING ELEVATION DATUMS

IN THE FIELD.

GENERAL NOTES

SCALE: 1/8" = 1'-0" A2

         OUTDOOR SHOWERS - WEST
ELEVATION

SCALE: 1/8" = 1'-0" D1

         CERT STORAGE  - NORTH
ELEVATION

SCALE: 1/8" = 1'-0" D2

         CERT STORAGE - EAST
ELEVATION
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FLOOR LEVEL
0' - 0"

T.O. (E) ROOF
16' - 0"

A2
A3.0

(E) TRUSSES TO REMAIN

CALIFORNIA FRAMING
OVER (E) ROOF STRUCTURE

(E) T.O.PLATE
10' - 0"

MECHANICAL DUCTS, SMD

A3.1
A1

A3.1
A2

A3.1
A3

FLOOR LEVEL
0' - 0"

T.O. (E) ROOF
16' - 0"

A1
A3.0

DECORATIVE  RAFTERS, 1X

2X10, SSD WITH BATT INSULATION

RIDGE BEAM - CLAD TO BE DECORATIVE
RUN SPRINKLER LINE AND ELECTRICAL IN
LOWER CLAD AREA

EQ EQ

A3.2
A1

A3.2
A2

A3.2
A3

FLOOR LEVEL
0' - 0"

A3.0
B1

FLOOR LEVEL
0' - 0"

C

EXISTING ROOF STRUCTURE

NEW FACIA AND GUTTER

NEW ROOFING AND ROOF SHEATHING

EXISTING WALL STRUCTURE
NEW INSULATION R11 MIN

NEW WINDOW IN EXISTING OPENING

5/8" GYP BD APPLIED TO (E)
STRUCTURE

(E) SLAB, SSD
SEE FINISH SCHEDULE

EXISTING ASPHALT PAVING

NEW SHEATHING, WATERPROOFING
AND SIDING
SEE FLOOR PLAN FOR WALL TYPE

NEW INSULATION IN (E) ROOF CAVITY
R19, MIN

5/8" GYP BD

A8.1
A3

SIM

A8.2
A1

A8.1
C1

SIM

FLOOR LEVEL
0' - 0"

6

1/8" / 1'-0"1/8" / 1'-0"

(E) SLAB / FOUNDATION
SSD

NEW SHEATHING, WATERPROOFING
AND SIDING
SEE FLOOR PLAN FOR WALL TYPE

FIBER CEMENT BOARD
SOFFIT

TRELLIS, PTD
SSD

CORREGATED METAL ROOFING

"HOG WIRE" GALVANIZED PANELS

OUTDOOR SHOWER
COLUMN, SPD

1'
 - 

2"

BOARD FORMED CONCRETE
PIER, SSD

BEAM, PTD
SSD

2X2 REDWOOD

FLOOR LEVEL
0' - 0"

BOARD FORMED CONCRETE
PIER, SSD

REDWOOD POST, PTD
WITH HIDDEN ATTACHMENT
SSD

REDWOOD BEAM, PTD
WITH HIDDEN ATTACHMENT
SSD

"HOG WIRE" GALVANIZED
PANELS

2X2 REDWOOD

TRELLIS MEMBERS, SSD

OUTDOOR SHOWER
COLUMN, SPD
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SECTIONS / WALL
SECTIONS

SCALE: 1/8" = 1'-0" A1

         SECTION - FOUNDERS ROOM /
LEGENDS ROOM

SCALE: 1/8" = 1'-0" A2

         SECTION - ENTRY / LEGENDS
ROOM

SCALE: 1/8" = 1'-0" A3         SECTION - RESTROOMS

SCALE: 3/4" = 1'-0" B1         WALL SECTION - RESTROOMS
SCALE: 3/4" = 1'-0" B2

         WALL SECTION AT OUTDOOR
SHOWER

SCALE: 3/4" = 1'-0" B3

         OUTDOOR SHOWERS -
ENLARGED ELEVATION
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FLOOR LEVEL
0' - 0"

T.O. (E) ROOF
16' - 0"

3

PSL, SSD

8'
 - 

4"

3"

PSL, SSD

6X6 POST, SSD
PTD FINISH

(E) STRUCTURAL
TRUSSES AND ROOF

SHEATHING

(E) CONCRETE SLAB

ACCOUSTICAL
FABRIC/GLASS
WALL

WALL FRAMING
SSD

ACCOUSTIC INSULATION

MECHANICAL DUCTS / EQUIPMENT
SMD

FOOTING, SSD

A6.0.2
A2

FLOOR LEVEL
0' - 0"

T.O. (E) ROOF
16' - 0"

4

PSL, SSD

WRAP BEAM TO PROVIDE CHASE
FOR ELECTRICAL, SPRINKLER

PSL, SSD

A8.2
A1

A8.2
D2

A8.2
C2

A8.1
B3

A8.1
C3

SIM

FLOOR LEVEL
0' - 0"

1

FACIA AND GUTTER

ROOFING, UNDERLAYMENT
NEW RIGID INSULATION

AT (E) ROOF

(E) BOXED RAFTERS  AND ROOF
SHEATHING, REPAIR AS REQUIRED

(E) BOXED BEAM TO REMAIN,
REPAIR AS REQUIRED

(E) WOOD COLUMN TO REMAIN,
STRIP AND REPAINT

CONCRETE CURB
SCD

TOPPING SLAB AND THICKEND
EDGE, SSD

(E) SLAB

A8.1
A1

SIM
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WALL SECTIONS

SCALE: 3/4" = 1'-0" A2

         WALL SECTION - FOUNDERS /
LEGENDS ROOMS

SCALE: 3/4" = 1'-0" A1

         WALL SECTION - LEGENDS
ROOM

SCALE: 3/4" = 1'-0" A3         WALL SECTION - LIBRARY
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FLOOR LEVEL
0' - 0"
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OFFICE ENTRY
PORCH

FOOTING, SSD

(E) REFURBISHED AND
RELOCATED LOG COLUMN

A8.1
C1

SIM

1/8" / 1'-0"

A8.1
B3

LIGHT FIXTURE
SEE SCHEDULE

ROOF FRAMING
SSD

FOOTING, SSD

FLOOR LEVEL
0' - 0"

B

PSL, SSD

HE
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 T
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BA
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15
' -

 9
" V

IF

STORAGE

STORAGELEGENDS
ROOM

1X WOOD TRIM

5/8" GYP BD
SEE FINISH SCHEDULE

FOR FINAL FINISH

(E) SLAB AND FOOTING, SSD
SLAB, SSD

FLOOR LEVEL
0' - 0"

F

(E
) 1

0'
 - 

0"
 V

IF

8"

REMOVE (E)
SOIL, SLOPE AT 2%

PROVIDE 2" OF GRAVEL

(E) SLAB
SSD

(E) FRAMING
NEW INSULATION  MAXIMIZE
R-VALUE FOR (E) CAVITY DIMENSION
XX MIN AT 2X4

(E) ELECTRICAL METERS
AND POWER DROP, SED

(E) ROOF FRAMING
VERIFY CONDITION IN FIELD

REPLACE ANY DAMAGED
MEMBERS

NEW FACIA AND GUTTER

ROOF ASSEMBLY
RA-1

5/8" GYP BD
SEE FINISH SCHEDULE

SEE PLAN FOR WALL TYPE

A8.1
A3

SIM
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WALL SECTIONS

SCALE: 3/4" = 1'-0" A1         WALL SECTION - ENTRY
SCALE: 3/4" = 1'-0" A2

         WALL SECTION - LEGEND RM /
STORAGE

SCALE: 3/4" = 1'-0" A3         WALL SECTION - STORAGE
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INTERIOR
ELEVATIONS

SCALE: 3/8" = 1'-0" A2         ENTRY 101 - EAST
SCALE: 3/8" = 1'-0" A3         ENTRY 101- NORTH

SCALE: 3/8" = 1'-0" A1         ENTRY 101 - SOUTH
SCALE: 3/8" = 1'-0" A4         ENTRY 101- WEST

SCALE: 3/8" = 1'-0" C3         KITCHEN 114- NORTH
SCALE: 3/8" = 1'-0" C1         KITCHEN 114- SOUTHSCALE: 3/8" = 1'-0" C2         KITCHEN 114- EAST

KEY NOTES
1 DOOR ON HOLD OPEN
2 SS SHELVING, OWNER PURCHASED

CONTRACTOR INSTALLED
3 SCONCES OR WALL MOUNTED LIGHT

FIXTURE, SEE ELECTRICAL DRAWINGS
AND RCP

4 OPEN SHELVING. ADJUSTABLE
SHELVES

5 ENCLOSED CABINETS, PROVIDE TWO
ADJUSTABLE SHELVES PER CABINET.
CABINETS TO HAVE LOCKS, ALL KEYED
THE SAME

6 SUPPORT BRACKETS TO MATCH
COUNTER / SHELF

7 WOOD TRIM, PAINT TO MATCH WALL
ABOVE

8 WOOD PICTURE SHELF PAINT TO
MATCH WALL BELOW

9 CEILING COLOR TO WRAP TO TRIM,
TYP THIS ROOM

10 PAINTED WOOD COUNTER AND
CASING AT OPEN PASS THROUGH

11 NO CASING THIS WINDOW / DOOR,
FLAT 1X AT INSIDE OF JAMB, 1/4"
PROUD OF FINISHED TILE

12 ENCLOSED CABINETS, ADJUSTABLE
SHELVES, PROVIDE 1 SHELF PER
FOOT OF CABINET HEIGHT

13 NO KICK AT CABINET, 1X BASEBOARD
14 PROVIDE GROMMET AT COUNTER /

DESK
15 WALL MOUNT MECHANICAL UNIT, SMD
16 PENDANT LIGHT FIXTURE, SEE

ELECTRICAL DRAWINGS AND RCP
17 ALIGN DEVICES AND CENTER ON

WALL, TYPICAL

SCALE: 3/8" = 1'-0" B1

         OFFICE 102 / VEST 109 -
NORTH

SCALE: 3/8" = 1'-0" B3         OFFICE 102 - SOUTH
SCALE: 3/8" = 1'-0" B2         OFFICE 102 - WEST
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INTERIOR
ELEVATIONS

SCALE: 3/8" = 1'-0" A2         LEGENDS RM - EAST

SCALE: 3/8" = 1'-0" B1         LEGENDS RM - NORTH

SCALE: 3/8" = 1'-0" A1         LEGENDS RM - SOUTH

SCALE: 3/8" = 1'-0" B2         LEGENDS RM - WEST

KEY NOTES
1 SCONCES OR WALL MOUNTED LIGHT

FIXTURE, SEE ELECTRICAL DRAWINGS
AND RCP

2 1X3 FLAT CHAIR RAIL
3 1X3 BASEBOARD
4 REGISTER, SMD
5 1X6 APPLIED TO CEILING, PAINT
6 BEAMS , SSD, PAINT
7 PAINTED WOOD COUNTER AND

CASING AT OPEN PASS THROUGH
8 THROUGH WALL TRASH CHUTE, ARCH

HARDWARE, INC R47-610.5BBT.
PROVIDE SHEET METAL LINER AT
WALL OPENING. ONE WITH RECYCLE
LOGO ONE WITH TRASH LOGO

9 PENDANT LIGHT FIXTURE, SEE
ELECTRICAL DRAWINGS AND RCP

10 MOVABLE WALL SYSTEM, STACK
LOCATION
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INTERIOR
ELEVATIONS

SCALE: 3/8" = 1'-0" A1         FOUNDERS RM - SOUTH

SCALE: 3/8" = 1'-0" B2         FOUNDERS RM - WEST
SCALE: 3/8" = 1'-0" B1         FOUNDERS RM - NORTH

SCALE: 3/8" = 1'-0" A2         FOUNDERS RM - EAST

KEY NOTES
1 1X3 BASEBOARD
2 1X3 FLAT CHAIR RAIL
3 DECORATIVE FREEZE WITH UP LIGHTS
4 REGISTER, SMD
5 RETRACTABLE PROJECTION SCREEN

LOCATION, OFOI, PROVIDE BACKING
6 NATURAL WOOD MANTEL - MAX DEPTH

8", OFOI, COORDINATE BAKING
REQUIRED

7 FURRED WOOD PANELING, PTD, 3"
PROJECTION FROM FACE OF BRICK,
PANELING TO BE VERTICAL SHIPLAP

8 (E) BRICK TO BE PAINTED
9 WALL MOUNTED TELEVISION

LOCATION, OFOI. PROVIDE BACKING
10 PENDANT LIGHT FIXTURE, SEE

ELECTRICAL DRAWINGS AND RCP
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INTERIOR
ELEVATIONS

SCALE: 3/8" = 1'-0" A2         LIBRARY - NORTH

SCALE: 3/8" = 1'-0" B1         LIBRARY - WEST

SCALE: 3/8" = 1'-0" A1         LIBRARY - EAST

KEY NOTES
1 WOOD COLUMNS, TYP
2 REGISTER, SMD
3 NO CASING THIS WINDOW / DOOR,

FLAT 1X AT INSIDE OF JAMB, 1/4"
PROUD OF FINISHED TILE

4 WOOD TRIM, PAINT TO MATCH WALL
ABOVE

5 VERTICAL BOARDS, SALVAGED FROM
BUILDING

6 1X FLAT STOCK APPLIED TO GYP BD
WALL, PTD

7 1X3 BASEBOARD

SCALE: 3/8" = 1'-0" C1         TOILET 111 - EAST
SCALE: 3/8" = 1'-0" C2         TOILET 111 - NORTH

SCALE: 3/8" = 1'-0" C4         TOILET 111 - SOUTH
SCALE: 3/8" = 1'-0" C3         TOILET 111 - WEST

SCALE: 3/8" = 1'-0" B2         LIBRARY 108 - SOUTH
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INTERIOR
ELEVATIONS

SCALE: 3/8" = 1'-0" A2

         WOMEN'S RESTROOM 119 -
NORTH

KEY NOTES
1 ENCLOSED CABINETS, ADJUSTABLE

SHELVES, PROVIDE 1 SHELF PER
FOOT OF CABINET HEIGHT

2 1X 4 CROWN
3 NO KICK AT CABINET, 1X BASEBOARD
4 ACCESSIBLE FIXTURE, SEE T1.3
5 SCONCE OR WALL MOUNTED FIXTURE,

SED AND RCP
6 FIXED PLAM SHELVES / COUNTER.

EXPOSED MAPLE PLY EDGE 1 1/2"
7 SUPPORT BRACKETS TO MATCH

COUNTER / SHELF
8 PROVIDE GROMMET AT COUNTER /

DESK
9 SEE MECHANICAL FOR EXPOSED

DUCTING THIS ROOM, DUCTS TO RUN
TIGHT TO CEILING/WALL

10 END PANEL AT DESK RETURN,
PREFINISHED MAPLE

11 SCONCES OR WALL MOUNTED LIGHT
FIXTURE, SEE ELECTRICAL DRAWINGS
AND RCP

SCALE: 3/8" = 1'-0" B1

         WOMEN'S RESTROOM 119 -
SOUTH

SCALE: 3/8" = 1'-0" A1

         WOMEN'S RESTROOM 119 -
EAST

SCALE: 3/8" = 1'-0" 1         FLEX USE ROOM - EAST

SCALE: 3/8" = 1'-0" 2         LEASE OFFICE 110 - NORTH
SCALE: 3/8" = 1'-0" 3         LEASE OFFICE 110 SOUTH

MENS  RESTROOM 120 - SIM

MENS  RESTROOM 120 - SIM MENS  RESTROOM 120 - SIMSCALE: 3/8" = 1'-0" 4

         WOMAN'S RESTROOM 119 -
WEST

MENS  RESTROOM 120 - SIM
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FLEX USE
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116 STORAGE
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ROOM

FOUNDERS
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LIBRARY
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ENTRY
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A6.0.2

3'
 - 

6"

EQ
EQ

3'
 - 

6"

E
X

IT
EXIT

EXIT

E
X

IT

E
X

IT

EXIT

EXIT

E
X

IT

E
X

IT

L17
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1. SEE SITE PLAN FOR EXTERIOR
LANDSCAPE LIGHTING

2. SEE SHEET A6.0.2 FOR DECORATIVE
LIGHT FIXTURE SCHEDULE

3. SEE ELECTRICAL PLANS FOR ADDITIONAL
INFORMATION

4. ALL INSTALLED INTERIOR AND EXTERIOR
LUMINAIRES SHALL BE HIGH-EFFICANCY IN
ACCORDANCE WITH CEC TABLE 150.A

5. RECESSED DOWNLIGHT LUMINAIRES IN
CEILINGS SHALL MEET THE
REQUIREMENTS OF CEC SECTION 7(k)1.C

6. EXHAUST FANS SHALL BE SWITCHED
SEPARATELY FROM LIGHTING SYSTEMS

7. LUMINAIRES SHALL BE SWITCHED WITH
READILY ACCESSIBLE CONTROLS THAT
PERMIT THE LUMINAIRES TO BE
MANUALLY SWITCHED ON AND OFF

8. LIGHITNG CONTOLS SHALL BE INSTALLED
IN ACORDANCE WITH THE
MANUFACTURER'S INSTRUCTIONS

9. NO CONTROLS SHALL BYPASS A DIMMER
OR VACANCY SENSOR FUNCTION

10. ALL LIGHT FIXTURES LOCATED ABOVE
TUBS/SHOWERS TO BE LABLED
"SUITABLE FOR DAMP LOCATION"

11. ALL EXTERIOR LIGHTING PERMANENTLY
MOUNTED TO A BUILDING SHALL COMPLY
WITH CEC 150.0(k)3.A AND BE
CONTROLED BY AN ON/OFF SWITCH THAT
SHALL NOT OVERRIDE TO ON THE
ACTIONS OF EITHER; A PHOTOCELL AND
MOTION SENSOR OR ONE OF THE
FOLLOWING; PHOTOCELL AND MOTION
SENSOR, ASTRONOMICAL TIME CLOCK,
ENERGY MANAGEMENT SYSTEM.

GENERAL AND LIGHTING NOTES
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RCP / LIGHTING -
EASTTR

UE
N

O
RT

H

KEY NOTES
1 VERIFY ELECTRICAL REQUIREMENTS

WITH (E) EQUIPMENT
2 (E) TRUSSES TO REMAIN, STRIP PAINT

AND REFINISH
3 (E) EXPOSED CEILING
4 BEAMS , SSD, PAINT
5 1X6 APPLIED TO CEILING, PAINT
6 V-GROOVE FIBER CEMENT BOARDS OR

PREFINISHED CEDAR AT UNDERSIDE
OF ROOF

7 SEE INTERIOR ELEVATIONS FOR
SCONCE LOCATIONS TYP

8 ATTIC ACCESS DOOR WITH LADDER,
SUPER SIMPLEX BY PRECISION
LADDERS

9 (E) BOXED BEAMS, REPAIR AND PAINT
10 FUTURE PROJECTOR LOCATION

SCALE: 1/4" = 1'-0" A1         RCP - LIGHTING - EAST
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RCP / ELECTRICAL SYMBOLS

OUTLET - DUPLEX

OUTLET - QUADPLEX

OUTLET - GFCI

OUTLET - WATERPROOF GFCI

OUTLET - APPLIANCE

DATA JACK

DATA / PHONE JACK

PHONE JACK

TV HOOKUP

NATURAL GAS

SPEAKER - CEILING MOUNTKEYPAD SWITCH

PHOTO SENSOR

HOSE BIB

SPEAKER - WALL MOUNTPHOTO/ MOTION SENSOR

OUTLET FLOOR DUPLEX

OUTLET FLOOR QUADPLEX

OUTLET - DUPLEX SWITCHED

SUPPLY AIR REGISTER

RETURN AIR REGISTER

1. SEE SITE PLAN FOR EXTERIOR
LANDSCAPE LIGHTING

2. SEE SHEET A6.0.2 FOR DECORATIVE
LIGHT FIXTURE SCHEDULE

3. SEE ELECTRICAL PLANS FOR ADDITIONAL
INFORMATION

4. ALL INSTALLED INTERIOR AND EXTERIOR
LUMINAIRES SHALL BE HIGH-EFFICANCY IN
ACCORDANCE WITH CEC TABLE 150.A

5. RECESSED DOWNLIGHT LUMINAIRES IN
CEILINGS SHALL MEET THE
REQUIREMENTS OF CEC SECTION 7(k)1.C

6. EXHAUST FANS SHALL BE SWITCHED
SEPARATELY FROM LIGHTING SYSTEMS

7. LUMINAIRES SHALL BE SWITCHED WITH
READILY ACCESSIBLE CONTROLS THAT
PERMIT THE LUMINAIRES TO BE
MANUALLY SWITCHED ON AND OFF

8. LIGHITNG CONTOLS SHALL BE INSTALLED
IN ACORDANCE WITH THE
MANUFACTURER'S INSTRUCTIONS

9. NO CONTROLS SHALL BYPASS A DIMMER
OR VACANCY SENSOR FUNCTION

10. ALL LIGHT FIXTURES LOCATED ABOVE
TUBS/SHOWERS TO BE LABLED
"SUITABLE FOR DAMP LOCATION"

11. ALL EXTERIOR LIGHTING PERMANENTLY
MOUNTED TO A BUILDING SHALL COMPLY
WITH CEC 150.0(k)3.A AND BE
CONTROLED BY AN ON/OFF SWITCH THAT
SHALL NOT OVERRIDE TO ON THE
ACTIONS OF EITHER; A PHOTOCELL AND
MOTION SENSOR OR ONE OF THE
FOLLOWING; PHOTOCELL AND MOTION
SENSOR, ASTRONOMICAL TIME CLOCK,
ENERGY MANAGEMENT SYSTEM.

GENERAL AND LIGHTING NOTES

10
 1

/2
"

2 X, PTD
HEIGHT TO MATCH LOWER
CORD OF (E) TRUSS

LINEAR  ACCENT LIGHT

(E) TRUSS

2X2 TRIM, PTD

1/2" FINISH PLYWOOD
FREEZE, PTD

1X 2 TRIM, PTD

GYP BD WALL SURFACE
SEE PLANS FOR WALL

TYPES

1 
1/

4"

DRIVER LOCATED BELOW
TRUSS

SECTION ELEVATION
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RCP / LIGHTING -
WEST

SCALE: 1/4" = 1'-0" A1         RCP - LIGHTING - WEST

TR
UE

N
O

RT
H

LUMINAIRE SCHEDULE
MARK LOCATIONS OFCI MFR MODEL # NAME / DISCRIPTION COLOR / MATERIAL LAMP MOUNT NOTES

A1 THROUGHOUT SURFACE MOUNT LED LED CEILING - SURFACE SEE ELECTRICAL PLANS
EXIT SEE ELECTRICAL PLANS
L1 LEGENDS ROOM OFCI HINKLEY LIGHTING 41011BK AVENUE WHITE ACRYLIC BLACK LED WALL - SURFACE
L1A FOUNDERS ROOM OFCI CIRCA LIGHTING S 203BR-NP ASPEN IROM WALL LAMP BLACK E12 WALL - SURFACE
L2 ENTRY OFCI EUROFACE 35898-016 MILLBROOK BLACK LED CEILING - PENDANT
L3 FOUNDERS ROOM OFCI SEASCAPE LIGHTING EATON DECORATIVE PENDANT - DRUM CEILING - PENDANT
L3A LEGENDS ROOM OFCI SEASCAPE LIGHTING MILO DECORATIVE PENDANT - DRUM CEILING - PENDANT
L4 WARMING KITCHEN COOPER LIGHTING 12' LENGTH, S123-DS-1-30-0144-1RDS NEO RAY DEFINE 3 SURFACE Direct and Indirect

LED
LED CEILING - SURFACE

L5 HALLS / VESTIBULE / TOILET RM OFCI SCHOOLHOUSE ELECTRIC OTIS / 8" DRUM SHADE OTIS INTEGRATED LED TRUE BLACK LED CEILING - SURFACE
L6 THROUGHOUT 4" RECESSED DOWNLIGHT WHITE LED CEILING - RECESSED SEE ELECTRICAL PLANS
L6A RESTROOMS 4" RECESSED DOWNLIGHT

SLOPED
WHITE LED CEILING - RECESSED SEE ELECTRICAL PLANS

L7 TOILET ROOM OFCI REJUVENATION A8260 / B2002 HANNAH SCONCE WHITE E26 WALL - SURFACE
L8 PORCH / TRELLIS OFCI BARNLIGHT ELECTRIC S-SBA14-xxx-ST520-xxx-NA-CGG-xxx-FST-HSC-LED16.8-3000K-FL ASTRO CHAIN HUNG PENDANT LED CEILING - PENDANT COLORED CAST GUARD
L8A LIBRARY OFCI BARNLIGHT ELECTRIC C-SBA14-xxx-cord-xxx-NA-NA-NA-NA-NA-LED38-3000K-FL ASTRO CORD HUNG PENDANT LED CEILING - PENDANT
L9 EXTERIOR WALL OFCI BARNLIGHT ELECTRIC SBA12-xxx-NA-NA-NA-NA-NA-NA-LED16.8-3000K-FL ASTRO WALL MOUNT LED WALL - SURFACE INTERIOR OF SHADE COLORED
L10 TOILET ROOMS COOPER LIGHTING 11' LENGTH, UP/DOWN NEO RAY DEFINE 3 WALL LED WALL - SURFACE
L10A TOILET ROOMS COOPER LIGHTING 6' LENGTH, UP/DOWN NEO RAY DEFINE 3 WALL LED WALL - SURFACE
L12 TOILET ROOMS OFCI HINKLEY LIGHTING P155051 SIMI LED CHROME LED WALL - SURFACE
L13 EXTERIOR HINKLEY LIGHTING 1518CD-LED ATLANTIS BOLLARD NATURAL CEDAR LED EXTERIOR BOLLARD
L14 FOUNDERS ROOM COOPER LIGHTING iO LED LINE .75 ASYMMETRIC LED LEDGE
L15 EXTERIOR WALL OFCI BARNLIGHT ELECTRIC G-SBA14-xxx-G22-xxx-NA-CGG-xxx-FST-NA-LED16.8-3000K-NA ASTRO GOOSENECK LED CEILING - SURFACE CAST GUARD
L16 WARMING KITCHEN OFCI SCHOOLHOUSE ELECTRIC ABRAMS / ANGLED SHADE ABRAMS TRUE BLACK WALL - SURFACE SAUCER SHADE, OPAL
L17 EXTERIOR WALL WALL - SURFACE EXISITNG EXTERIOR LIGHTS TO BE REUSED, ARCHITECT TO SELECT

FROM SALVAGED

KEY NOTES
1 GYP BOARD APPLIED DIRECTLY

TO (E) ROOF STRUCTURE, BATT
INSULATION BETWEEN FRAMING

2 SEE MECHANICAL FOR EXPOSED
DUCTING THIS ROOM, DUCTS TO
RUN TIGHT TO CEILING/WALL

SCALE: 1 1/2" = 1'-0" A2         FRIEZE WITH LIGHT

SEE SITE PLAN FOR EXTERIOR  BOLLARD LIGHT
LOCATIONS

SEE ELECTRICAL PLANS AND SCHEDULE FOR ADDITIOANL
INFORMATION
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REF.

G
FI

P2 P1

PB

PA

CERT
STORAGE

124

A1A1A1

A1 A1 A1

7' - 0" 7' - 0"

L8

L8

L15

1. SEE SITE PLAN FOR EXTERIOR
LANDSCAPE LIGHTING

2. SEE SHEET A6.0.2 FOR DECORATIVE
LIGHT FIXTURE SCHEDULE

3. SEE ELECTRICAL PLANS FOR ADDITIONAL
INFORMATION

4. ALL INSTALLED INTERIOR AND EXTERIOR
LUMINAIRES SHALL BE HIGH-EFFICANCY IN
ACCORDANCE WITH CEC TABLE 150.A

5. RECESSED DOWNLIGHT LUMINAIRES IN
CEILINGS SHALL MEET THE
REQUIREMENTS OF CEC SECTION 7(k)1.C

6. EXHAUST FANS SHALL BE SWITCHED
SEPARATELY FROM LIGHTING SYSTEMS

7. LUMINAIRES SHALL BE SWITCHED WITH
READILY ACCESSIBLE CONTROLS THAT
PERMIT THE LUMINAIRES TO BE
MANUALLY SWITCHED ON AND OFF

8. LIGHITNG CONTOLS SHALL BE INSTALLED
IN ACORDANCE WITH THE
MANUFACTURER'S INSTRUCTIONS

9. NO CONTROLS SHALL BYPASS A DIMMER
OR VACANCY SENSOR FUNCTION

10. ALL LIGHT FIXTURES LOCATED ABOVE
TUBS/SHOWERS TO BE LABLED
"SUITABLE FOR DAMP LOCATION"

11. ALL EXTERIOR LIGHTING PERMANENTLY
MOUNTED TO A BUILDING SHALL COMPLY
WITH CEC 150.0(k)3.A AND BE
CONTROLED BY AN ON/OFF SWITCH THAT
SHALL NOT OVERRIDE TO ON THE
ACTIONS OF EITHER; A PHOTOCELL AND
MOTION SENSOR OR ONE OF THE
FOLLOWING; PHOTOCELL AND MOTION
SENSOR, ASTRONOMICAL TIME CLOCK,
ENERGY MANAGEMENT SYSTEM.

GENERAL AND LIGHTING NOTES
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LEGENDS
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RCP/LIGHTING -
CERT STORAGE

SCALE: 1/4" = 1'-0" A3

         RCP - LIGHTING -CERT
STORAGE

TR
UE

N
O

RT
H

KEY NOTES

SCALE: 1/4" = 1'-0" A2         RCP - ATTIC LEVEL - STORAGE
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A B - SEE SCHEDULE FOR
DIMENSIONS

C - POCKET DOOR D - SEE SCHEDULE FOR
DIMENSIONS

F - FOLDING DOOR

G I - INTERIOR OPERABLE PARTITION (VIEWED FROM LEGENDS ROOM)H J - SEE
SCHEDULE
FOR DIMENSIONS

L

EQ EQ EQ EQ EQ EQ EQ EQ 3' - 0"

VA
RI

ES

3 '- 0" CLR3' - 0" 3' - 0"

8'
 - 

0"

6' - 0"3' - 0"

8'
 - 

0"

6' - 0"

6'
 - 

8"

3' - 0"

8'
 - 

0"

3' - 0"

6'
 - 

8"

3'
 - 

0"

6'
 - 

8"

M - DUTCH DOOR N - (E) DOOR TO BE
TRIMMED, REFURBISHED
AND REHUNG; BARN DOOR

8'
 - 

0"
15' - 0"

VA
RI

ES

VARIES

VA
RI

ES

P

6' - 0"

8'
 - 

0"

6' - 0"

4'
 - 

0"

Q - SEE ELEVATIONS
FOR LOCATION

6'
 - 

9"

4' - 9"

10
"

NOTES:
RECESSED PANEL DOORS TO HAVE SQUARE STICKING, TYPICAL

R - BYPASS SLIDING
DOOR

GLASS PANELS FABRIC PANELS GLASS PANELS

J1

4' - 0"

8'
 - 

0"

DOOR & FRAME MATERIALS & FINISHES

HM HOLLOW METAL
SCWD SOLID CORE WOOD
CLD ALUMINUM CLAD, PREFINISHED
FRP FIBERGLASS REINFORCED POLYESTER
AL ALUMINUM
WD WOOD
CLR CLEAR FINISH
ANOD ANODIZED
P- PAINTED / PAINT COLOR
STL STEEL
GALV GALVANIZED

A
A1 - NON OPERABLE, SEE ELEVATIONS
FOR HEAD HEIGHT

B C

D F

G - EXISTING OPENING
VERIFY SIZE IN FIELD
WINDOW AT ROOM 11
TO MATCH

H
H1 - X'-X" HEAD HEIGHT,
OBSURE GLASS

J K - EXISTING OPENING
VERIFY SIZE IN FIELD

6'
 - 

8"
6'

 - 
8"

6'
 - 

8"

6' - 0"

3'
 - 

0"

3'
 - 

0"

3' - 0"

5'
 - 

0"

9' - 4"

5'
 - 

0"

7' - 10"

3' - 0" 3' - 0" 3' - 0" 2' - 6" 2' - 6" 2' - 6"

2'
 - 

0"

3' - 6"

M - FIXED CURB MOUNTED
SKYLIGHT
FCM 4646 - VERIFY WIDTH
REQUIREMENTS WITH
EXISTING ROOF FRAMING,
SIZE TO FIT IN (E) FRAMING

N - FIXED CURB MOUNTED
SKYLIGHT
FCM 4694 - VERIFY WIDTH
AND HEIGHT REQUIREMENTS
WITH EXISTING ROOF
FRAMING, SIZE TO FIT IN (E)
OPENING

E - EXISITNG OPENING AT ROOM 107
VERIFY SIZE IN FIELD

VI
F

4'
 - 

0"

VIF

6' - 2"

3' - 0"

5'
 - 

0"

4'
 - 

0"

7' - 4"

4'
 - 

0"

2' - 4"

2'
 - 

8"

2' - 4" 2' - 4" 2' - 4" 3' - 0"

1. PROJECT IS IN WUI ZONE - ALL WINDOWS TO HAVE AT LEAST ONE PANE TEMPERED
2. WINDOWS TO BE MARVIN CLAD (OR EQUAL), BRONZE FINISH, PRIMED INTERIOR
3. WINDOWS GLAZING TO MEET:
AT FIXED WINDOWS - U FACTOR OF .36 MAX, RSHGC .25 MAX
AT OPERABLE WINDOWS - U FACTOR OF .46 MAX, RSHGC .22 MAX
AT SKYLIGHTS - U FACTOR OF .58 MAX, SHGC .25 MAX
4. SKYLIGHTS TO BE VELUX (OR EQUAL) SIZE AND OPERATION AS NOTED
5. WINDOWS ARE VIEWED FROM THE EXTERIOR

DOOR AND WINDOW NOTES

1. CONTRACTOR TO VERIFY ALL ROUGH OPENINGS AND JAMB THICKNESS BEFORE FINALIZING
DOOR AND WINDOW ORDER(S). SIZES LISTED ARE FINISHED SIZES
2. TEMPERED OR SAFETY GLASS IS REQUIRED IN ALL DOORS WHERE GLAZING IS SHOWN AND
IN FIXED OR OPERABLE PANELS ADJACENT TO DOORS WHERE THE NEAREST VERTICAL EDGE OF
THE GLAZING IS WHIN A 24" ARC OF EITHER THE VERTICCAL EDGE OF THE DOOR IN A CLOSED
POSITION AND WHERE THE BOTTOM EXPOSED EDGE OF THE GLAZING IS LESS THAN 60" ABOVE
THE WALKING SURFACE. AND IN ANY FIXED OR OPERABLE PANELS THAT MEET ALL OF THE
FOLLOWING CONDITIONS PER CBC 2406.4:

A. THE EXPOSED AREA OF AN INDIVIDUAL PANE IS GREATER THAN 9 SF
B. THE BOTTOM EDGE OF THE GLAZING IS LESS THAN 18"ABOVE THE FLOOR
C. THE TOP EDGE OF THE GLAZING IS GREATER THAN 36" ABOVE THE FLOOR
D. ONE OR MORE WALKING SURFACE ARE WITHING 36" MEASURED HORIZONTALLY AND IN A

STRAIGHT LINE OF THE PLANE OF THE GLAZING.
3. GLAZING IN RAILINGS REGARDLESS OF HEIGHT ABOVE A WALKING SURFACE.  INCLUDED ARE
STRUCTURAL BALUSTER PANELS AND NONSTRUCTURAL IN-FILL PANELS
4. ALL DOORS AND WINDOWS TO BE SIMULATED DIVIDED LIGHTS WITH SPACER BARS, SPACER
BARS TO BE BLACK.
5. INSTALL ALL DOORS AND WINDOWS PER MANUACTURER'S INSTRUCTIONS

GENERAL

1. ALL FIRE RATED DOORS TO HAVE SELF-CLOSER AND SMOKE GASKET PER NFPA.
2. ALL EXTERIOR SWING DOORS TO MEET AIR INFILTRATION RATE OF .3CFM/FT2 FOR SINGLE
DOORS AND  1.0 CFM/FT2 FOR DOUBLE DOORS, ALL DOORS TO HAVE A U FACTOR OF .70 (SEE
WINDOW NOTES FOR GLAZED DOOR REQUIREMENTS)
3. ALL (E) DOORS NOT NOTED ON SCHEDULE TO BE REPAINTED, HARDWARE ADJUSTED AS
NEEDED TO PROVIDE FOR SMOOTH OPERATION
4. SEE PLANS FOR DOOR SWING DIRECTIONS

DOORS

WINDOWS
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SCHEDULES
DOOR / WINDOW

DOOR SCHEDULE

DOOR
NO DOOR LOCATION

WIDTH WIDTH HEIGHT HEIGHT
DOOR FRAME DETAIL MANUFACTUER (OR

EQUAL, PROVIDE
SPECIFICATION) COMMENTSTYPE MATL FINISH MATL FINISH HEAD THRESH

OLD JAMB

101 ENTRY 9' - 4 5/8" 9' - 6" 7' - 11 1/2" 8' - 0" A SCWD CLD WD CLD MARVIN COMMERCIAL PANIC HARDWARE
101.1 FOUNDERS ROOM 4' - 0" 8' - 0" J1 SCWD P WD P TruStile Doors, LLC HOLD OPEN, PANIC HARDWARE
101.2 LEGENDS ROOM 4' - 0" 8' - 0" J1 SCWD P WD P TruStile Doors, LLC HOLD OPEN, PANIC HARDWARE
102 OFFICE 3' - 0" 6' - 8" M SCWD P WD P DUTCH DOOR, PAINTED TO MATCH CLAD FINISH
106 LEGENDS ROOM 15' - 0 1/32" 15' - 0" 7' - 11 9/32" 8' - 0" F SCWD P WD CLD

106.1 LEGENDS ROOM 3' - 2 3/16" 3' - 0" 8' - 1 1/16" 8' - 0" G SCWD P WD CLD MARVIN COMMERCIAL PANIC HARDWARE
106.2 LEGENDS ROOM 6' - 0" 8' - 0" P SCWD P WD P
106.3 LEGENDS ROOM 6' - 0" 8' - 0" P SCWD P WD P
106.5 LEGENDS ROOM 6' - 0" 4' - 0" Q SCWD P WD P
106.6 STORAGE 6' - 0" 4' - 0" Q SCWD P WD P
106.7 LEGENDS ROOM 6' - 0" 4' - 0" Q SCWD P WD P
106.8 LEGENDS ROOM 6' - 0" 4' - 0" Q SCWD P WD P
107 25' - 6" 8' - 6" I STL P ALUM P Hufcor, Inc. ACOUSTIC GLASS / FABRIC PARTITION WALL, STC 45

107.2 N SCWD P WD P (E) SLIDING DOOR TO BE REHUNG AND REFINISHED
107.3 N SCWD P WD P (E) SLIDING DOOR TO BE REHUNG AND REFINISHED
108 LIBRARY 6' - 0 5/8" 6' - 0" 6' - 10" 6' - 8" H SCWD CLD WD CLD MARVIN COMMERCIAL PANIC HARDWARE
109 VEST 3' - 0" 6' - 8" J SCWD P WD P

109.1 VEST 6' - 0" 6' - 8" R SCWD P WD P
110 LEASE OFFICE 3' - 0" 6' - 8" L SCWD CLD WD CLD

110.1 FOUNDERS ROOM 3' - 0" 6' - 8" J SCWD P WD P
110.2 LEASE OFFICE 3' - 0" 6' - 8" C SCWD P WD P POCKET DOOR
111 TOILET 3' - 0" 6' - 8" J SCWD P WD P
114 WARMING KITCHEN 3' - 0" 6' - 8" B SCWD MTL HM P

114.1 WARMING KITCHEN 3' - 0" 8' - 0" J SCWD P WD P
115 STORAGE 3' - 0" 6' - 8" B HM MTL HM P

115.1 STORAGE 6' - 0" 8' - 0" P SCWD P WD P
116 FLEX USE ROOM 3' - 2 3/16" 3' - 0" 6' - 9 1/16" 6' - 8" L SCWD CLD WD CLD MARVIN COMMERCIAL
118 HALL 3' - 2 3/16" 3' - 0" 6' - 9 1/16" 6' - 8" L SCWD CLD WD CLD MARVIN COMMERCIAL
119 W RESTROOM 3' - 0" 6' - 8" B HM P HM P (E) OPENING, HOLLOW CORE MTL DOOR AND FRAME

119.1 W RESTROOM 3' - 0" 6' - 8" B SCWD P WD P
120 M RESTROOM 3' - 0" 6' - 8" B HM P HM P (E) OPENING, HOLLOW CORE MTL DOOR AND FRAME

120.1 M RESTROOM 3' - 0" 6' - 8" B SCWD P WD P HOLLOW CORE MTL DOOR AND FRAME
121 JANITOR 2' - 6" 6' - 8" B HM P HM P
122 FAMILY RESTRM 3' - 0" 6' - 8" B HM P HM P HOLLOW CORE MTL DOOR AND FRAME
123 MECH 3' - 0" 6' - 8" B HM P HM P HOLLOW CORE MTL DOOR AND FRAME
124 CERT STORAGE 6' - 0" 6' - 8" D HM P HM P HOLLOW CORE MTL DOOR AND FRAME
125 4' - 0" 6' - 0" BB

SCALE: 1/4" = 1'-0"
         DOOR TYPES

SCALE: 1/4" = 1'-0"
         WINDOW TYPES

SEE SHEET X.X FOR TYPICAL WINDOW DETAILS
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FINISH NOTES
1. SEE CAL GREEN CHECKLIST SHEET T2.0 FOR ADDITIONAL FINISH

MATERIAL REQUIREMENTS, ITEMS IN SECTION 5.504.4.
2. ALL INTERIOR FINISHES TO BE MINIMUM CLASS C  PER CBC TABLE 803.9.
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SCHEDULES

APPLIANCE, ACCESSORY AND EQUIPMENT SCHEDULE
MARK DISCRIPTION OFCI / OFOI MODEL / MATERIAL MANUFACTURER NOTES

A1 DISHWASHER OFOI OFCI, RESIDENTIAL ENERGY STAR
REQUIRED, MAX 4.25 GAL/CYCLE

A2 COMMERCIAL FREEZER OFOI EXISTING TO BE RE-USED
A3 COMMERCIAL REFRIGERATOR OFOI EXISTING TO BE RE-USED
A4 Heat & Glo Gas Burning Outdoor Fireplace -

Castlewood as Specified
Castlewood Heat & Glo

AC1 HOOKS OFOI, PROVIDE BACKING
AC2 TOWEL DISPENSER - RECESSED B-359033 BOBRICK
AC3 BABY CHANGING STATION KB110-SSWM / STAINLESS STEEL KOALA KARE PRODUCTS
AC4 Circular Waste Chute, Surface-Mounted B-532 BOBRICK
AC5 MIRROR WITH SHELF B-292 - CUSTOM / SATIN STAINLESS STEEL BOBRICK
AC6 Towel Dispenser/Waste Receptacle B-359033 / STAINLESS STEEL BOBRICK
AC7 FOLDING SHOWER SEAT B-5191 BOBRICK
AC8 Grab Bars B-5806 / SATIN FINISH STAINLESS STEEL BOBRICK
AC9 Grab Bars B-5806 / SATIN FINISH STAINLESS STEEL BOBRICK
AC10 Grab Bars B-5806 / SATIN FINISH STAINLESS STEEL BOBRICK
AC11 Recessed Toilet Seat Cover Toilet Tissue

Dispenser and Sanitary Napkin Disposal Unit
B-3574 BOBRICK

AC12 Partition Mounted Toilet Seat Cover and Toilet
Tissue Dispenser Two Compartment Unit

B-3471 BOBRICK

AC13 Partition Mounted, Recessed Toilet Seat Cover,
Toilet Tissue Dispenser and Sanitary Napkin
Disposal - Two Compartment Unit

B-3571 BOBRICK

AC14 Restroom Partitions, Floor-Mounted with
Overhead Brace

HINY HIDERS / COLOR TBD SCRANTON PRODUCTS

AC15 Shower Curtain and Rod 36" x 72" BOBRICK
EQ1 SS WORK TABLE OFOI WORK TABLE ELKAY

ROOM FINISH SCHEDULE
ROOM NO ROOM NAME FLOOR BASE N W S E CLG CASEWORK NOTES

101 ENTRY CONC1 P5 P4 P4 P4 P4 P7 P4 CEILING COLOR WRAPS TO WALL ABOVE TRIM
102 OFFICE CONC1 P3 P1 P1 P1 P1 P2 WD1/PLAM1 CLOSET DOORS AND CASING TO BE P3
105 STORAGE CONC1 P3 P1 P1 P1 P1 P2
106 LEGENDS ROOM CONC1 P5 P4 P4 P4 P4 P2 N/A WD2 AT TRUSSES. DOORS AND CHAIR RAIL TO BE P5. SEE ELEVATION FO

ADDITIONAL DETAIL
106B STORAGE - P1 P1 P1 P1 P2
106C STORAGE - P4 P4 P4 P4 P2/P3 N/A
106D MECHANICAL AREA -
107 FOUNDERS ROOM CONC1 P5 P4 P4 P4 P4 P2/P3 P3 AT CEILING BEAMS, TRIM. DOORS AND CHAIR RAIL TO BE P5. SEE

ELEVATION FOR FRIEZE DETAIL
108 LIBRARY CONC1 P6/P3 P6 P6 P3 P3/P6 P3 N/A WOOD PANELING TO BE P6, BASE AND TRIM AT WALLS WITH PANELING TO

MATCH
109 VEST CONC1 P5 P4 P4 P4 P4 P2
110 LEASE OFFICE CPT P3 P1 P1 P1 P1 P2 WD1/PLAM1
111 TOILET CONC1 P6/P3 CT3/P6 P6 P6 CT3/P6 P2
112 VEST CONC1 P5 P4 P4 P4 P4 P2
114 WARMING KITCHEN CONC1 P3 P1/CT2 P1 P1 P1/CT2 P1
115 STORAGE CONC1 P3 P1 P1 P1 P1 P2
116 FLEX USE ROOM CONC1 P3 P1 P1 P1 P1 P2 P3
118 HALL CONC1 P3 P1 P1 P1 P1 P2
119 W RESTROOM EF1 EF1 P6 P6 P6/CT1 P6 P3
120 M RESTROOM EF1 EF1 P6/CT1 P6 P6 P6 P3
121 JANITOR EF1 EF1 P6 P6 P6 P6 P3
122 FAMILY RESTRM CONC2 CT1 P6/CT1 P6/CT1 P6/CT1 P6/CT1 P3
123 MECH CONC2 - P1 P1 P1 P1 P2
124 CERT STORAGE CONC2 - - - - - P3

EMERGENCY EQUIPMENT SCHEDULE (OWNER PURCHASED, OWNER INSTALLED)

FINISH LEGEND

MATERIAL SCHEDULE

MATERIAL NOTES

1. SEE CAL GREEN CHECKLIST SHEETS FOR ADDITIONAL REQUIREMENTS
2. ALL COMPOSITE WOOD PRODUCTS TO BE APPROVED BY CALIFORNIA AIR RESOURCE BOARD AS NO ADDED

FORMALDEHYDE (NAF) OR ULTRA-LOW EMITTING FORMALDEHYDE (ULEF) MAINTAIN DOCUMENTATION OF
SAME

ISSUE / REVISION
 Date Description No.
12.16.19 ISSUE FOR PERMIT
12.30.19 ISSUE FOR PRICING



• 2X4 FRAMING S.S.D. FOR
SPACING

• 1 LAYER 5/8" GYPSUM BOARD
• LEVEL 4 FINISH, LEVEL 3 IN

CLOSETS

• HARDIBOARD PANEL SIDING,
PAINTED

• 1X3 WOOD FURRING, VENTED
AIR SPACE (3/8" MIN)

• WEATHER BARRIER - 1 LAYER
BLDG PAPER

• 15/32 CDX PLWD, S.S.D.
• 2X6 FRAMING, S.S.D. FOR

SPACING
• BATT INSULATION - R13
• 1 LAYER 5/8" GYPSUM BOARD -

LEVEL 5 FINISH, LEVEL 3 IN
CLOSETS

• 7/8" 3 COAT CEMENT PLASTER
W/ INTEGRAL COLOR

• WEATHER BARRIER - 2 LAYER
BLDG PAPER

• CDX PLWD, SSD
• 2X6 FRAMING, S.S.D. FOR

SPACING
• EXISTING WALL FRAMING AT A1
• BATT INSULATION - R13
• 1 LAYER 5/8" GYPSUM BOARD -

LEVEL 4 FINISH, LEVEL 3 IN
CLOSETS

PARTITION TYPE:

1
FIRE RATING: NONE

TEST REF: N/A

SOUND RATING: N/A

TEST REF: N/A

INTERIOR

• 2X6 FRAMING, S.S.D. FOR
SPACING

• 1 LAYER 5/8" GYPSUM
BOARD EACH SIDE

• LEVEL 4 FINISH, LEVEL 3 IN
CLOSETS

• BATT INSULATION R13

PARTITION TYPE:

3
FIRE RATING: NONE

TEST REF: N/A

SOUND RATING: N/A

TEST REF: N/A

INTERIOR

• 2X4 FRAMING, S.S.D. FOR
SPACING

• 1 LAYER 5/8" GYPSUM BOARD
EACH SIDE

• LEVEL 4 FINISH, LEVEL 3 IN
CLOSETS

• BATT INSULATION R13

PARTITION TYPE:

2
FIRE RATING: NONE

TEST REF: N/A

SOUND RATING: N/A

TEST REF: N/A

INTERIORPARTITION TYPE:

B
FIRE RATING: NONE

TEST REF: N/A

SOUND RATING: N/A

TEST REF: N/A

EXTERIOR

PARTITION TYPE:

A / A1
FIRE RATING: NONE

TEST REF: N/A

SOUND RATING: N/A

TEST REF: N/A

EXTERIOR

EXTERIOR

EXTERIOR

PLASTER

PLUMBING WHERE OCCURS

INTERIOR

INTERIOR

TILE WHERE OCCURS, SEE INTERIOR
ELEVATIONS AND FINISH SCHEDULE

SEE FINISH SCHEDULE
AND INTERIOR

ELEVATIONS FOR FINISH

• 2X FRAMING, S.S.D. FOR
SPACING

• FURRING AS REQUIRED TO
MATCH ADJACENT WALL

• 1 LAYER 5/8" GYPSUM
BOARD EACH SIDE

• LEVEL 4 FINISH, LEVEL 3 IN
CLOSETS

• BATT INSULATION, 3" MIN,
R-13

PARTITION TYPE:

4
FIRE RATING: NONE

TEST REF: N/A

SOUND RATING: 46

TEST REF: BBN-700725

INTERIOR

TILE WHERE OCCURS, SEE INTERIOR
ELEVATIONS AND FINISH SCHEDULE

• HARDIBOARD BOARD AND
BATTON SIDING, PAINTED

• 1X3 WOOD FURRING, VENTED
AIR SPACE (3/8" MIN)

• WEATHER BARRIER - 1 LAYER
BLDG PAPER

• 15/32 CDX PLWD, S.S.D.
• 2X6 FRAMING, S.S.D. FOR

SPACING
• EXISTING FRAMING AT C1
• BATT INSULATION - R13
• 1 LAYER 5/8" GYPSUM BOARD -

LEVEL 5 FINISH, LEVEL 3 IN
CLOSETS

PARTITION TYPE:

C / C1
FIRE RATING: NONE

TEST REF: N/A

SOUND RATING: N/A

TEST REF: N/A

EXTERIOR

EXTERIOR

INTERIOR
SEE FINISH SCHEDULE

AND INTERIOR
ELEVATIONS FOR FINISH

• SPLIT FACE CMU TO MATCH
EXISTING, SEE SSD

• PAINTED FINISH ON INTERIOR,
SEE FINISH SCHEDULE

PARTITION TYPE:

D
FIRE RATING: NONE

TEST REF: N/A

SOUND RATING: N/A

TEST REF: N/A

EXTERIOR

EXTERIOR

INTERIOR
24" OC MIN

• THIN BRICK OVER BRICKFAST
PANELS, MC NEAR BRICK AND
BLOCK, BRICK COLOR TBD, TO
MATCH (E) BRICK CHIMNEY

• WEATHER BARRIER - 1 LAYER
BLDG PAPER

• 15/32 CDX PLWD, S.S.D.
• 2X6 FRAMING, S.S.D. FOR

SPACING

PARTITION TYPE:

F
FIRE RATING: NONE

TEST REF: N/A

SOUND RATING: N/A

TEST REF: N/A

EXTERIOR

EXTERIOR

INTERIOR

EQ EQ EQ

4' - 0"

TYPICAL BOARD AND BATTEN DIMENSIONS TYPICAL WALL PANEL DIMENSION

2.5" BATTENS

1'
 - 

8"

3 
1/

2"

1" THICK FIBER CEMENT BOARD

CE
NT

ER
LI

NE
 O

F 
M

UL
L

WINDOW

WOOD SHAPED WINDOW SILL

3/4" THICK FIBER CEMENT BOARD
OVER 3/4" FIBER CEMENT BOARD PANELING

8'
 - 

0"
 V

IF

FRIEZE BLOCK
SEE A1/A8.1

6 3/4"

WINDOW

2 
1/

2"

BOARD & BATTEN  FINISH

WEATHER BARRIER, SHOWN DASHED, LAP OVER
GSM CORNER FLASHING

S.A.S.M. FLASHING AT INSIDE CORNER, SHOWN
DASHED, RUN 4" ALONG EACH WALL

1x WOOD TRIM, SIZED TO MATCH BATTEN

1x WOOD TRIM

S.A.S.M. FLASHING AT OUTSIDE CORNER, SHOWN
DASHED, RUN 4" ALONG EACH WALL BOARD & BATTEN FINISH

WEATHER BARRIER, SHOWN DASHED, LAP OVER
GSM CORNER FLASHING

S.A.S.M. FLASHING AT INSIDE CORNER, SHOWN
DASHED, RUN 4" ALONG EACH WALL

WEATHER BARRIER - 2 LAYERS #15 ASPHALT
FELT (OR APPROVED EQUAL), SHOWN DASHED,
LAP OVER GSM CORNER FLASHING

CEMENT PLASER (STUCCO) FINISH

TERMINATE CEMENT PLASTER  W/ J-MOLD
ALIGNED W/ F.O. WD BOARD

1x WOOD TRIM, SIZED TO MATCH BATTEN

+0.0"
T.O. SUB FLOOR

PROVIDE STAINLESS STEEL 1/8"
MESH BUG SCREEN AT TOP AND
BOTTOM OF RAIN SCREEN AIR SPACE

COPPER WALL BASE FLASHING
WITH HEMMED DRIP EDGE, RUN LEG
UP F.O. WALL 6" MIN

WALL WEATHER RESISTIVE BARRIER,
SHOWN DASHED,LAP OVER WALL
BASE FLASHING

RAINSCREEN FURRING, 3/8" THICK

8"

1/4" GAP, DO NOT CAULK

V GROOVE VERTICAL
PANELING
PROVIDE BLOCKING

1/2" X 3 1/2"

1/2" X 3/4"

DOOR JAMB

AT INTERIOR WOOD
PANELING

CASING DEPTH DIMENSION TO
MATCH PANELING

1/2" X 3 1/2"

1/2" X 3/4"

DOOR JAMB

AT PTD GYP BD WALLS

5/8" GYP PAINTED
OR WALL PAPER
SEE FINISH SCHEDULE

5/8" GYP PAINTED
OR WALL PAPER
SEE FINISH SCHEDULE

TILE AS SCHEDULED

1/2" X 3 1/2"

1/2" X 3/4"

DOOR JAMB

AT TILE WALL
FINISH

5/8" GYP PAINTED
OR WALL PAPER
SEE FINISH SCHEDULE

1/
4"

THINSET TILE

WATERPROOF
UNDERLAMENT
 RUN TO UNDERSIDE
T.O. TILE
CEMENT BOARD
BACKER

WET LOCATION
GYP BD, PTD

WALL FRAMING,
SEE FLOOR

PLANS

SCHLUTER-JOLLY EDGE
COLOR TBD

WATERPROOF
UNDERLAMENT
RUN TO UNDERSIDE
T.O. TILE
CEMENT BOARD
BACKER

WET LOCATION
GYP BD, PTD

WALL FRAMING,
SEE FLOOR

PLANS

WOOD TRIM
1/4"

3/
4"

THINSET TILE

AT ROOMS 119, 120 AT ROOMS 111, 114

GYP BD WALL SURFACE
SEE PLANS FOR WALL

TYPES

5 1/2"

3"

BLIND SHELF
SUPPORT

PAINTED WOOD LEDGE

1 1/2"

DOOR AS
SCHEDULED

RUBBER REDUCER
STRIP;  COLOR TO BE
SELECTED BY ARCH

EPOXY FLOORING
AS SCHEDULED;
FLOAT AS REQ'D

AL
IG

N

1/
2"

 M
AX

 @
 1

:2
 S

LO
PE

CONC FLOOR
AS SCHEDULED
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WALL TYPES /
DETAILS

SCALE: 1 1/2" = 1'-0" A1         WALL TYPES

SCALE: 1/2" = 1'-0" C1

         BOARD AND BATTEN
DIMENSIONS / LAYOUT

SCALE: 1 1/2" = 1'-0" A4

         CORNERS BOARD AND
BATTEN

SCALE: 1 1/2" = 1'-0" A3

         INSIDE CORNER SIDING /
PLASTER

SCALE: 1 1/2" = 1'-0" B4         RAIN SCREEN, TYPICAL ISSUE / REVISION
 Date Description No.
12.16.19 ISSUE FOR PERMIT
12.30.19 ISSUE FOR PRICING

SCALE: 3" = 1'-0" C3

         INTERIOR DOOR / OPENING
JAMB DETAILS

SCALE: 3" = 1'-0" B3         TILE TO GYP BD

SCALE: 1 1/2" = 1'-0" C4         PICTURE RAIL AT ENTRY

SCALE: 3" = 1'-0" D4

         CONCRETE TO EPOXY
FLOORING



AT EAVE PROVIDE METAL COUNTERFLASING MIN
6" DEEP.  LAP ROOF UNDERLAYMENT OVER
FLASHING, AT GUTTER FLASHING TO LAP
OVERINSIDE EDGE OF GUTER.  MATERIAL AND
FINISH TO MATCH ROOF

1x T&G DECKING, PTD

6" 1/2 ROUND GUTTER  WITH SUPPORT BRACKETS
EVERY 30", FINISH TO MATCH ROOF

2x FRIEZE BLOCK, ALIGN BOTTOM WITH
BOTTOM OF RAFTER

2x4 FASCIA, PTD

STRUCTURAL RAFTER, S.S.D.

TYP. ROOF ASSEMBLY:
ASPHALT SHINGLE ROOFING OVER
SELF ADHEARED UNDERLAYMENT
OVER STRUCTURAL SHEATHING

ROOF INSULATION, CLOSED CELL SPRAY
FOAM
SPRAY POLYURETHANE FOAM AGAINST
UNTERSIDE OF SHEATHING TO MEET R30

WALL ASSEMBY, SEE FLOOR PLANS

AT EAVE PROVIDE METAL COUNTERFLASING MIN 6"
DEEP.  LAP ROOF UNDERLAYMENT OVER FLASHING,
AT GUTTER FLASHING TO LAP OVERINSIDE EDGE OF
GUTTER.  MATERIAL AND FINISH TO MATCH GUTTER

(E) 1x T&G DECKING

6" 1/2 ROUND GUTTER  WITH SUPPORT BRACKETS
EVERY 30"

2x FRIEZE BLOCK, ALIGN BOTTOM WITH
BOTTOM OF RAFTER

2x6 FASCIA, PTD

(E) STRUCTURAL RAFTER

TYP. ROOF ASSEMBLY:
ASPHALT SHINGLE ROOFING OVER
SELF ADHEARED UNDERLAYMENT
OVER STRUCTURAL SHEATHING

ROOF INSULATION, 2 LAYERS OF 1 1/2" RIGID
INSULATION, STAGGERED JOINTS

WALL FINISH, SEE WALL TYPES
FOR ADDITIOANL INFORMATION

TURN DOWN ROOF FLASHING OVER  BARGE RAFTER

2x BARGE RAFTER TO FACIA AT RAKE
DIMENSION

3x4 OUTRIGGER AT 32" O.C.  EXTEND AND FASTEN
TO 1ST RAFTER

WALL ASSEMBLY, SEE FLOOR PLANS

2x FASCIA (3X AT RAINSCREEN)

1x T&G DECKING, PTD

TYP. ROOF ASSEMBLY:
ASPHALT SHINGLE ROOFING OVER
SELF ADHEARED UNDERLAYMENT
OVER STRUCTURAL SHEATHING

ROOF INSULATION, CLOSED CELL SPRAY
FOAM
SPRAY POLYURETHANE FOAM AGAINST
UNTERSIDE OF SHEATHING TO MEET R30

PROVIDE STAINLESS STEEL 1/8"
MESH BUG SCREEN AT TOP AND
BOTTOM OF RAIN SCREEN AIR SPACE

ROOFING UNDERLAYMENT
RUN UP FACE OF WALL
BEHIND FLASHING, 2 LAYERS AT
LOW SLOPES, TYP

WALL WEATHER RESISTIVE BARRIER,
SHOWN DASHED,LAP OVER WALL
COUNTER FLASHING

RAINSCREEN FURRING, 3/8" THICK

1/4" GAP, DO NOT CAULK

COUNTER FLASHING

COPPER WALL TO ROOF
FLASHING

6"

ASPHALT SHINGLE ROOFING

8"

12
"
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 3" = 1'-0"
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DETAILS

SCALE: 3" = 1'-0" C1

         TYPICAL EAVE AT OPEN
CEILING, DROPPED CEILING SIM

SCALE: 3" = 1'-0" A1

         TYPICAL EAVE AT (E)
FOUNDERS ROOM ROOF

STRUCTURE

SCALE: 3" = 1'-0" C3         TYPICAL RAKE

SCALE: 3" = 1'-0" B3

         ROOF TO WALL AT BOARD AND
BATTEN

ISSUE / REVISION
 Date Description No.
12.16.19 ISSUE FOR PERMIT

SCALE: 3" = 1'-0" A3         FLASHING AT GRADE



HEAD HEIGHT

(E) OR (N) SOLID GROUT FILL

BACKER ROD & SEALANT, TYP
EACH SIDE

HM FRAME, PAINTED

DOOR AS SCHEDULED

EXTERIOR

(E) OR (N) CMU

MASONRY STRAP ANCHOR

HOLLOW MTL FRAME BEYOND

2" 1 3/4" 2"

@ 6" CMU

5 3/4"

3 3/4" @ 8" CMU

3/
4"

2"

(E) OR (N) CMU

BACKER ROD & SEALANT, TYP EACH SIDE

HM FRAME, GROUT FILLED, PAINTED

DOOR AS SCHEDULED

(E) OR (N) SOLID GROUT FILL

MASONRY STRAP ANCHOR

2"
1 

3/
4"

2"

@
 6

" C
M

U

3 3/4" @ 8" CMU

ROUGH OPENING

ROUGH OPENING

2  LAYERS S.A.S.M.,
SEE

SILL TRIM

CONT.  DRIP, TYP.

WALL ASSEMBLY SEE
FLOOR PLANS AND WALL TYPES

WALL FRAMING SSD

CLAD WINDOW

 EXTERIOR CASING
SEE TYPICAL DETAILS

HEADER, SSD
SIDING

WATER RESISTIVE BARRIER1/
4"

INSECT SCREEN

2 LAYERS WRB, LAP OVER FLASHING

TRIM FLASHING

CLAD WOOD BI-FOLD
 DOOR

SHIM AS REQ'D

HEADER, SSD
SIDING

WOOD TRIM, SEE TYPICAL CASING
DETAILS

ROUGH OPENING

METAL HEAD FLASHING,
WITH END DAMS AND
CONTINUOUS DRIP

WATER RESISTIVE BARRIER1/
4"

INSECT SCREEN

2 LAYERS WRB, LAP OVER FLASHING

TRIM FLASHING

CLAD WOOD BI-FOLD
DOOR

WALL FRAMING, SEE WALL TYPES

SIDING, SEE RAINSCREEN DETAILS

BACKER ROD AND SEALANT

SHIM AS REQ'D

 5/8" GYP BD

WOOD TRIM, SEE TYPICAL
CASING DETAILS

TRIM, SEE TYPICAL CASING DETAILS

INTERIOR

EXTERIOR

CLAD WOOD BI-FOLD DOOR
PERFORMANCE  / FLUSH SILL

T.O FIN FLR

CONCRETE SLAB, S.S.D.
STAINED FINISH

CONCRETE PAVING, SLOPE
AWAY FROM BUILDING
SCD AND FLOOR PLANS

DRAINAGE CHANNEL
INFINITY DRAIN OR EQUAL
LINEAR GRATE

(1-A)
CONSTRUCT ROUGH OPENING PER WINDOW
MANUFACTURER INSTRUCTIONS. VERIFY
SHEATHING CUT FLUSH WITH ROUGH OPENING AT
ALL EDGES

(1-B)
INSTALL SHEATHING PAPER AT SILL, CUT IT
SUFFICIENTLY LONG TO PROJECT BEYOND
THE VERTICAL S.A.S.M. TO BE APPLIED AT
STEP 1-D. NOTCH SHEATHING PAPER TO
ACCOMODATE WINDOW.

(1-C ; 1-CA)
INSTALL SELF ADHERING SHEET MEMBRANE
(S.A.S.M.) AT SILL WITH 9" BELOW AND 3" BEYOND
INTO THE ROUGH OPENING. EXTEND S.A.S.M. 3"
BEYOND VERTICAL S.A.S.M. TO BE APPLIED AT
STEP 1-D. SEE DIAGRAM 1-CA FOR ADDT'L INFO.

(1-D)
APPLY S.A.S.M. AT JAMB SIMILAR TO STEP 1-C.
CUT SUFFICIENTLY LONG TO PROJECT 4" BEYOND
VERTICAL S.A.S.M. TO BE APPLIED AT STEP 1-E

(1-E)
APPLY S.A.S.M. AT HEAD
SIMILAR TO STEP 1-C.

(SEE BELOW)

6"
3"

6"

3" S.A.S.M. OF 1'-0" WIDE PANEL CUT,
SEALED AND FOLDED INTO ROUGH
OPENING. CONTINUOUS BEAD OF
SEALANT(DIAGRAM N.T.S)

STEP 1: SILL, JAMB & HEAD FLASHING

(2-A)
APPLY CONT. ELASTOMERIC SEALANT BEAD TO THE
INTERIOR SIDE OF WINDOW NAIL FINS. APPLY ADDITIONAL
SEALANT AT MITER CORNERS OF WINDOW FRAME
(BACKSIDE). INSPECT WINDOW FINS FOR DAMAGE. INSTALL
WINDOW PER MANUFACTURER'S INSTRUCTIONS UNLESS
OTHERWISE NOTED BY MANUFACTURER, INSTALL AS
FOLLOWS:

-DO NO FASTEN THROUGH HEAD FIN. NAIL 1/2"
 ABOVE FINS. BEND NAIL DOWN OVER HEAD FIN TO
 ALLOW FOR MOVEMENT. TAP DOWN SHARP EDGE
 OF NAIL HEAD TO AVIOD DAMAGE TO FLASHING
 PAPER

-MIN. 3 FASTENERS EACH SIDE AT 16" O.C. MAX, TYP.

-NO FASTENERS TO BE WITH 3" OF OUTSIDE
 CORNER OF FINS

STEP 2: WINDOW INSTALLATION

(3-A)

(3-B)
WHERE HEAD TRIM OCCURS, INSTALL SHEET METAL
HEAD FLASHING WITH SOLDERED END CAPS, TYP. SEE
DIAGRAM 3-C. INSTALL SHEET METAL FLASHING TO HAVE
A 2" MIN. VERTICAL LEG, A HORIZONTAL LEG 1/8"
DEEPER THAN HEAD TRIM, AND A VERTICAL1/4" HEMMED
BOTTOM EDGE. INSTALL S.A.S.M. OVER VERTICAL LEG
OF SHEET METAL FLASHING. EXTEND SHT. METAL
FLASHING 4" BEYOND JAMB ROUGH OPENING.

(3-C)
SOLDERED END CAPS @ SHT.MTL. HEAD
FLASHING

STEP 3: HEAD AND POST FLASHING

(SEE BELOW)

SOLDERED
END CAP

WINDOW ROUGH
OPENING @ JAMB

(4-A)
APPLY 6" WIDE STRIP S.A.S.M. AT SILL TO LAP
NAIL FIN. CUT SUFFICIENTLY LONG TO  PROJECT
3" BEYOND THE VERTICAL S.A.S.M TO BE
APPLIED AT STEP 4-B

(4-B)
CONTINUE INSTALLING 6" WIDE S.A.S.M. AT
JAMB TO OVERLAP NAIL FIN. AND EXTEND
3" BEYOND SILL S.A.S.M.

(4-C)
INSTALL 6" S.A.S.M. AT HEAD TO OVERLAP SHT.
MTL. HEAD FLASHING. EXTEND 3" GEYOND
EDGE OF S.A.S.M. AT JAMB

STEP 4: 2ND S.A.S.M. APPLICATION

(5-A)
INSTALL BUILDING PAPER. OVERLAP
WEATHERBOARD FASHION FROM BOTTOM
TO TOP OF WALL PER MANUFACTURER'S
INSTRUCTIONS.

NOTE: DO NOT PENETRATE THE WINDOW
NAIL FINS WITH FASTENERS FOR SIDING
OR TRIM

STEP 5:BUILDING PAPER APPLICATION

3"RETURN
INTO R.O.

1-D 1-A 1-E

1-CA

1-CA

1-C1-B 3"1'-0"

1'
-3

"
1'

-1
"

9"

2-A

3-B 1-E

M
IN9"4"

4"

3-B
3-C

4-C

4-B

4-A

5-A

WHERE OCCURS, APPLY VERTICAL STRIP OF MODIFIED
BITUMINOUS SHEET WATERPROOFING MEMBRANE TO
MULLIONS BETWEEN ADJACENT WINDOWS. OVERLAP JAMB
FLANGES COMPLETELY. EXTEND 4" BEYOND TOP OF HEAD
FLANGE AND 4" BEYOND BOTTOM OF SILL FLANGE.

3"

4"

T.O FIN FLR1/
4"

CLAD EXTERIOR DOOR
AS SCHEDULED

EXTERIOR PAVING, SLOPE AWAY
FROM BUILDING
SCD AND FLOOR PLANS

CONCRETE FOUNDATION, SSD

1/4" SILL

CLAD WOOD EXTERIOR
DOOR AS SCHEDULEDWALL FRAMING, SEE WALL TYPES

SIDING, SEE RAINSCREEN DETAILS

BACKER ROD AND SEALANT

SHIM AS REQ'D

 5/8" GYP BD

WOOD TRIM, SEE TYPICAL
CASING DETAILS

TRIM, SEE TYPICAL CASING DETAILS

INTERIOR

EXTERIOR

PANIC HARDWARE WHERE OCCURS
SEE SCHEDULE

INSULATE PER
MANUFACTURERS
INSTRUCTIONS

3/4"

3 1/2"

1/2"

1"
2 

1/
2"

WINDOW
LOCATION

ELEVATION SECTION

WALL FRAMING,
SEE FLOOR

PLANS
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SCALE: 3" = 1'-0" D1         HM DOOR HEAD AT CMU

SCALE: 3" = 1'-0" C1         HM DOOR JAMB AT CMU

SCALE: 3" = 1'-0" A1

         TYPICAL WINDOW WOOD
SIDING

SCALE: 3" = 1'-0" D2         BIFOLD DOOR HEAD
SCALE: 3" = 1'-0" D3         BI FOLD DOOR JAMB

SCALE: 3" = 1'-0" C2         BI FOLD DOOR THRESHOLD

SCALE: 1/4" = 1'-0" A4

         TYPICAL NAIL FIN
INSTALLATION

SCALE: 3" = 1'-0" A2         EXTERIOR DOOR THRESHOLD

SCALE: 3" = 1'-0" C3         EXTERIOR DOOR JAMB

ISSUE / REVISION
 Date Description No.
12.16.19 ISSUE FOR PERMIT

SCALE: 3" = 1'-0" A3         TYP INT WINDOW CASING





















M

M

T

T

CO₂

M

SD

M

DPS

M

HOA

MS

DS

AFSVFD

ES

SD

SP

CC

PG

DS

MS

TS

RH

CS

DP

AFS

FS

HS

BFP

P

FS

DRAIN LINE

GATE VALVE OR TYPE AS
SPECIFIED

ANGLE VALVE

BALL VALVE

BUTTERFLY VALVE

PLUG VALVE

PRESSURE REDUCING
VALVE
PRESSURE &
TEMPERATURE RELIEF
VALVE

CHECK VALVE

STRAINER WITH BLOWDOWN

AIR VENT

PRESSURE/TEMPERATURE
TAP

FLEXIBLE CONNECTION

REDUCER/INCREASER

DIRECTION OF FLOW

PIPE ANCHOR

THERMOMETER

TWO WAY CONTROL VALVE

THREE WAY CONTROL
VALVE

BALANCING VALVE (CIRCUIT
SETTING)

AUTOMATIC FLOW
CONTROL VALVE

BACKFLOW PREVENTER

PIPE CAP

PIPE RISE

PIPE DROP

PIPE CONNECTION, BOTTOM

PIPE CONNECTION, TOP

PRESSURE GAUGE WITH
COCK

EXPANSION JOINT

POINT OF CONNECTION

FLOW SWITCH

DRAIN VALVE

ALIGNMENT GUIDE

EXPANSION LOOP

FLANGED CONNECTION

UNION

PUMP

DOUBLE-LINE AND SINGLE LINE RECTANGULAR
DUCT, FIRST NUMBER INDICATES WIDTH
SECOND NUMBER INDICATES DEPTH

DOUBLE-LINE AND SINGLE-LINE ROUND DUCT
NUMBER INDICATES DIAMETER IN INCHES

ACOUSTICAL LINED DUCTWORK, SIZES GIVEN ARE
CLEAR INSIDE DIMENSIONS IN INCHES

INCLINED RISE OR DROP IN DIRECTION OF AIR
FLOW

DIRECTION OF AIR FLOW

VOLUME DAMPER

FIRE SMOKE DAMPER

BACKDRAFT DAMPER

MOTORIZED DAMPER

TRANSITION

THROAT SIZE IN INCHES

RADIUS ELBOW WITH TURNING VANES & MITER
ELBOW WITH TURNING VANES

VANED ELBOW OR RADIUS ELBOW (USE SHORT
RADIUS ELBOW WHERE SPACE WILL NOT PERMIT
THE USE OF LONG RADIUS ELBOW)

RECTANGULAR DUCT BRANCH

CIRCULAR DUCT BRANCH

FLEXIBLE CONNECTION (DOUBLE LINE)

FLEXIBLE CONNECTION (SINGLE LINE)

LOUVER (DOOR AND WALL) AND LOUVER FREE
AREA

UNDERCUT DOOR

PANEL RADIATOR

LINEAR DIFFUSER, SLOT DIFFUSER, FLOOR GRILLE

DUCT BELLMOUTH

DUCT OR PIPE CAP

SUPPLY AIR DIFFUSER

RETURN AIR DIFFUSER

EXHAUST AIR DIFFUSER

CIRCULAR CEILING DIFFUSER

SUPPLY AIR DUCT (UP AND DOWN)

RETURN AIR DUCT (UP AND DOWN)

EXHAUST AIR DUCT (UP AND DOWN)

OUTSIDE AIR DUCT (UP AND DOWN)

ROOF EXHAUST FAN

SOUND ATTENUATOR

VAV BOX WITH PLENUM

VAV BOX WITH PLANUM/REHEAT COIL

~

GENERAL NOTESPIPING SYMBOLSABREVIATIONSCONTROL SYMBOLS

(CFM)

DUCTWORK SYMBOLS

(DESIGNATION) - (SIZE)

DESIGNATION : CV  - CONSTANT VOLUME

TERMINAL AIR VOLUME BOX

VAV - VARIABLE AIR VOLUME

ORT=

VD

BDD

L

~
~

~
~

10x8(L)

10x8(L)

22"∅

22"∅

22x10

22x10

~
~

(SQ.FT.)FA

UC

~

~
~

~ RorD

RorD

~

~ ~

EQUIPMENT #

SHEET #

SECTION #

SHEET #

DETAIL #

EQUIPMENT DESIGNATION TAG

FSD

RADIANT FLOOR BOX
ZONE DESIGNATION
HEATING/COOLING
CAPACITY REQUIREMENTS

(DESTINATION)-(TYPE)

(CFM)

SIZE

(DESTINATION)-(TYPE)

(CFM)-(ACTIVE LENGHT IN.)

1. ALL WORK SHALL COMPLY WITH THE REQUIREMENTS OF THE TITLE 24 OF THE
CALIFORNIA CODE OF REGULATIONS (C.C.R.) AND THE CALIFORNIA MECHANICAL CODE,

CBC, AND ALL OTHER APPLICABLE CODES AND REGULATIONS.
2. LOCATIONS OF DUCTWORK AND EQUIPMENT ARE SHOWN DIAGRAMATICALLY.
3. MECHANICAL CONTRACTOR SHALL DIMENSIONALLY FIELD VERIFY ALL DUCT, PIPING,

CONDUIT AND EQUIPMENT LAYOUTS AND COORDINATE THE EXACT LOCATIONS AND

ELEVATIONS OF HIS/HER WORK IN RELATION TO THE WORK OF ALL OTHER TRADES
BEFORE FABRICATION AND INSTALLATION OF WORK.

4. INSTALL ALL DUCTWORK WITH VOLUME DAMPERS AND ANY OTHER ITEMS REQUIRING

MAINTENANCE ACCESS AT AN ELEVATION AS TO BE WITHIN REACH OF THE ACCESSIBLE
CEILING. REFER TO ARCHITECTURAL DRAWINGS FOR FINISHED CEILING ELEVATIONS.

5. DUCT DIMENSIONS INDICATED ON PLAN ARE NET INTERIOR DIMENSIONS. PROVIDE
MINIMUM LENGTHS OF ACOUSTICALLY LINED SA AND RA DUCTS AS INDICTED ON PLANS.

6. BRANCH CONNECTIONS TO ACOUSTICALLY LINED SA PLENUMS SHALL BE LOCATED AS
FAR DOWNSTREAM AS POSSIBLE. RA PLENUM CONNECTIONS SHALL BE AS FAR
UPSTREAM AS POSSIBLE.

7. ALL EQUIPMENT SHALL BE INSTALLED WITH SUFFICIENT ACCESS TO CONTROLS,

FILTERS, ELECTRIC MOTORS, ETC. CONTRACTOR SHALL PROVIDE ACCESS PANELS
WHERE REQUIRED.

8. THE MECHANICAL CONTRACTOR SHALL COORDINATE ALL EQUIPMENT PLATFORMS AND

CURB LOCATIONS WITH THE GENERAL CONTRACTOR AND ARCHITECT.
9. FLASH AND COUNTERFLASH ALL ROOF PENETRATIONS AS REQUIRED TO SEAL

WEATHER TIGHT.
10. PROVIDE BIRD SCREENS AT ALL INTAKE AND EXHAUST OPENINGS.

11. ALL VISIBLE INTERIOR PORTIONS OF DUCTWORK AND AIR TERMINALS SHALL BE
PAINTED FLAT BLACK BY MECHANICAL CONTRACTOR.

12. UNLESS OTHERWISE NOTED, THE MECHANICAL CONTRACTOR MAY USE FLEXIBLE DUCT

FOR THE LAST FIVE FEET OF RUN TO AIR OUTLETS IN CONCEALED AREAS ONLY.
13. PROVIDE EQUIPMENT ANCHORAGE DETAILS ACCEPTABLE TO AND APPROVED BY THE

ARCHITECTURAL/STRUCTURAL ENGINEER.
14. ALL HVAC DUCTS AND PIPES SHALL BE SUPPORTED AND BRACED PER LATEST VERSION

OF "SMACNA" GUIDELINES.
15. PLATFORMS, CURBS, AND FLASHINGS FOR MECHANICAL EQUIPMENT SHALL BE AS

INDICATED ON THE ARCHITECTURAL PLANS. COORDINATE EXACT SIZES OF REQUIRED

OPENINGS AND SUPPORTS FOR FURNISHED EQUIPMENT.
16. ALL EQUIPMENT, DUCTS, PIPING, AND OTHER DEVICES AND MATERIALS INSTALLED

OUTSIDE THE BUILDING OR OTHERWISE EXPOSED TO THE WEATHER SHALL BE
COMPLETELY WEATHERPROOF.

17. TURNING VANES SHALL BE PROVIDED ON ELBOWS AT TOP AND BOTTOM OF ALL MAIN
SUPPLY AND RETURN DUCT RISERS AND AT ALL 90° ELBOWS.

18. CONTRACTOR TO ENSURE ROOM NOISE CRITERIA MEETS ACOUSTICAL CONSULTANTS

SPECIFICATIONS. PROVIDE ALL NECESSARY ACOUSTICAL TREATMENT AS REQUIRED.
COORDINATE WITH ARCHITECT AND EQUIPMENT MANUFACTURER.

19. COORDINATE MECHANICAL AND ELECTRICAL INSTALLATION TO ASSURE ADEQUATE
MAINTENANCE ACCESS IS PROVIDED FOR ABOVE CEILING EQUIPMENT.

20. PROVIDE TAGS AND LABELS ON CEILING TO INDICATE LOCATION OF ELECTRICAL
DISCONNECTS AND ACU LOCATION.

21. ALL CONNECTIONS BETWEEN AC UNIT/FAN AND DUCTWORK SHALL HAVE FIREPROOF,
HEAVY FLEX CONNECTIONS (LOCAL JURISDICTION APPROVED) WITH 3" MIN.

CLEARANCE. ISOLATE ALL HVAC UNIT/FAN AND EQUIPMENT FROM STRUCTURE WITH
APPROVED ISOLATION MOUNTS.

22. ALL DUCTWORK SHALL BE SUPPORTED AS PER MINIMUM REQUIREMENTS AND SHALL BE

BRACED AND GUYED TO PREVENT LATERAL OR HORIZONTAL SWING. COMPLY WITH
LATERAL SEISMIC RESTRAINT GUIDELINES AS PER SMACNA. ALL DUCT PENETRATIONS
SHALL HAVE TRIM RINGS.

23. ALL DUCTWORK SHALL BE INSULATED PER TITLE 24 REQUIREMENTS.

SIZE

1

M-1

1

M-1

P

1

CV

1

CD-1

100
12"∅

CD-1

100
12"∅

AD ACCESS DOOR

AFF ABOVE FINISHED FLOOR

AHU AIR HANDLING UNIT

AMB AMBIENT

AP ACCESS PANEL

ARCH ARCHITECTURAL

ARL ABOVE ROOF LEVEL

BDD BACKDRAFT DAMPER

BFP BACK FLOW PREVENTER

BHP BRAKE HORSEPOWER

BOD BOTTOM OF DUCT

BMS BUILDING MANAGEMENT SYSTEM

BTU BRITISH THERMAL UNIT

BTUH BTU PER HOUR

CC COOLING COIL

CD CEILING DIFFUSER

CFM CUBIC FEET PER MINUTE

CG CEILING GRILLE

CHWR CHILLED WATER RETURN

CHWS CHILLED WATER SUPPLY

CONN CONNECTION

CONT CONTINUATION

CU FT CUBIC FEET

CU IN CUBIC INCHES

CVFPT
CONSTANT VOLUME FAN POWERED
TERMINAL

DB DRY BULB

DIA DIAMETER OR ∅

DR DRAIN

DN DUCT DOWN

DUP DUCT UP

(E) EXISTING

EA EXHAUST AIR

EAT ENTERING AIR TEMPERATURE

EDB ENTERING DRY BULB TEMPERATURE

EF EXHAUST FAN

EL ELEVATION

ELEC ELECTRICAL

ENT ENTERING

EMS EMERGENCY MANAGEMENT SYSTEM

ESP EXTERNAL STATIC PRESSURE

ES ELECTRICAL SUPPLY

°F DEGREES FAHRENHEIT

FA FACE AREA

FC FLEXIBLE CONNECTION

FCU FAN COIL UNIT

FCV FLOW CONTROL VALVE

FD FIRE DAMPER

FSD COMBINATION FIRE/SMOKE DAMPER

FLA FULL LOAD AMP

FPM FEET PER MINUTE

FT FEET

GAL GALLON

GPM GALLON PER MINUTE

GEF GARAGE EXHAUST FAN

HC HEATING COIL

HHWR HEATING HOT WATER RETURN

HHWS HEATING HOT WATER SUPPLY

HP HORSE POWER

IN INCHES

KW KILOWATT

(L) LINED DUCTWORK

LB POUND

LD LINEAR DIFFUSER

LDB LEAVING DRY BULB TEMPERATURE

MAX MAXIMUM

MBH THOUSAND BTU PER HOUR

MCC MOTOR CONTROL CENTER

MD MOTORIZED DAMPER

MIN MINIMUM

(N) NEW

NC
NORMALLY CLOSED (DAMPER OR
VALVE)

NO
NORMALLY OPEN (DAMPER OR
VALVE)

NO. NUMBER

OPER.WT. OPERATING WEIGHT

OPNG OPENING

OSA OUTSIDE AIR

PD PRESSURE DROP

PF PRE-FILTER

POC POINT OF CONNECTION

PSI POUNDS PER SQUARE INCH

PSIG PSI GAUGE

RA RETURN AIR

RC REHEAT COIL

RG RETURN GRILLE

RF RETURN FAN

RH RELATIVE HUMIDITY

RPM REVOLUTIONS PER MINUTE

RTU ROOFTOP UNIT

SA SUPPLY AIR

SAD SEE ARCHITECTURAL DRAWINGS

SD SLOT DIFFUSER

SF SUPPLY FAN

SG SUPPLY GRILLE

SP STATIC PRESSURE

SPD SEE PLUMBING DRAWINGS

SPF STAIRWELL PRESSURIZATION FAN

SQ.FT. SQUARE FEET

ST SOUND TRAP (ATTENUATOR)

TEMP TEMPERATURE

TYP TYPICAL

VAV
VARIABLE AIR VOLUME TERMINAL
UNIT

VD VOLUME DAMPER

VFD VARIABLE FREQUENCY DRIVE

WB WET BULB

WC WATER COLUMN

WG WATER GAUGE

POWER WIRING BY DIV. 16

FIRE ALARM SYSTEM WIRING BY DIV. 16

WIRING BY TEMPERATURE CONTROLS
CONTRACTOR

CONTROL WIRING

FIRE ALARM WIRING

MOTOR STARTER

MAGNETIC STARTER WITH H-O-A

VARIABLE FREQUENCY DRIVE

ELECTRIC ACTUATOR (MODULATING OR
2-POSITION, AS INDICATED)

HAND-OFF-AUTO SWITCH

DIFFERENTIAL PRESSURE INDICATOR

DUCT MOUNT SMOKE DETECTOR (BY
DIV. 16) SMOKE DETECTORS ONLY
SHOWN WHERE EQUIPMENT  SHUT-OFF
REQUIRED. REFER TO DIV.16.

DUCT SMOKE DETECTOR

ELECTRIC MOTOR

MOTOR

WALL MOUNT THERMOSTAT, +4'-0"AFF
U.N.O. SEE ARCHT. DWGS FOR EXACT
LOCATIONS.

RADIANT FLOOR TEMPERATURE
SENSOR

DUCT STATIC PRESSURE SENSOR

PRESSURE GAUGE, BY MECHANICAL
CONTRACTOR, SEE SPECIFICATIONS

DUCT OR PIPE TEMPERATURE SENSOR

RELATIVE HUMIDITY SENSOR

CONDENSATE SENSOR

DEW POINT SENSOR

AIR FLOW SENSOR

FIRE STAT

CARBON DIOXIDE SENSOR

HUMIDITY SENSOR

CONTROL POINT

DIGITAL INPUT

DIGITAL OUTPUT

ANALOG INPUT

ANALOG OUTPUT

COIL

DUCT MOUNT TEMPERATURE SENSOR
(WITH AVERAGING BULB)

DUCT MOUNT AIR FLOW SWITCH
(DIFFERENTIAL PRESSURE TYPE)

DUCT THERMOMETER, BY MECHANICAL
CONTRACTOR, SEE SPECIFITCATIONS

TEMPERATURE SENSOR (WITH BULB
WELL)

WATER FLOW METER

DISCONNECT SWITCH, DIV. 16

DISCONNECT SWITCH

MOTORIZED DAMPER

FILTER (BAG)

FILTER (PANEL)

AIRFLOW SENSOR (AVERAGING)

ELECTRICAL SUPPLY

D

RADIANT FLOOR BOX
ZONE DESIGNATION
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NOTES:

1. SEE ELECTRICAL DRAWINGS FOR DISCONNECT AND POWER WIRING.

2. PROVIDE ALL FITTINGS AND FIXTURES FOR A COMPLETELY FUNCTIONAL SYSTEM.

3. UNIT TO BE MOUNTED ON OPEN SPRINGS SUCH AS MASON TYPE SLF SIZED AND INSTALLED FOR MIN 1"

STATIC DEFLECTION AND INDEPENDENT SNUBBERS SUCH AS MASON Z-1225.

NOTES:

1. ENERGYSTAR RATED

2. BACKDRAFT DAMPER

3. SEE ELECTRICAL DRAWINGS FOR DISCONNECT AND POWER WIRING.

4. FAN HAS INBUILD MULTI SPEED SETTINGS. FAN TO OPERATE AT MINIMUM OF 50 CFM AND WILL RAMP UP TO

70 CFM WHEN MOTION SENSOR IS ACTIVATED. PROVIDE PANASONIC MOTION SENSOR MODULE FV-MSVK1.

5. ALL FANS TO HAVE FLEXIBLE CONNECTION BETWEEN FAN INLET/OUTLET AND DUCT.

NOTES:

1. SEE ELECTRICAL DRAWINGS FOR DISCONNECT AND POWER WIRING.

2. CONTRACTOR TO COORDINATE AND PROVIDE DRAIN LINES. PROVIDE WITH L-CONNECTOR PIPE FOR

CONDENSATE LINE.

3. CONTRACTOR TO PROVIDE CONDENSATE PUMP FROM MANUFACTURER.

4. PROVIDE WITH SPRING HANGER SUCH AS MASON TYPE 30N OR EQUAL SIZED FOR MIN. 1" STATIC

DEFLECTION.

5. BRANCH SELECTION BOX TO SERVE AS CONNECTION BETWEEN HP & VRV UNITS.

6. PROVIDE WITH MERV 13 FILTERS.

7. PROVIDE WITH BRC1E73 THERMOSTAT

8. PROVIDE WITH KHFP26A100C (1).

NOTES:

1. COORDINATE COLOR AND FINISH WITH ARCHITECT

2. W/ BALANCING DAMPER

CONDENSING UNIT SCHEDULE

ITEM
MANUFACTURER & MODEL

NO. AREA SERVED LOCATION

INDOOR
UNIT

SERVED

POWER
INPUT
(H/C)
(KW)

MIN
COP

MIN
EER

OUTSIDE
AIR

CONDITION
OADB F

RATED
HEATING

CAPACITY
BTUH

RATED
COOLING
CAPACITY

BTUH

ELECTRICAL DATA

REFRIGERANT
TYPE

VIBRATION
ISOLATION

WEIGHT NOTESVOLTS HZ PHASE MCA RLA TYPE INCHES

CU-1 DAIKIN REYQ168TATJU SEE VRV SCHEDULE MECHANICAL ROOM
VRV-1 TO

VRV-6
14.2/13.9 3.6 11.3 95/47 176,000 160,000 240 60 3 43

15.0+
15.0

R-410A SP 2" 703 1,2,3

SUPPLY AND EXHAUST FAN SCHEDULE

ITEM
MANUFACTURER &

MODEL NO. AREA SERVED CFM SONES SP (IN WG)
POWER
(BHP)

ELECTRICAL DATA

WEIGHT

VIBRATION ISOLATION

NOTES
MOTOR

HP VOLT PHASE TYPE DEFLECTION

EF-1
PANASONIC

WHISPERGREEN
SELECT FV-05-11VKS1

 BATHROOMS 50/70 0.8 0.25 -
3.5W/
9.8W

120 1 11.9
NP

HANGERS
0.3" MIN. 1,2,3,4,5

EF-2 GREENHECK SQ-100-VG
FOUNDERS ROOM & LEASE

OFFICE
650 3.8 0.25 0.05 1/4 120 1 45

NP
HANGERS

0.3" MIN. 1,2,3,5

EF-3 GREENHECK SQ-100-VG FLEX ROOM & LEGENDS ROOM 600 3.5 0.25 0.04 1/4 120 1 45
NP

HANGERS
0.3" MIN. 1,2,3,5

EF-4 GREENHECK SP-B150 KITCHEN 150 3.0 0.25 0 128 W 120 1 10
NP

HANGERS
0.3" MIN. 1,2,3,5

EF-5 GREENHECK SQ-80-VG LOCKER/RESTROOM 900 3.7 0.25 0.09 1/2 120 1 54
NP

HANGERS
0.3" MIN. 1,2,3,5

VARIABLE REFRIGERANT VOLUME UNIT SCHEDULE

ITEM
MANUFACTURER

& MODEL NO. AREA SERVED LOCATION

OUTDOOR
UNIT

SERVED

AIRFLOW
(CFM) ESP (IN WC) CLG (BTUH) HTG (BTUH)

ELECTRICAL DATA

WEIGHT NOTESVOLTS HZ PHASE MCA MOP

VRV-1
DAIKIN

FXMQ48MFVJU
FOUNDERS ROOM CEILING CU-1 600 0.2 48000 30,000 240 60 1 2.1 15 190 1,2,3,4,5,7

VRV-2
DAIKIN

FXMQ48MFVJU
FOUNDERS ROOM CEILING CU-1 600 0.5 48000 30,000 240 60 1 2.1 15 190 1,2,3,4,5,7

VRV-3
DAIKIN

FXFQ15TVJU
LEASE OFFICE CEILING CU-1 510 0.2 14400 17,000 240 60 1 0.4 15 80 1,2,3,4,5,7

VRV-4
DAIKIN

FXMQ36PBVJU
FLEX USE ROOM CEILING CU-1 800 0.2 36000 40,000 240 60 1 2.9 15 102 1,2,3,4,5,7

VRV-5
DAIKIN

FXMQ36PBVJU
LEGENDS ROOM CEILING CU-1 800 0.2 36000 40,000 240 60 1 2.9 15 102 1,2,3,4,5,7

VRV-6
DAIKIN

FXAQ07PVJU
OFFICE 102 WALL CU-1 260 0.2 7500 8,500 240 60 1 0.4 15 26 1,2,3,4,5,7

VRV-7
DAIKIN

FXAQ30PVJU
RESTROOMS CEILING CU-1 400 0.2 30000 37,000 240 60 1 2.5 15 102 1,2,3,4,5,7

BSB-1
DAIKIN

BS08Q54TVJ
VRV-1 TO VRV-7 CLG CU-1 - - - - 240 60 1 1.0 15 72.8 1,2,3,4,5,7,8

DIFFUSER/GRILLE SCHEDULE

ITEM
MANUFACTURER &

MODEL NO. TYPE

NECK
SIZE

(IN. X IN.)

OVERALL
DIMENSION

(IN. X IN.)

MAX
S.P.

IN. WC
MAX
N.C.

ALTERNATIVE
MANUFACTURER NOTES

SG-1 TITUS FL-10 LINEAR SLOT SUPPLY 10"Ø 48X4 0.1 30 PRICE 1,2

SG-2 TITUS PAS
PERFORATED CEILING

SUPPLY
6"Ø 24X24 0.1 30 PRICE 1,2

SG-3 TITUS CT-481 LINEAR BAR SUPPLY 12X6 12X6 0.1 30 PRICE 1,2

RG-1 TITUS FL-10 LINEAR SLOT RETURN 10"Ø 48X4 0.1 30 PRICE 1,2

RG-2 TITUS PAR
PERFORATED CEILING

RETURN
6"Ø 24X24 0.1 30 PRICE 1,2

EG-1 TITUS CT-481 LINEAR BAR EXHAUST 24X6 24X6 0.1 30 PRICE 1,2

EG-2 TITUS CT-481 LINEAR BAR EXHAUST 14X6 14X6 0.1 30 PRICE 1,2

EG-3 TITUS CT-481 LINEAR BAR EXHAUST 8X6 8X6 0.1 30 PRICE 1,2

EG-4 TITUS US300FL DUCT MOUNT EXHAUST 12X6 12X6 0.1 30 PRICE 1,2
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SCALE:

1 MINIMUM VENTILATION CALCULAITONS
M0.04 NONE
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MECHANICAL
LEVEL 1 FLOOR

PLAN - DEMO

 1/8" = 1'-0"
1

DEMO MECHANICAL LEVEL 1

SHEET NOTES:
1. CONTRACTOR TO VERIFY LOCATION OF ALL (E)
EQUIPMENT IN FIELD PRIOR TO DEMOLITION.

KEY NOTES:
DEMO (E) FURNACE IN ATTIC.

DEMO (E) FURNACE IN MECH CLOSET.
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WARMING
KITCHEN

114

162 SF

STORAGE
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FOUNDERS
ROOM

107

326 SF

LIBRARY
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733 SF

LEGENDS
ROOM

106

461 SF

FLEX USE
ROOM

116

156 SF

ENTRY
101

67 SF

STORAGE
105

336 SF

LEASE
OFFICE

110
52 SF

TOILET
111

40 SF

VEST
112

53 SF

VEST
109

70 SF

OFFICE
102

4
VRV

5
VRV

1
VRV

2
VRV

CU
1

6"ø EA UP

1
EF

1
2

"ø
 R

A

16"ø SA TO RUN
UNDERNEATH RETURN

AIR DUCT

6
VRV

 SG-3
200

6

 EG-2
300

2

10"ø EA

 EG-2
300

1
0

"ø
 E

A

2

8"ø EA UP

12"ø EA UP

VD

VD

3
EF

4
EF

2
WH

14"ø SA TO RUN
UNDERNEATH RETURN

AIR DUCT

 SG-1
200 SG-1

250
(TYP.3)

 RG-2
400

(TYP.2)

 SG-2
400

(TYP.2)

8

6

7

7

3

2
EF

8"ø SA

3
VRV

14"ø EA UP

6"ø EA

 EG-1
6003

0
"x

1
0
" 

E
A

 EG-2
50

14"ø OA UP

1
2

"ø
 O

A

12"ø RA

 SG-1
200

(TYP. 5)

 RG-1
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(TYP. 4)

14"ø SA

10"ø OA

1
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A

10"ø OA

1
2
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6

" 
S

A

 RG-1
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(TYP.3)

1
0
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12.16.2019

MECHANICAL
FLOOR PLANS -

EAST

 1/4" = 1'-0"
1

MECHANICAL LEVEL 1 - EAST

SHEET NOTES:
1. COORDINATE LOCATIONS OF GRILLES, & DIFFUSERS
WITH ARCHITECTS RCP.

2. ALL VRV UNITS TO DRAIN CONDENSATE TO NEAREST
LAV TAIL PIECE.

3. BLANK OFF ALL UNUSED SLOT DIFFUSER PORTIONS
TO PROVIDE CONTINUOUS SLOT IN WALL.

KEY NOTES:
ARCH OSA LOUVER. MIN FREE AREA= 1 SF.

SUPPLY & RETURN DUCT TO RUN IN VOID SPACE
OF ROOF.

3"Ø WATER HEATER VENT & FLUE TO TERMINATE
AT ROOF WITH CONCENTRIC VENT KIT.

ARCH VENT LOUVER IN WALL. MIN FREE AREA= 27
SF.

ARCH OSA LOUVER. MIN FREE AREA= 0.5 SF.

SUPPLY & RETURN SLOT DIFFUSER IN CEILING.

SUPPLY & RETURN SLOT DIFFUSERS IN SIDE WALL.

FRESH AIR PROVIDED BY OPERABLE WINDOWS.

1

2

3

4

5

6

7

8
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6 5

C

461 SF

FLEX USE
ROOM

116
58 SF

FAMILY
RESTRM

122

336 SF

M
RESTROOM

120

12 SF

MECH
123

409 SF

W
RESTROOM

119

68 SF

HALL
118

6 SF

JANITOR
121

1
WH

 EG-4
100

(TYP. 2)
 EG-4
200

8"ø EA10"ø EA

6"ø EA

 EG-4
100

(TYP. 2)
 EG-4
200

8"ø EA10"ø EA

6"ø EA

 EG-3
100

5
EF

 SG-3
200

(TYP.2)

 SG-3
200

(TYP.2)

7
VRV

2

1

 SG-2
100

10"ø SA

10"ø SA

1
0

"ø
 S

A
1

0
"ø

 S
A

37"x11" RA

14"ø EA
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12.16.2019

MECHANICAL
FLOOR PLANS -

WEST

 1/4" = 1'-0"
1

MECHANICAL LEVEL 1 - WEST

SHEET NOTES:
1. COORDINATE LOCATIONS OF GRILLES, & DIFFUSERS
WITH ARCHITECTS RCP.

2. ALL VRV UNITS TO DRAIN CONDENSATE TO NEAREST
LAV TAIL PIECE.

KEY NOTES:
ARCH OSA LOUVER. MIN FREE AREA= 0.67 SF.

3"Ø WATER HEATER VENT & FLUE TO TERMINATE AT
ROOF WITH CONCENTRIC VENT KIT.

1

2
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12.16.2019

MECHANICAL
ROOF PLAN

 1/8" = 1'-0"
1

MECHANICAL ROOF

KEY NOTES:
12" Ø EA FROM BELOW. PROVIDE ROOF CAP.
GREENHECK MODEL GRSI-15.

14" Ø EA FROM BELOW. PROVIDE ROOF CAP.
GREENHECK MODEL GRSI-15.

3" FLUE FROM WATER HEATER BELOW. TERMINATE
ON ROOF WITH CONCENTRIC VENT KIT.

8"Ø EA FROM BELOW. PROVIDE ROOF CAP.
GREENHECK MODEL GRSI-10.

6"Ø EA FROM BELOW. PROVIDE ROOF CAP.
GREENHECK MODEL GRSI-10.

14" OSA FROM BELOW. PROVIDE ROOF CAP.
GREENHECK MODEL GRSI-15. ENSURE A MINIMUM
DISTANCE OF 10' FROM EXHAUST TERMINATIONS
AND PLUMBING VENTS.

CONFIRM LOCAITON OF (E) FLUES. EXTEND (E)
FLUES THROUGH (N) ROOF STRUCTIRE WHERE
NECESSARY. REUSE (E) ROOF CAPS.
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FIRE BARRIER

1"DEPTH 3M

CP 25 CAULK

NONE

RECT. STEEL DUCT THROUGH 1-HR OR GYPSUM
WALLBOARD/STUDWALL 2-HR RATED WALL ASSEMBLY

STEEL STUD

2 HOUR FIRE RATED

OPTIONAL ANGLE
IRON SUPPORT

FRAME DUCT
FASTENERS 6"O.C.

MAX.

HVAC DUCT

SHEET METAL

RECTANGULAR STL.

STEEL SUPPORT CLIPS

GYPSUM WALLBOARD

ASSEMBLY

SCREWS

MAX.1"GLASS FIBER

PACKING MATERIAL

INSULATION

MAX. 1"GLASS FIBER

RECTANGULAR STEEL

STEEL SLEEVE

6"O.C. MAX.

INSULATION

HVAC DUCT

STEEL SLEEVE

STEEL SUPPORT

CLIPS

1.

NOTE:

NOTE: PROVIDE ACCESS DOOR PER NFPA.

SEAL ALL PENETRATION

WITH RUBBER GROMMET

SMOKE DETECTOR.

MOUNTING SURFACE, SIZED

TO ACCEPT DETECTOR. USE

RECTANGULAR DUCT.

SIDE OF DUCT IF

PROVIDE FLAT SHEETMETAL

NEOPRENE THERMAL BREAK BETWEEN

MOUNTING BRACKET AND DUCT.

SHEET METAL SCREWS

AND SEALANT

INSULATION

PROBE

SYSTEM DETAILS
1. DRAWING No.: 5300-HVG73.J1
2. SYSTEM JUSTIFICATION: ENGINEERING JUDGEMENT BASED ON UL

THROUGH   PENETRATION FIRESTOP SYSTEM No.567, PER ASTM E

814(ANSI/UL 1479)   FIRE TEST.
3. ASSEMBLY: 2-HOUR FIRE RATED GYPSUM WALLBOARD/STUD WALL.

WALL   FRAMING CONSISTS OF STEEL CHANNEL STUDS. MAXIMUM

ANNULAR SPACE:   3/4IN. STEEL SLEEVE REQUIRED(MINIMUM 28
GAUGE).

4. RATINGS: F - 2HR. 5. PENETRATING ITEM(S): MINIMUM 28-GAUGE

GALVANIZED STEEL, RECTANGULAR   HVAC DUCT INSULATED WITH

MAXIMUM 1 IN. THICK GLASS FIBER INSULATION. NOTE: NOT
APPLICABLE FOR DUCTS WITH FIRE DAMPERS.

APPLICATION DETAILS
1. INSTALL A STEEL SLEEVE (28 GAUGE OR HEAVIER) INTO THE

OPENING-TIGHT   FIT TO THE GYPSUM WALLBOARD ON ALL FOUR

SIDES. SLEEVE TO EXTEND    THROUGH THE WALL AND BE FLUSH TO
THE OUTSIDE SURFACES OF THE WALL.

2. INSTALL THE FIRESTOP SYMMETRICALLY TO BOTH SIDES OF THE

WALL.

3. TIGHTLY WRAP TWO LAYERS OF 3M FIRE BARRIER FS-195
WRAP/STRIP,   FOIL SIDE OUT, AROUND THE PERIMETER OF THE

INSULATED DUCT AND SECURE   WITH STEEL TIE WIRE OR

ALUMINUM FOIL TAPE. LOCATE THE FS-195 WRAP/   STRIPS IN THE
ANNULAR SPACE TO BE 1/4IN. INTO THE SURFACE OF THE   WALL.

4. APPLY 3M FIRE BARRIER CP 25 CAULK TO COVER THE FS-195

WRAP/STRIPS   AND SEAL THE OPENING. INSTALL CP 25 CAULK INTO

THE ANNULAR SPACE   (IF PRESENT) BETWEEN FS-195 WRAP/STRIPS
AND SLEEVE TO A 1-IN. DEPTH   CP 25 CAULK TO BE FLUSH WITH

SURFACE OF THE WALL. ALSO APPLY A   NOMINAL 1/4IN. BEAD OF CP

25 CAULK AROUND THE PERIMETER OF THE    SLEEVE AT ITS
INTERFACE WITH THE GYPSUM WALLBOARD.

5. SUPPORT THE DUCT AROUND ITS PERIMETER WITH "L" SHAPED

CLIPS OR AN   ANGLE IRON FRAME. "L" CLIPS TO BE FIELD
FABRICATED FROM 1 IN. WIDE   MINIMUM 24-GAUGE STEEL.

SUPPORT CLIPS/FRAME TO BE ANCHORED TO METAL   DUCT AND

GYPSUM WALLBOARD. MAXIMUM SPACING OF DUCT

FASTENER/SUPPORTS   TO BE 6 IN. O.C.

MILD STEEL SLEEVE

FIBERGLASS 2 PCF TO 3PCF   PACKED

PIPE SUPPORTS TO BE SPACED SUFFICIENTLY FROM PARTITION LINE
TO ALLOW ACCESS FOR INSTALLATION & SEALING.

SPACE PENETRATIONS ADEQUATELY TO ALLOW ACCESS FOR
SEALING.

BETWEEN ROOMS.

FOR PIPES WITH INSULATION AT PENETRATIONS OF
ACOUSTICALLY RATED PARTITIONS.

LOCATION:

2.

1.

PIPE WITH INSULATION

TO MAINTAIN SOUND ISOLATION

FOAM CYLINDER BACKER

ROD, AS REQUIRED

NON-HARDENING
RESILIENT SEALANT

AND COMPRESSED TO FULL DEPTH

PURPOSE: NOTES:

STEEL SLEEVE

CLEARANCE

ACOUSTICAL PARTITION,
AS SCHEDULED

NONE

ACOUSTIC PENETRATION FOR PIPES WITH INSULATION

NONE

SMOKE DETECTOR MOUNTING DETAIL

(ONLY WHEN REQ'D.)

UNSTRUT SUPPORT

UNIT

1/2"MINIMUM ROUND

2-1/2x2-1/2x1/4"
(1-1/2"WIDE)

UP TO 1000#

PIN(WHEN REQ'D.) OR
SHACKLE WITH 5/8"DIA.

THIMBLE.

2 PER END

SEISMIC CABLE

U-CLIP MINIMUM

VIBRATION ISOLATION. (TYP.)

TURNBUCKLE

1/4"∅ STEEL AIRCRAFT
CABLE - LEAVE CABLES
SLACK TO AVOID BRIDGING

FULL THREAD
WELDED EYE BOLT

HANGER ROD WITH

VERTICAL ROD STIFFENER

SUPERSTRUT NO

E-120 OR EQUAL

ROPE THIMBLE

HEAVY WIRE
CONCRETE STRUCTURE

COORDINATE W/ POST TENSION SLAB CABLES

SPRING ISOLATORS FOUR
REQUIRED, PROVIDE SEISMIC
CALCULATIONS.

CEILING
FAN COIL

NONE

VRV UNIT SUPPORT DETAIL

DRAIN LINE SHALL BE

NONE

VRV COIL CONDENSATE DRAIN

SUPPORT DRAIN LINES TO PREVENT SAG

NOTE:

2.

1. MANUALLY PRIME TRAP BEFORE START-UP

PUBLIC LAV TAIL PIECE

DISCHARGE AT NEAREST

1" MINIMUM

FAN TSP

1"DEEPER THAN

FT MIN.

4" PREFERED

PITCH, 1/8" PER

VRV UNIT

AT LEAST THE SAME SIZE

CAPPED CLEAN OUT

AS THE VRV UNIT CONNECT.

IS GREATER THAN 15-FEET

SCREEN WHERE PIPE LENGTH

VENT WITH COPPER MESH

ALLOW SUFFICIENT SPACE BELOW PAN FOR TRAP AND PITCH TO DRAIN3.

SUPPLY

NONE

RECTANGULAR DUCT BRANCH DETAIL

AIR FLOW

OUTSIDE RADIUS EQUAL TO 2T

INSIDE RADIUS EQUAL TO T

THROAT SIZE EQUALS T

T

W

BRANCH DUCT

END BEARING

20° MAX

3/8" SQ. ROD

QUADRANT ON HAT SECTION
LOCKING TYPE INDICATOR
HAND DAMPER W/

NOTES:
1. FURNISH THIS TYPE CONNECTION FOR BRANCHES WITH MORE

THAN 25% OF THE TOTAL AIR FLOW OR AS SHOWN ON DRAWINGS

2. THIS TYPE OF CONNECTION MUST BE USED WHEN W > 36 IN.

3. OMIT DAMPERS ON SUPPLY DUCTS UPSTREAM OF TERMINAL AIR

BOXES UNLESS SPECIFICATICALLY INDICATED ON PLANS.

NONE

RECTANGULAR DUCT CONNECTION

1/3 W. 5" MINIMUM

USE 'LO-LOSS' TYPE FITTINGS AT ALL
BRANCH CONNECTIONS, WHETHER

OR NOT SHOWN OR SPECIFIED.

FURNISH THIS TYPE CONNECTION FOR BRANCHES WITH LESS THAN 25% OF TOTAL AIR FLOW.1.

NOTE:

RETURN/EXH

AIR FLOW

AIR FLOW

SUPPLY

45° CLINCH COLLAR

HAND DAMPER WITH LOCKING

TYP INDICATOR QUADRANT ON

BRANCHES FEEDING TERMINAL

END BEARING

3/8" SQ. ROD

DUCT BRANCH

HAT SECTION (OMIT ON

AIR UNITS).

NONE

CU-1 MOUNTING DETAIL

VIBRATION ISOLATION SPRINGS

RL

RS

FOR SEISMIC RESTRAINT, REFER TO SPECIFICATION

NOTE:

1.

TO DIRECT
EXPANSION COIL

(SEE NOTE 2 BELOW)

2. VIBRATION ISOLATE ENTIRE UNIT WITH OPEN SPRINGS SUCH AS MASON TYPE SLF SIZED
AND  INSTALLED FOR MIN. 1” STATIC DEFLECTION AND INDEPENDENT SNUBBERS SUCH AS
MASON Z-1225.

SLAB

EQUIP SUPPORT BY
ARCH, SEE 5/A5.83.

ROOF DECK

THERMAL INSULATION

COVERBOARD INSULATION

MIN. 2" [51mm] BETWEEN PIPES.
FROM PIPE TO TOP OF CURB;
MIN. 4" [102mm] CLEARANCE

WOOD NAILERS AND CURB

WOOD CANT TO BRACE CURB

SHEET METAL FLASHING RECEIVER.

[203mm] O.C.
FASTENERS APPROX. 8"

SHEET METAL OR FLEX-TUBE COLLAR.

HIGH-DOMED CAPPED, GASKETED

FASTENERS (APPROX. 18" [457mm] O.C.
DEPENDING UPON WIND ZONE AND LOCAL
CONDITIONS; MINIMUM TWO FASTENERS

PER SIDE).

INSULATE VOID TO PREVENT
CONDENSATION.

SHEET METAL ENCLOSURE - CROSSBREAK

- OR SLOPE FOR DRAINAGE.

MULTIPLE-PLY MEMBRANE BASE
FLASHING (8" [203mm] MIN. HEIGHT).

OPTIONAL EXTENSION OF FIELD
PLIES ABOVE HEAD OF CANT.

MULTIPLE-PLY BUILT-UP
ROOF MEMBRANE.

REMOVABLE SHEET METAL
COUNTERFLASHING.

SLOPE PIPES DOWN AND AWAY

FROM HOOD.

NONE

PIPE THROUGH ROOF DETAIL
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S

J

J

J

ABBREVIATIONS

POWER SYMBOLS GENERAL NOTES LIGHTING SYMBOLS

CONVENTIONS

FIRE ALARM GENERAL NOTES

CODE COMPLIANCE

G

13

a

A1FACP

DEMOLITION NOTES

MS

R

F

FV

OS a

OSS

3S

aS

C

1.       INSTALLATION OF THE FIRE ALARM SYSTEM SHALL NOT BE STARTED
UNTIL THE CONTRACTOR HAS SUBMITTED DETAILED PLANS AND
SPECIFICATIONS, INCLUDING CALIFORNIA STATE FIRE MARSHAL LISTING
NUMBERS, BATTERY AND VOLTAGE DROP CALCULATIONS, AND HAS
RECEIVED APPROVAL FROM THE AUTHORITY HAVING JURISDICTION.

2.       ALL REFERENCES TO FIRE ALARMS ON THESE DRAWINGS SHALL BE
USED FOR BIDDING PURPOSES ONLY AND SHALL NOT BE USED FOR
CONSTRUCTION.  FIRE ALARM SYSTEM IS A DESIGN-BUILD SYSTEM AND
SHALL BE DESIGNED AND INSTALLED BY BAY ALARM IN A SEPARATE
CONTRACT. CONTRACTOR SHALL PROVIDE JUNCTION BOXES AND
CONDUITS WITH PULL STRING.

3.       UPON COMPLETION OF INSTALLATION OF FIRE ALARM SYSTEM, AN
ACCEPTANCE TEST OF ENTIRE SYSTEM SHALL BE MADE IN THE
PRESENCE OF THE FIRE MARSHAL FOR APPROVAL.

4.      ALL WORK SHALL CONFORM TO CALIFORNIA ELECTRICAL CODE ARTICLE
760.

5.       USE MINIMUM 3/4"C. TO CONNECT ALL FA DEVICES.
6.       A SEPARATE SUBMITTAL SHALL BE MADE THAT INCLUDES THE FIRE

ALARM SYSTEM AND APPURTENANCES.

ALL WORK PERFORMED UNDER THIS CONTRACT SHALL
CONFORM TO THE FOLLOWING CODES AND REGULATIONS AS
APPLICABLE:

· 2016 CALIFORNIA BUILDING STANDARDS ADMINISTRATIVE
CODE (PART 1, TITLE 24, CCR)

· 2016 CALIFORNIA BUILDING CODE, VOLUMES 1 AND 2 (PART
2, TITLE 24, CCR)

· 2016 CALIFORNIA ELECTRICAL CODE (PART 3, TITLE 24,
CCR)

· 2016 CALIFORNIA ENERGY CODE (PART 6, TITLE 24, CCR)
2016 CALIFORNIA FIRE CODE (PART 9, TITLE 24, CCR)

· 2016 CALIFORNIA REFERENCED STANDARDS CODE (PART
12, TITLE 24, CCR)

· NFPA 72, 2010 EDITION, NATIONAL FIRE ALARM CODE, AS
AMENDED

LIGHTING FIXTURE, REFER TO FIXTURE SCHEDULE FOR
ADDITIONAL INFORMATION
             A1 = FIXTURE TYPE
             13 = CIRCUIT
             a  = SWITCH LEG

ROUND PENDANT LIGHTING FIXTURE, REFER TO
FIXTURE SCHEDULE FOR ADDITIONAL INFORMATION

ROUND RECESSED DOWNLIGHT, REFER TO FIXTURE
SCHEDULE FOR ADDITIONAL INFORMATION

WALL MOUNTED LIGHTING FIXTURE, REFER TO FIXTURE
SCHEDULE FOR ADDITIONAL INFORMATION

EXIT SIGN WITH INTEGRAL EMERGENCY BACKUP,
CEILING OR WALL MOUNTED. DIRECTIONAL ARROW(S)
AS INDICATED, ILLUMINATED FACE AS INDICATED BY
SHADING.

EMERGENCY LIGHTING UNIT.

1.       ARCHITECTURAL DRAWINGS TAKE PRECEDENCE OVER
ENGINEERING DOCUMENTS FOR EXACT LOCATION, MOUNTING
HEIGHTS AND SUSPENSION LENGTHS OF ALL ELECTRIC
EQUIPMENT AND LIGHTING FIXTURES, UON.

2.       ELECTRICAL PLANS ARE BASED ON LIMITED FIELD
INVESTIGATION. NO AS-BUILTS WERE PROVIDED, AND
CIRCUITING OF EXISTING SYSTEMS WAS BASED ON PRINTED
PANEL SCHEDULES FOUND ON SITE. CONTRACTOR SHALL FIELD
VERIFY AND NOTIFY AE TEAM OF ANY CONFLICTS PRIOR TO
BEGINNING CONSTRUCTION. ANY WORK PERFORMED WITHOUT
CLARIFICATION THAT RESULTS IN ADDED COSTS SHALL BE THE
RESPONSIBILITY OF THE CONTRACTOR.

3.       SEE ELECTRICAL SPECIFICATIONS FOR ADDITIONAL
REQUIREMENTS.

4.      PROVIDE AND INSTALL ALL REQUIRED WIRING AND RACEWAYS
TO ACHIEVE THE CIRCUITING SHOWN WHETHER THE
INTERCONNECTIONS ARE SHOWN OR NOT.

5.       ELECTRICAL PLANS ARE DIAGRAMMATIC AND SHOW
APPROXIMATE LOCATION OF EQUIPMENT. FINAL PLACEMENT OF
EQUIPMENT SHALL BE FIELD COORDINATED WITH OTHERS TO
ENSURE PROPER FITMENT AND AVOID CONFLICT WITH OTHER
TRADES.

6.       CONTRACTOR SHALL MAINTAIN A COMPLETE SET OF AS-BUILT
DOCUMENTS  THROUGHOUT CONSTRUCTION INDICATING
CONDUIT ROUTING, JUNCTION BOX LOCATIONS AND ACTUAL
CIRCUIT NUMBER USED AT EACH ELECTRICAL DEVICE.  AS-BUILT
DOCUMENTS SHALL ACCURATELY REFLECT NEW AND EXISTING
CONDITIONS.

7.       UPON PROJECT COMPLETION, PROVIDE TWO SETS OF ALL
AS-BUILT DOCUMENTS TO OWNER AND ARCHITECT.

8.       PROVIDE ACCURATE UPDATED PANELBOARD DIRECTORIES FOR
ALL AFFECTED PANELS. INDICATE NEW AND EXISTING CIRCUITS
AS WELL AS SPARE CIRCUITS AND BREAKER SPACES. TURN
"OFF" ALL SPARE BREAKERS.

9.       REMOVE, RELOCATE, AND/OR REWORK ANY ELECTRICAL
EQUIPMENT, DEVICES, OR CONDUIT/WIRING AFFECTED WITHIN
WORK OF THIS PROJECT (WHETHER INDICATED OR NOT) DUE TO
REMOVAL OR REWORKING OF EXISTING WALLS, CEILINGS, ETC.

1.       CONTRACTOR SHALL FIELD VERIFY ALL EXISTING ELECTRICAL EQUIPMENT
DEVICES AND WIRING WITHIN WORK OF THIS PROJECT PRIOR TO BID.
CONTRACTOR SHALL REMOVE ALL WIRING DEVICES, LIGHT FIXTURES, ETC.
UNDER WORK OF THIS PROJECT.  REWORK CONDUIT AND CONDUCTORS TO
MAINTAIN SERVICE TO OTHER DEVICES.

2.       WHERE WORK OF THIS PROJECT INTERFERES WITH EXISTING CIRCUITS
SERVING OTHER AREAS, SUCH CIRCUITS SHALL BE MAINTAINED AND REMAIN
ENERGIZED. WIRING SHALL BE INTERCEPTED IN ACCESSIBLE SPACES AND
RE-ROUTED IN SUCH A MANNER THAT INTERFERENCE WITH NEW WORK IS
MINIMIZED.

3.       REMOVE, RELOCATE, AND/OR REWORK ANY ELECTRICAL EQUIPMENT,
DEVICES, OR CONDUIT/WIRING AFFECTED WITHIN WORK OF THIS PROJECT
(WHETHER INDICATED OR NOT) DUE TO  REMOVAL OR REWORKING OF
EXISTING WALLS, CEILINGS, ETC.  ELECTRICAL CONTRACTOR  SHALL BE
FAMILIAR WITH WORK OF OTHER TRADES AND FIELD VERIFY FOR ACTUAL
CONDITIONS OF PROJECT.

4.      ALL EQUIPMENT, FIXTURES, DEVICES, ETC. WHICH ARE REMOVED SHALL BE
DELIVERED TO OWNER FOR DISPOSITION.  ALL ITEMS NOT REUSED SHALL
BECOME  PROPERTY OF ELECTRICAL CONTRACTOR AND SHALL BE REMOVED
FROM SITE.

5.       COSTS ASSOCIATED WITH CUTTING AND PATCHING NECESSARY FOR
INSTALLATION OR REMOVAL OF  ELECTRICAL FACILITIES SHALL BE INCLUDED
IN ELECTRICAL CONTRACT.  COORDINATE WITH GENERAL CONTRACTOR.

6.       CONTRACTOR SHALL REMOVE AND REPLACE LIGHTING FIXTURES.  REWORK,
RELOCATE, OR  REPLACE CONDUIT AND CONDUCTORS, AND PERFORM ALL
WORK REQUIRED BY INSTALLATION OF NEW PIPING, ETC., ABOVE EXISTING
CEILING.  COORDINATE WITH OTHER TRADES AND VERIFY EXTENT OF WORK.

7.       CONTRACTOR SHALL OBTAIN OWNERS' WRITTEN AUTHORIZATION SEVEN (7)
CALENDAR DAYS PRIOR TO ANY TEMPORARY POWER SHUTDOWN.

8.       ALL DEMOLISHED CONDUIT AND CONDUCTORS SHALL BE REMOVED IN THEIR
ENTIRETY.

9.       EXISTING CONDUIT AND CONDUCTORS WHICH ARE TO BE REUSED SHALL
MEET REQUIREMENTS OF NEW CIRCUITS.

10.     WHERE CEILINGS ARE DEMOLISHED, REMOVE LIGHT FIXTURES AND SAVE
FOR FUTURE OR DEMOLISH AS NOTED. PRESERVE RELATED LIGHTING
BRANCH CIRCUIT CONDUCTORS AND CONDUIT FOR CONNECTION TO NEW OR
RE-INSTALLED FIXTURES.

11.     ALL REDUNDANT DATA AND TELEPHONE OUTLETS AND CABLES SHALL BE
REMOVED IN ITS ENTIRETY.

KEYED NOTES: REFERS TO NOTES ON SAME
SHEET AS REFERENCE

GENERAL NOTE. REFER TO NOTES ON THIS
SHEET.

EQUIPMENT IDENTIFICATION TAG

CABLE AND/ OR RACEWAY TAG
             P = POWER     T = TELEPHONE
SEE FEEDER SCHEDULE

DETAIL REFERENCE:
             DETAIL DESIGNATION
             SHEET NUMBER REFERENCE

LIGHTING FIXTURE IDENTIFICATION TAG:
             FIXTURE TYPE
             QUANTITY AND WATTAGE OF LAMP(S)

GN1

EF

1

P130D

A

E-3

F1
2-40

#

AC
AFF
A/C
AHU
ATS
A/V

B
BMS
BP

C
C.O.
CB
CO

CHWP
CKT
CL
CM
CP
CT
CU

D

DP

(E)
EC

ECC
ECH
EF

ELEV
EM

EMT
EPO
EWH
EWC

F
FAAP
FACP
FATC
FBO
FCC
FCU

FLUOR
FP

FVNR

GND
GD

G/GFCI

HID
HP
HX

IC
IG

IWH
IP

JB

LCP

MAU
MCC
MIC
MD
MS
MW

(N)
N, NEUT

NIC
NC
NO

NEC
NTS

OL
OG

P
PB
PC
PIV
PNL
POC
POS
PRT
PVC

(R)
RAC
RS

RSC

SCC
SDR
SEP
SP
ST

TB
TBA
TBC
TEL
TF
TP

TYP

UG
UON

VFD
VP

VSD

WP
WT

(X)
XFMR

XP

ABOVE COUNTER
ABOVE FINISHED FLOOR
AMPERES INTERRUPTING
CAPACITY
AIR HANDLING UNIT
AUTOMATIC TRANSFER SWITCH
AUDIO VISUAL

BOILER
BUILDING MANAGEMENT SYSTEM
BOOSTER PUMP

CONDUIT
CONDUIT ONLY
CIRCUIT BREAKER
CARBON MONOXIDE SENSOR
CHILLED WATER PUMP
CIRCUIT
CENTER LINE
COFFEE MAKER
CIRCULATION PUMP
CURRENT TRANSFORMER
CONDENSING UNIT
DEDICATED (POWER & SIGNAL)/
DIMMING (LIGHTING)
DIMMING PANEL

EXISTING TO REMAIN
EMPTY CONDUIT
ENGINEERING CONTROL CENTER
ELECTRIC CABINET HEATER
EXHAUST FAN
ELEVATOR
EMERGENCY
ELECTRICAL METALLIC TUBING
EMERGENCY POWER OFF
ELECTRIC WATER HEATER
ELECTRIC WATER COOLER

FUSED
FIRE ALARM ANNUCIATOR PANEL
FIRE ALARM CONTROL PANEL
FIRE ALARM TERMINAL CABINET
FURNISHED BY OTHERS
FIRE CONTROL CENTER
FAN COIL UNIT
FLUORESCENT
FIRE PUMP
FULL VOLTAGE NON-REVERSING

GROUND
GARBAGE DISPOSAL
GROUND FAULT INTERRUPTER

HIGH INTENSITY DISCHARGE
HEAT PUMP
HEAT EXCHANGER

INTERRUPT CAPACITY
ISOLATED GROUND
INSTANT WATER HEATER
IRRIGATION PUMP

JUNCTION BOX

LIGHTING CONTROL PANEL

MAKE UP AIR UNIT
MOTOR CONTROL CENTER
MINERAL INSULATED CABLE
MOTORIZED DOOR
MOTORIZED SHADES
MICROWAVE

NEW
NEUTRAL
NOT IN CONTRACT
NORMALLY CLOSED
NORMALLY OPEN
NATIONAL ELECTRICAL CODE
NOT TO SCALE

OVERLOAD RELAY
OZONE GENERATOR

PUMP
PUSHBUTTON SWITCH
PHOTOCELL
POST INDICATING VALVE
PANELBOARD
POINT OF CONNECTION
POINT OF SALE
PRINTER
POLYVINYL CLORIDE CONDUIT

EXISTING TO BE RELOCATED
RIGID ALUMINUM CONDUIT
RIGID STEEL
RIGID STEEL CONDUIT

SECURITY CONTROL CENTER
STUDIO DIMMER RACK
SEWAGE EJECTOR PUMP
SUMP PUMP
STANDBY

TELEPHONE BOARD
TO BE ADVISED
TO BE CONFIRMED
TELECOM
TRANSFER FAN
TRANSFER PANEL
TYPICAL

UNDER GROUND
UNLESS OTHERWISE NOTED

VARIABLE FREQUENCY DRIVE
VIDEO PROJECTOR
VARIABLE SPEED DRIVE

WEATHERPROOF
WATER TIGHT

EXISTING TO BE REMOVED
TRANSFORMER
EXPLOSION PROOF

PANELBOARD, 120/ 240V, SURFACE MOUNTED SIZE
APPROXIMATELY AS SHOWN

FIRE ALARM CONTROL PANEL

DISCONNECT SWITCH, DISCONNECT FOR MOTORS SHALL BE
RATED IN HORSEPOWER NOT LESS THAN THE MOTOR
HORSEPOWER.

ELECTRICAL MOTOR CONNECTION

JUNCTION BOX, MOUNT ABOVE ACCESSSIBLE CEILING UON

JUNCTION BOX, WALL MOUNTED, +18" UON

JUNCTION BOX, FLOOR MOUNTED

STANDARD TEL/ DATA WALL OUTLET, MOUNT AT SAME
HEIGHT AS ADJACENT RECEPTACLE

SYSTEM SMOKE DETECTOR, SURFACE MOUNTED IN CEILING

FIRE ALARM HORN/ STROBE STATION, WALL MOUNTED +80"
AFF UON TO BOTTOM OF LENS

FIRE ALARM MANUAL PULL STATION, WALL MOUNTED AT 48"
AFF UON

DOOR CONTACT. COORDINATE WITH SECURITY VENDOR

SECURITY MOTION SENSOR. COORDINATE WITH SECURITY
VENDOR

CONDUIT AND WIRE RUN IN WALL OR CEILING SPACE

CONDUIT AND WIRE RUN CONCEALED IN SLAB, UNDER SLAB,
OR UNDERGROUND

DUPLEX CONVENIENCE RECEPTACLE OUTLET, WITH GROUND MOUNT
AT +30" UON, 125V

DOUBLE DUPLEX CONVENIENCE RECEPTACLE OUTLET, WITH GROUND
MOUNT AT +30" UON, 125V

GFCI DUPLEX CONVENIENCE RECEPTACLE OUTLET, WITH GROUND
MOUNT AT +30" UON, 125V

CONTROLLED DUPLEX CONVENIENCE RECEPTACLE OUTLET, UON,
125V. THE LETTER INDICATES THE SWITCH LEG.

DUPLEX GROUND RECEPTACLE OUTPUT FLUSH MOUNTED IN CEILING,
125V

GFCI DUPLEX CONVENIENCE RECEPTACLE OUTLET, MOUNT
HORIZONTALLY AT +6" ABOVE COUNTER UON, 125V

SPECIALTY RECEPTACLE OUTLET, MOUNT AT +30" UON TYPE AS
INDICATED

RECESSED FLUSH DUPLEX RECEPTACLE OUTLET, 125V

RECESSED FLUSH DOUBLE DUPLEX RECEPTACLE OUTLET, 125V

SINGLE POLE SWITCH, MOUNT AT +42" UON, LETTER INDICATES SWITCH
LEG

THREE-WAY SWITCH, MOUNT AT +42" UON

WALL MOUNTED MOTION SENSOR LIGHT SWITCH. FOR ROOMS WITH
MULTIPLE SWITCHING ZONES, SENSOR IS TO CONTROL ALL LIGHTS IN
THAT SPACE.

CEILING MOUNTED MOTION SENSOR COMPLETE, WITH RELAY FOR
ROOMS WITH MULTIPLE SWITCHING ZONES. SENSOR IS TO CONTROL
ALL LIGHTS IN THAT SPACE.
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SCALE:

SCALE:

SCALE:

SCALE:

SCALE:

MM

(E)PNL

M

A

150A

(E)PNL

M

(E)PNL

A

150A

(N)PNL.

INVERTER

100A

NAME: A VOLTAGE: 120/208 BUS SIZE: 150A MIN. AIC: SEE NOTES

MOUNT: SURFACE PHASE/WIRE: 3PH 4W MAIN: 150A SERVED FROM: MSB

CKT
NO.

BKR/
POLE

 DESCRIPTION ΦA ΦB ΦC R L/C M N K DESCRIPTION
BKR/
POLE

CKT
NO.

1 20/1 LCP-1
0.00

LTG 20/1 2
0.00

3 20/1 FLEX ROOM RECEP
0.90 0.90

LTG 20/1 4
0.00

5 20/1 OUTDOOR RECEP
1.44 1.44

LTG 20/1 6
0.00

7 20/1 LEASE OFFICE RECEP
0.72 0.72

LEASE OFFICE QUAD 20/1 8
0.36 0.36

9 20/1 LEASE OFFICE RECEP
1.08 1.08

FOUNDERS RECEP 20/1 10
1.44 1.44

11 20/1 LIBRARY RECEP
1.08 1.08

FOUNDERS RECEP 20/1 12
1.08 1.08

13 20/1 KITCHEN RECEP
0.90 0.90

KITCHEN RECEP 20/1 14
0.90 0.90

15 20/1 REFRIGERATOR
0.70 0.70

DISHWASHER 20/1 16
1.00 1.00

17 20/1 GARBAGE DISPOSAL
0.50 0.50

FREEZER 20/1 18
0.80 0.80

19 20/1 LEGEND ROOM RECEP
0.90 0.90

OFFICE RECEP 15/1 20
0.90 0.90

21 20/1 STOR/ENTRY RECEP
1.08 1.08

RESTROOM RECEP 20/1 22
1.08 1.08

23 20/1 OUTDOOR RECEP
0.00

EV CHARGER 40/2

24
3.35 3.35

25 20/1 EF-1, 2, 3, 4, 5
0.10 0.10

26
3.35 3.35

27

70/3 CU-1

5.00 5.00

VRV-1 15/2

28
0.05 0.05

29
5.00 5.00

30
0.05 0.05

31
5.00 5.00

VRV-2 15/2

32
0.05 0.05

33 20/1 WATER HEATER
0.10 0.10

34
0.05 0.05

35

15/2 VRV-5

0.05 0.05

VRV-3 15/2

36
0.05 0.05

37
0.05 0.05

38
0.05 0.05

39

15/2 VRV-6

0.05 0.05

VRV-4 15/2

40
0.05 0.05

41
0.05 0.05

42
0.05 0.05

43

15/2 VRV-7

0.05 0.05

VRV-5 15/2

44
0.05 0.05

45
0.05 0.05

46
0.05 0.05

47 20/1 FIREPLACE
1.50 1.50

SPARE 20/1 48
0.00

CONNECTED LOAD SUBTOTALS 13.4 12.7 15.0 13.9 6.7 16.0 1.5 3.0

CONNECTED LOAD (KVA) 41.1

CONNECTED LOAD (AMPS): 113.97 65% OF CONNECTED 2.0 KVA

DEMAND LOAD (AMPS): 126.12 100% OF CONNECTED 1.5 KVA

CONNECTED + 25% LARGEST 19.8 KVA

125% OF CONNECTED 8.4 KVA

FIRST 10KVA + 50% REMAINDER 13.9 KVA

TOTAL CALCULATED DEMAND LOAD PER NEC 45.4 KVA

VOLTAGE DROP CALCULATION

FEEDER
MAX.

CURRENT
(A)

SUPPLYING
BREAKER
RATING (A)

FEEDER SIZE
(AWG/kCM)

LENGTH (FT)
FROM MAIN

SWITCHBOARD
(approx)

IMPEDANCE
(Z)

(OHMS/KFT)

VOLTAGE
DROP (V)

% VD
(MAX. 3%)

A 121 150 1/0 10 0.1252 0.3029 0.1456

3P
150A

3P
100A

3P
150A

3P
100A

3P
150A

 SLEEPY HOLLOW- ELECTRICAL LOAD ESTIMATION

(E) Clubhouse     4,747 sf

New FA Toilet         95 sf

New FA Office        193 sf

New FA Library        270 sf

New FA Entry Office        338 sf

New FA Cert Storage        245 sf

Total:     5,888 sf

Description  Quantity VA Factor Connected Demand  Reference  Comment

Lighting     5,888 sf 2.0 VA/sf 100% 11,776 VA 11,776 VA NEC Table 220.12  Estimated

General Receptcales         54 ea 180 VA 100% 9,720 VA 9,720 VA

 . 21,496 VA 21,496 VA

 Subtotal: 21 kVA 21 kVA 90 A @ 120/240V 1-phase, 3-wire

Kitchen

Refrigerator           1 ea. 720 VA 70% 720 VA 504 VA  NEC 220.56  Estimated

Freezer           1 ea. 1,200 VA 70% 1,200 VA 840 VA  NEC 220.56  Estimated

Electric Oven           1 ea. 10,560 VA 70% 10,560 VA 7,392 VA  NEC 220.56  Estimated

Dishwasher           1 ea. 1,200 VA 70% 1,200 VA 840 VA  NEC 220.56  Estimated

Microwave           1 ea. 720 VA 70% 720 VA 504 VA  NEC 220.56  Estimated

 Subtotal: 14 kVA 10 kVA 42 A @ 120/240V 1-phase, 3-wire

Mechanical/Plumbing

HVAC     5,888 sf 4.0 VA/sf 100% 23,552 VA 23,552 VA  Estimated

 Subtotal: 24 kVA 24 kVA 57 A @ 120/240V 3-phase, 4-wire

 TOTAL LOAD: 59 kVA 55 kVA 133 A @ 120/240V 3-phase, 4-wire

5
ELECTRICAL LOAD ESTIMATION

NONE

2
PROPOSED ELECTRICAL SINGLE LINE DIAGRAM

NONE

1
EXISTING ELECTRICAL SINGLE LINE DIAGRAM

NONE

TO UTILITY

(E) POOL
METER

INCOMING SECTION

(E)COMMUNITY CENTER METER

120/240V, 3PH, 4W

AREA OF WORK

TO UTILITY

(E) COMMUNITY CENTER METER

120/240V, 3PH, 4W

(E) POOL
METER

INCOMING SECTION

50KW STANDBY
GENERATOR(SIZED
FOR HVAC STARTING
LOAD)

PV SYSTEM DESIGNED AND
PROVIDED BY OTHERS

(N)P150NG

(N)P150NG

(N)P150NG

(N)P150NG

(N)150A
AUTOMATIC TRANSFER
SWITCH

4
PANEL SCHEDULE

NONE

3
VOLTAGE DROP CALCULATION

NONE
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SCALE:SCALE:

TIME CLOCK

OUTDOOR PHOTOCELL
MOUNT FACING NORTH SKY

1
LIGHTING SCHEDULE

NONE

LIGHTING NOTES:

LIGHTING FIXTURE SCHEDULE

TYPE DESCRIPTION MANUFACTURER MODEL LAMP(S) DRIVER
DIMMING

TYPE
VOLTS

(V)
WATTS

(W)
MOUNTING

TYPE
MOUNTING HEIGHT LOCATION

L1 WALL SCONCE, SINGLE LIGHT, 1250 LUMENS, 3000K, 95CRI. HINKLEY 41011BK LED
LED DIMMING

DRIVER

MLV,
ELV OR

C-L
120 16

SURFACE /
WALL

SEE ARCHITECTURAL
PLANS

LEGENDS
ROOM

L1A DECORATIVE WALL SCONCE CIRCA S2030BR-NP LED
LED DIMMING

DRIVER
TBD 120 60

SURFACE /
WALL

SEE ARCHITECTURAL
PLANS

FOUNDERS
ROOM

L2 DECORATIVE CHANDELIER, 2 BULBS, 500 LUMENS, 3000K, 80CRI. EUROFACE 35898-030 LED
LED DIMMING

DRIVER
TBD 120 10 PENDANT

SEE ARCHITECTURAL
PLANS

ENTRY

L3 DECORATIVE PENDANT DRUM, 3820 LUMENS, 3000K. SEASCAPE MILO DRUM LED
LED DIMMING

DRIVER
0-10V 120 28 PENDANT

SEE ARCHITECTURAL
PLANS

LEGENDS
ROOM

L3A DECORATIVE PENDANT DRUM, 3820 LUMENS, 3000K. SEASCAPE MILO DRUM LED
LED DIMMING

DRIVER
0-10V 120 28 PENDANT

SEE ARCHITECTURAL
PLANS

FOUNDERS
ROOM

L4 LINEAR DOWNLIGHT, 725 LUMENS/FT, 3000K, 12' LENGTH. EATON S123-DS-1-30-0144-1-RDS LED
LED DIMMING

DRIVER
0-10V 120 7/LF

SURFACE /
CEILING

CEILING HEIGHT
WARMING
KITCHEN

L5 4" ROUND SURFACE FIXTURE, 743 LUMENS, 2626K, 82CRI. SCHOOL HOUSE OTIS WITH DRUM SHADE-0-10V LED
LED DIMMING

DRIVER
0-10V 120 12

SURFACE /
CEILING

CEILING HEIGHT
VESTIBULE,

HALL

L6 4" RECESSED DOWNLIGHT, 1500 LUMENS, 3000K, 80CRI. WILLIAMS 4DR-TL-L15-8-30-DIM-UNV-O-W LED
LED DIMMING

DRIVER
0-10V 120 14 RECESSED

SEE ARCHITECTURAL
PLANS

OFFICES, FLEX
USE

L6A
4" RECESSED DOWNLIGHT, 1500 LUMENS, 3000K, 80CR WITH SLOPED
CEILING ADAPTER.

WILLIAMS
4DR-TL-L15-8-30SCA-
DIM-UNV-O-W

LED
LED DIMMING

DRIVER
0-10V 120 14 RECESSED

SEE ARCHITECTURAL
PLANS

RESTROOMS

L7 DECORATIVE VANITY WALL SCONCE. REJUVENATION A8260 / B2002 LED
LED DIMMING

DRIVER
TBD 120 100

SURFACE /
WALL

SEE ARCHITECTURAL
PLANS

RESTROOMS

L8 DECORATIVE PENDANT - EXTERIOR, 1600 LUMENS, 3000K, 90CRI. BARN LIGHT
BLE-ST520-CGG-FST-HSC
-SBA14-LED16.8-3000K-FL

LED
LED DIMMING

DRIVER
TRIAC 120 16 PENDANT

SEE ARCHITECTURAL
PLANS

PORCH

L8A DECORATIVE PENDANT, 3000 LUMENS, 3000K, 90CRI. BARN LIGHT
BLE-CORD-SBA14-LED38
-3000K-FL

LED
LED DIMMING

DRIVER
0-10V 120 38 PENDANT

SEE ARCHITECTURAL
PLANS

LIBRARY

L9 SCONCE - EXTERIOR, 1600 LUMENS, 3000K, 90CRI. BARN LIGHT
BLE-W-MOUNTING-SBA12-
LED16.8-3000K-FL

LED
LED DIMMING

DRIVER
TRIAC 120 16

SURFACE /
WALL

SEE ARCHITECTURAL
PLANS

PORCH-
EXTERIOR

L10
LINEAR DOWNLIGHT,  INDIRECT/DIRECT, WALL MOUNTED, UPLIGHT 457
LUMENS/FT, DOWNLIGHT 338 LUMENS/FT, 3000K, 11' LENGTH

EATON
S123-DIW-ULO-LO-30-
11'-1-DD

LED
LED DIMMING

DRIVER
0-10V 120 7/LF

SURFACE /
CEILING

CEILING HEIGHT RESTROOMS

L10A
LINEAR DOWNLIGHT, INDIRECT/DIRECT, WALL MOUNTED, UPLIGHT 457
LUMENS/FT, DOWNLIGHT 338 LUMENS/FT, 3000K, 6' LENGTH

EATON
S123-DIW-ULO-LO-30-
6'-1-DD

LED
LED DIMMING

DRIVER
0-10V 120 7/LF

SURFACE /
CEILING

CEILING HEIGHT RESTROOMS

L12 WALL SCONCE, SMALL, 1250 LUMENS, 3000K, 92CRI. HINKLEY 59922BN LED
LED DIMMING

DRIVER

MLV,
ELV OR

C-L
120 17

SURFACE /
WALL

SEE ARCHITECTURAL
PLANS

RESTROOMS

L12 LARGE LED PATH LIGHT, 250 LUMENS, 2700K, 80CRI. HINKLEY 1518CD-LED LED
LED DIMMING

DRIVER
ELV 120 3.8 EXTERIOR

SEE ARCHITECTURAL
PLANS

EXTERIOR

L14
LINEAR DOWNLIGHT, ASYMMETRIC, 237 LUMENS/FT, 3000K, LENGTH AS
SHOWN ON DRAWINGS. 96W POWER SUPPLY

EATON 0.03-3W-830-STD-UNV-LENGTH LED
LED DIMMING

DRIVER
0-10V 120 3.3/LF

SURFACE /
CEILING

SEE ARCHITECTURAL
PLANS

FOUNDERS
ROOM

L15 SCONCE - EXTERIOR, 1600 LUMENS, 3000K, 90CRI. BARN LIGHT
BLE-G-SBA14-G22-CGG-FST
LED16.8-3000K

LED
LED DIMMING

DRIVER
TRIAC 120 16

SURFACE /
WALL

SEE ARCHITECTURAL
PLANS

EXTERIOR

L16 WALL SCONCE, 2.25". SCHOOL HOUSE OTIS WITH DRUM SHADE-0-10V LED
LED DIMMING

DRIVER
TBD 120 60

SURFACE /
WALL

SEE ARCHITECTURAL
PLANS

WARMING
KITCHEN

L17

A1
FLUXSTREAM STRIP WRAPAROUND, 4' LENGTH, 4000 LUMENS, 80CRI,
3000K. PROVIDE EMERGENCY DRIVER WHERE NOTED ON DRAWINGS.

DAYBRITE FSS-4-40L-830-120-DIM-EM LED
LED DIMMING

DRIVER
0-10V 120 31

SURFACE /
CEILING

CEILING HEIGHT UTLITY ROOM

A2
FLUXSTREAM STRIP WRAPAROUND 2' LENGTH, 2000 LUMENS, 80CRI,
3000K.

DAYBRITE FSS-2-20L-830-120-DIM LED
LED DIMMING

DRIVER
0-10V 120 17

SURFACE /
CEILING

CEILING HEIGHT UTILITY ROOM

E1
EXIT SIGN, BACK MOUNT, BRUSHED ALUMIINUM HOUSING COLOR.
SINGLE FACE. GREEN LETTER COLOR. WITH NICKEL-CADMIUM
BATTERY OPERATION AND TEST SWITCH.

LITHONIA TLE-1-G-ELN LED N/A N/A 120 1
SURFACE/

WALL
MIN. 6" ABOVE DOOR

PATH OF
EGRESS

1.       REFER TO ARCHITECTURAL REFLECTED CEILING PLANS FOR EXACT LOCATION OF LIGHTING FIXTURES. CONTRACTORS SHALL VERIFY CEILING TYPE COMPATIBILTY WITH LIGHTING FIXTURES PRIOR TO ORDERING. VERIFY COLOR AND TRIMS REQUIRED
WITH ARCHITECT PRIOR TO ORDERING.

2.       ALL LIGHTING FIXTURES SHALL BE SUPPLIED WITH THE MOUNTING ACCESSORIES, TRIMS, AND/ OR SHROUDS NECESSARY TO PROPERLY AND COMPLETELY INSTALL THE FIXTURES IN THE TYPE OF CEILING SHOWN ON THE ARCHITECTURAL REFLECTED
CEILING PLANS. CONTRACTOR SHALL VERIFY WITH ARCHITECT THE COLOR AND FINISH OF FIXTURES TO THE CLOSEST STANDARD COLOR AND FINISH BEFORE ORDERING.

3.       FIXTURES INSTALLED IN FIRE RATED CEILINGS SHALL BE INSTALLED IN AN APPROVED FIRE RESISTIVE MANNER CONSISTENT WITH RATING OF CEILING.
4.      REFER TO SPECIFICATION SECTION 26.51.00 - LIGHTING FIXTURES FOR ADDITIONAL BALLAST INFORMATION.
5.       ALL LUMINAIRES IN OFFICES, CORRIDORS, CLASSROOMS, RESTROOMS, AND STORAGE ROOMS, EXCEPT MECHANICAL AND ELECTRICAL ROOMS, ARE CONTROLLED BY THE AREA OCCUPANCY SENSOR. ALL ROOMS REQUIRE WALL OR CEILING

OCCUPANCY SENSOR. SELECT THE TYPE OF OCCUPANCY SENSOR PER MANUFACTURER RECOMMENDATION TO AVOID NUISANCE TRIPPING AND ACTIVATION.
6.       EXTERIOR LIGHTING FIXTURES SHALL BE CONTROLLED VIA LIGHTING CONTROL PANEL WITH TIMECLOCK AND PHOTOSENSOR ON ROOF FACING NORTH.
7.       LOBBY AND CORRIDOR LIGHTING FIXTURES ARE ALWAYS ON AT THE HALF LEVEL WHEN THE AREA IN UNOCCUPIED. OCCUPANCY SENSOR SHALL TURN LIGHTING FIXTURES IN THEIR AREA TO FULL BRIGHTNESS PER TITLE 24 REQUIREMENTS.

LIGHTING CONTROL
PANEL 'LCP1'

PC

C

TC

DIMMER
0-10V

OUTDOOR LIGHTING FIXTURES

NOTES:
1.       OUTDOOR LIGHTS SHALL TURN ON AT FULL BRIGHTNESS AT DUSK, DIM DOWN

TO A PRESET LEVEL AT A PRE-PROGRAMMED TIME AND TURN OFF AT DAWN.
2.       COORDINATE TIME SCHEDULE WITH OWNER.

120V

2
OUTDOOR LIGHTING CONTROL DIAGRAM

NONE
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6 5 4 3 2 1

F

E

C

A

P2 P1

PB

PA

D

B

(E) MAIN ELECTRICAL PNL
& ULTILITY METER TO
REMAIN. PROTECT IN
PLACE. SEE SHEET E0.02.

AREA OF WORK

AREA OF WORK

1

1

(E) PNL A1
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ELECTRICAL
LEVEL 1 FLOOR

PLAN - DEMO

 1/8" = 1'-0"
1

DEMO ELECTRICAL LEVEL 1

SHEET NOTES:
1. FIELD VERIFY ELECTRICAL SYSTEM PRIOR TO
DEMOLITION TO AVOID ACCIDENTAL DEMOLITION OF
FEEDERS NOT UNDER SCOPE OF WORK AS SOME
AREAS OF THE BUILDING ARE EXISTING TO REMAIN.

2. WHERE CONDUIT CANNOT BE DEMOLISHED BACK
TO SOURCE, CAP AND SEAL ABANDONED CONDUIT.
ABANDONING WIRE IN CONDUIT IS NOT ALLOWED.

3. WHERE MAINTAINING AN (E) FEEDER IS NOT
POSSIBLE DUE TO DEMOLITION, INFORM THE
ARCHITECT VIA RFI TO COORDINATE POWER
RELOCATION.

4. DRAWINGS ARE BASED ON BEST INFORMATION
AVAILABLE FOR EXISTING CONDITIONS. VERIFY ALL
CONDITIONS IN FIELD AND REPORT ANY
INCONSISTENCIES.

KEY NOTES:
DEMOLISH ALL ELECTRICAL EQUIPMENT, INCLUDING
DEVICES, LIGHT FIXTURES, AND THEIR FEEDERS AND
CONDUITS BACK TO SOURCE UON IN AREA OF WORK.

DEMOLISH EXISTING PNL A.

1

2
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5 4 3 2 1

F

E

A

D

B

307 SF

WARMING
KITCHEN

114

162 SF

STORAGE
115

1247 SF

FOUNDERS
ROOM

107

326 SF

LIBRARY
108

733 SF

LEGENDS
ROOM

106

461 SF

FLEX USE
ROOM

116

156 SF

ENTRY
101

67 SF

STORAGE
105

336 SF

LEASE
OFFICE

110
52 SF

TOILET
111

40 SF

VEST
112

53 SF

VEST
109

70 SF

OFFICE
102

(N) PNL A

(E) MAIN ELECTRICAL
PNL & ULTILITY METER.

1
CU

3
VRV

1
VRV

2
VRV

1
EF

2
EF

2
WH

3
EF

4
EF

5
VRV

4
VRV

6
VRV

1
P

7 7

77 8

9 9 9 9
7

10 12 10
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3 3 3
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2020
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5
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23

5

5

24,26

25

25

25

25

33

33

32,34

28,30

36,38

27,29,31

44,46

39,41

EV CHARGER. COORDINATE
EXACT LOCATION WITH

ARCHITECTURAL DRWINGS.

10

BEAM MOUNTED PROJECTOR.
COORDINATE EXACT LOCATION
WITH ARCHITECTURAL DRAWINGS.

5

PROVIDE OUTLET FOR LANDSCAPE
POWER. COORDINATE LOCATION

WITH ARCHITECT.

1
BSB

44,46
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ELECTRICAL
FLOOR PLANS -

EAST

 1/4" = 1'-0"
1

ELECTRICAL LEVEL 1 - EAST

SHEET NOTES:
1. REFER TO ARCHITECTURAL DRAWINGS FOR EXACT
LOCATION AND MOUNTING HEIGHT OF ALL DEVICES.

2. CONNECT SPLITWIRED CONTROLLED RECEPTACLE TO
OCCUPANCY SENSOR. CONTROLLED RECEPTACLES
SHALL HAVE A PERMANENT MARKING TO
DIFFERENTIATE THEM FROM UNCONTROLLED
RECEPTACLES PER TITLE 24 REQUIREMENTS.

3. ELECTRICAL OUTLETS SHOWN SHALL BE FED FROM
(N) PNL. A. U.O.N.
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ELECTRICAL LEVEL 1 - WEST

SHEET NOTES:
1. REFER TO ARCHITECTURAL DRAWINGS FOR EXACT
LOCATION AND MOUNTING HEIGHT OF ALL DEVICES.

2. CONNECT SPLITWIRED CONTROLLED RECEPTACLE
TO OCCUPANCY SENSOR. CONTROLLED RECEPTACLES
SHALL HAVE A PERMANENT MARKING TO
DIFFERENTIATE THEM FROM UNCONTROLLED
RECEPTACLES PER TITLE 24 REQUIREMENTS.

3. ELECTRICAL OUTLETS SHOWN SHALL BE FED FROM
(N) PNL. A. U.O.N.

KEY NOTES:
PROVIDE FEEDER AND CONDUIT FOR GENERATOR
CONNECTION TO PNL A.

11

GENERATOR NOTES:
1. PROVIDE EMERGENCY GENERATOR - GENERAC
SG 50 OR EQUAL. GENERATOR SHALL BE PROVIDED
WITH BUT NOT LIMITED TO:

1.1 LEVEL 2 WEATHERPROOF ACOUSTIC
ENCLOSURE.

1.2 INTEGRAL 132 GAL FUEL TANK (30 HR RUN
TIME).

1.3 INTERCONNECTING CONTROL WIRING AND
ANNUNCIATION.

2. PERMITTING AND COORDINATION: CONTRACTOR
SHALL ENSURE GENERATOR MEETS ALL LOCAL
NOISE ORDINANCE, AIR QUALITY, AND ASSOCIATED
PERMITS.
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ELECTRICAL
FLOOR PLANS -

POOL HOUSE

 1/4" = 1'-0"
1

ELECTRICAL LEVEL 1 - POOL HOUSE

SHEET NOTES:
1. REFER TO ARCHITECTURAL DRAWINGS FOR EXACT
LOCATION AND MOUNTING HEIGHT OF ALL DEVICES.

2. CONNECT SPLITWIRED CONTROLLED RECEPTACLE
TO OCCUPANCY SENSOR. CONTROLLED RECEPTACLES
SHALL HAVE A PERMANENT MARKING TO
DIFFERENTIATE THEM FROM UNCONTROLLED
RECEPTACLES PER TITLE 24 REQUIREMENTS.

3. ELECTRICAL OUTLETS SHOWN IN NEW POOL
STORAGE AREA SHALL BE FED FROM EXISTING
PANELBOARD AT POOL EQUIPMENT ROOM U.O.N.
EXTEND WIRES AND CONDUITS AS REQUIRED TO
PROVIDE POWER TO NEW DEVICES SHOWN.
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ROOF PLAN
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ELECTRICAL ROOF

SHEET NOTES:
1. REFER TO ARCHITECTURAL DRAWINGS FOR EXACT
LOCATION AND MOUNTING HEIGHT OF ALL DEVICES.

2. SOLAR PANELS PROVIDED FOR COORDINATION
PURPOSES, FINAL LAYOUT BY DESIGN BUILD
CONTRACTOR.
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(N) LIGHTING FIXTURES IN THIS AREA
SHALL BE FED FROM (E) PNL. AT POOL
EQUIPMENT ROOM. EXTEND WIRES AND
CONDUITS AS REQUIRED TO PROVIDE
POWER TO NEW FIXTURES SHOWN.

FIXTURES IN AREA SHALL BE
SUPPLIED BY BACKUP POWER
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LIGHTING FLOOR
PLAN
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1

RCP - LIGHTING

SHEET NOTES:
1. REFER TO ARCHITECTURAL DRAWINGS FOR EXACT
LOCATION AND MOUNTING HEIGHT OF ALL DEVICES.

2. REFER TO E0.03 FOR LIGHTING FIXTURES AND
LIGHTING CONTROL PANEL SCHEDULES.

3. LIGHTING FIXTURES SHOWN SHALL BE FED FROM (N)
PNL 'A' U.O.N.

4. EXTERIOR LIGHTING FIXTURES SHALL BE CONTROLLED
VIA NEW LIGHTING CONTROL PANEL 'LCP-1'.
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METER
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THERMOMETER

FLANGED CONNECTION

PIPE RISE
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PIPE CONNECTION, TOP
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VENT THROUGH ROOF
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SYMBOLS

PLUMBING GENERAL NOTES FIRE PROTECTION GENERAL NOTESPIPING LEGEND

MATERIAL SPECIFICATIONS

ST

OST

MG

DR

GW

F

CSP

FOS

FOR

FOF

FOV

ABBREVIATIONS

TP

1.       ENTIRE INSTALLATION SHALL CONFORM TO THE REQUIREMENTS OF THE
2016 CALIFORNIA PLUMBING CODE, CALIFORNIA BUILDING CODE, LOCAL
CODES, NATIONAL FIRE  PROTECTION CODES,  ALL OTHER APPLICABLE
CODES AND REGULATIONS, AND AUTHORITIES HAVING JURISDICTIONS.

2.       COORDINATE PLUMBING SYSTEMS WITH WORK OF OTHER TRADES PRIOR TO
ANY FABRICATION OR INSTALLATION.  PROVIDE ALL FITTINGS, OFFSETS, AND
TRANSITIONS AS REQUIRED FOR A COMPLETE WORKABLE INSTALLATION.

3.       COORDINATE LOCATIONS OF ALL ROOF OPENINGS WITH STRUCTURAL,
MECHANICAL, AND ARCHITECTURAL PLANS PRIOR TO ANY INSTALLATION.

4.      PLATFORMS, CURBS, AND FLASHINGS FOR PLUMBING EQUIPMENT SHALL BE
AS INDICATED ON THE STRUCTURAL AND ARCHITECTURAL PLANS, UNLESS
NOTED OTHERWISE.  COORDINATE EXACT SIZES OF REQUIRED OPENINGS
AND SUPPORTS FOR FURNISHED EQUIPMENT.

5.       ALL EQUIPMENT SHALL BE INSTALLED IN STRICT ACCORDANCE WITH THE
EQUIPMENT MANUFACTURER'S RECOMMENDATIONS AND APPLICABLE
CODES. PROVIDE ALL FITTINGS, TRANSITIONS, VALVES, AND OTHER DEVICES
REQUIRED FOR A COMPLETE WORKABLE INSTALLATION.

6.       MAINTENANCE LABEL SHALL BE AFFIXED TO ALL PLUMBING EQUIPMENT AND
A MAINTENANCE MANUAL SHALL BE PROVIDED TO OWNER.

7.       PIPES SHALL BE SUPPORTED AND BRACED PER SMACNA  "GUIDELINES FOR
SEISMIC RESTRAINTS OF MECHANICAL  SYSTEMS AND PLUMBING PIPING
SYSTEMS."

8.       HORIZONTAL PIPING THRU METAL STUDS IS PROHIBITED.

9.       HOUSEKEEPING PADS SHALL BE 4 INCHES HIGH WITH A MINIMUM OF 6
INCHES CLEAR AROUND EQUIPMENT.

10.     ALL CLEANOUTS SHALL BE INSTALLED PER SECTION 707.0 AND SECTION
719.0 OF THE CALIFORNIA PLUMBING CODE, 2010 EDITION.

11.     LAVATORIES IN PUBLIC RESTROOMS SHALL HAVE HOT WATER CONTROLS
THAT COMPLY WITH THE FOLLOWING REQUIREMENTS:

11.1.        MAXIMUM FLOW RATE OF 0.5 GPM.

11.2.        FLOW RATE ( GAL/CYCLE ) FOR SELF- CLOSING VALVES OF 0.25.

11.3.        MAXIMUM OUTLET TEMPERATURE OF 110°F.

11.4.        CIRCULATING SERVICE WATER HEATING SYSTEMS SHALL HAVE A
CONTROL CAPABLE OF AUTOMATICALLY TURNING OFF THE
CIRCULATING PUMP WHEN HOT WATER IS NOT REQUIRED.

12.     SANITARY AND DRAINAGE PIPING 3" AND SMALLER SHALL BE SLOPED AT 1/4"
PER FOOT MINIMUM. PIPING 4" AND LARGER SHALL BE SLOPED AT 1/8" PER
FOOT MINIMUM.

13.     DRAWINGS ARE ESSENTIAL DIAGRAMMATIC TO THE EXTENT THAT ALL
OFF-SETS, BENDS, SPECIAL FITTINGS AND EXACT LOCATIONS ARE NOT
INDICATED. EXAMINE DRAWINGS AND PREMISES IN ORDER TO DETERMINE
BEST METHODS, EXACT LOCATIONS, ROUTES AND BUILDING
CONSTRUCTIONS. INSTALL APPARATUS AND EQUIPMENT IN ACCESSIBLE
LOCATIONS.

14.     FOLLOW AS CLOSE AS POSSIBLE LAYOUT INDICATED ON DRAWINGS.

15.     REFER TO ARCHITECTURAL DRAWINGS FOR EXACT LOCATION AND
ELEVATIONS OF PLUMBING EQUIPMENT.

16.     ALL PIPING IN FINISHED AREAS SHALL BE CONCEALED. EXPOSED PIPING,
WHERE NECESSARY, SHALL BE RUN AS HIGH AS POSSIBLE AND TIGHT TO
THE WALLS.

17.     LOCATIONS OF PIPING, FIXTURES AND EQUIPMENT INDICATED ON THE
DRAWINGS ARE APPROXIMATE ONLY, AND SHALL BE CHANGED TO MEET THE
ARCHITECTURAL AND STRUCTURAL CONDITIONS AS REQUIRED, AT NO EXTRA
COST TO THE OWNER.

18.     ALL PLUMBING FIXTURES AND EQUIPMENT SHALL HAVE ISOLATING VALVES,
ACCESSIBLE SHUT-OFF VALVE ON ALL WATER SUPPLY LINES AND GAS LINES.

19.     THE PLUMBING CONTRACTOR SHALL VERIFY UTILITY LOCATIONS AT SITE
AND SHALL MAKE CONNECTIONS TO SUBS ON SITE.

20.     THE PLUMBING CONTRACTOR SHALL FILL FLOOR DRAINS WITH WATER UPON
COMPLETION OF WORK AND TESTING.

21.      CONTRACTOR TO VERIFY EXACT LOCATION AND INVERT ELEVATION OF
UTILITIES IN THE FIELD.

22.     REFER TO ARCHITECTURAL DRAWINGS FOR EXACT LOCATION OF ALL
PLUMBING FIXTURES.

23.     INSULATE ALL WATER PIPING PER TITLE 24 REQUIREMENTS.

24.     ABSOLUTE ACCURACY OF DRAWING AND SPECIFICATIONS CANNOT BE
GUARANTEED. THE DRAWINGS ARE SCHEMATIC IN NATURE AND WHILE
EVERY EFFORT HAS BEEN MADE TO COORDINATE THE LOCATIONS OF
EQUIPMENT PIPING, DUCT, AND ETC. WITH OTHER TRADES. IT IS THE
RESPONSIBILITY OF THE CONTRACTOR TO COORDINATE EXACT
REQUIREMENTS GOVERNED BY ACTUAL JOB CONDITION.

25.     ALL FLOOR DRAINS AND FLOOR SINKS WILL HAVE TRAP PRIMERS AND VENT
PIPE CONNECTION. CONTRACTOR TO PROVIDE 1/2" TP AND MINIMUM 2"V
PIPING TO ALL FD'S AND FS'S.

26.     PENETRATION OF RATED ASSEMBLY SHALL BE FIRE-STOPPED. FOR
STOPPING SYSTEM (MATERIAL AND DESIGN) SHALL CONFORM TO BOTH
FLAME(F) AND TEMPERATURE(T) RATING AS REQUIRED BY LOCAL BUILDING
CODE AND AS TESTED BY NATIONALLY ACCEPTED TEST AGENCIES PER ASTM
E814 OR REPRESENTABLE OF FIELD CONDITION.

27.     COMBINE ALL VERTICAL VENTS WHERE PRACTICAL PRIOR OF ROOF
PENETRATION.

28.     IT IS THE CONTRACTOR'S RESPONSIBILITY TO INSTALL ALL WORK TO MEET
OR EXCCED MINIMUM REQUIREMENTS STIPULATED IN CURRENT ISSUE OF
APPLICABLE STANDARDS, CODES, OR REGULATIONS.

29.     BOTTOM OF PIPE ELEVATIONS AS INDICATED ON DRAWINGS ARE
APPROXIMATE. CONTRACTOR TO FIELD VERIFY AND COORDINATE PIPE
LAYOUT AND ELEVATION WITH ALL TRADES.

1.       ENTIRE INSTALLATION SHALL CONFORM TO THE REQUIREMENTS
OF THE 2016 CALIFORNIA BUILDING CODE, NATIONAL FIRE
PROTECTION CODES, SMACNA GUIDE LINES  AND OTHER
APPLICABLE CODES AND REGULATIONS BY AUTHORITIES HAVING
JURISDICTION.

2.       FIRE PROTECTION SYSTEM PIPING SHALL CONFORM TO THE
LATEST EDITION NFPA 13 STANDARD FOR THE INSTALLATION OF
FIRE SPRINKLER SYSTEMS, STATE FIRE MARSHAL AND FACTORY
MUTUAL (FM).

3.       CONTRACTOR TO PERFORM A HYDRANT FLOW TEST TO
DETERMINE FLOW AND  TO DESIGN OF FIRE PROTECTION
SYSTEMS. PRIOR PRESSURE AVAILABLE  CALCULATIONS AND
FLOW/PRESSURE INFORMATION SHOWN ON THESE DRAWINGS
ARE PRELIMINARY AND SHALL  NOT BE USED FOR FINAL DESIGN
AND CALCULATIONS.

4.      INSTALLATION OF THE FIRE SPRINKLER SYSTEM SHALL NOT BE
STARTED UNTIL COMPLETE PLANS AND SPECIFICATIONS
(INCLUDING WATER SUPPLY INFORMATION AND TYPE OF
EXISTING SYSTEM, IF ANY) HAVE BEEN APPROVED BY THE STATE
FIRE MARSHAL. AT VARIOUS STAGES AND UPON COMPLETION,
THE SYSTEM SHALL BE TESTED IN THE PRESENCE OF THE STATE
FIRE MARSHAL.

5.       REFER TO ARCHITECTURAL DRAWINGS FOR DETAILS OF
CONSTRUCTION.

6.       COORDINATE ELECTRICAL EQUIPMENT PRIOR TO ORDERING
EQUIPMENT TO MATCH AVAILABLE VOLTAGES AT EQUIPMENT
LOCATION.

7.       SPRINKLER CONTROL VALVE ASSEMBLIES AND OTHER
SPRINKLER EQUIPMENT SHALL BE INSTALLED DIRECTLY IN FRONT
OF ACCESS DOOR.  SEE ARCHITECTURAL DRAWINGS FOR EXACT
LOCATION OF ACCESS DOORS.

8.       COORDINATE LOCATIONS OF ALL SPRINKLERS WITH THE
ARCHITECTURAL REFLECTED CEILING PLANS AND ELECTRICAL
LIGHTING LAY-OUT.  PRIOR TO FABRICATION SUBMIT LAYOUT
DRAWINGS FOR ARCHITECTURAL ACCEPTANCE. COORDINATE
LOCATIONS OF ALL SPRINKLER MAINS, BRANCH PIPING, ETC.
WITH OTHER TRADES.

9.       FIRE SPRINKLER CONTRACTOR SHALL OBTAIN APPROVAL FROM
THE STATE FIRE MARSHAL AND AUTHORITIES HAVING
JURISDICTION FOR THE SPRINKLER SYSTEM PRIOR TO
INSTALLATION.

10.     ALL REFERENCES TO FIRE SPRINKLER, UNDERGROUND FIRE
SERVICE MAINS, STANDPIPE SYSTEMS, OR SPECIAL FIRE
SUPPRESSION SYSTEMS ON THESE  BE USED FOR
CONSTRUCTION. %%UNOT DRAWINGS SHALL BE USED FOR
BIDDING

11.     FIRE PROTECTION SYSTEM SHOP DRAWINGS SHALL BE
SUBMITTED TO THE ARCHITECT  OR ENGINEER OF RECORD WHO
SHALL REVIEW THEM AND FORWARD THEM TO THE STATE FIRE
MARSHAL WITH A NOTATION INDICATING THE SHOP DRAWING
HAVE BEEN REVIEWED AND THAT THEY HAVE BEEN FOUND TO BE
IN GENERAL CONFORMANCE WITH THE DESIGN OF THE BUILDING.
THE INSTALLATION OF THE FIRE SPRINKLER SYSTEM SHALL NOT
COMMENCE UNTIL THE SHOP DRAWINGS ARE APPROVED BY THE
STATE FIRE MARSHAL.  DRAWINGS SHALL BE STAMPED BY C-16,
C-34 OR C-36 SPECIALTY CONTRACTOR,  A CLASS "A" GENERAL
CONTRACTOR, OR A FIRE PROTECTION ENGINEER. CIVIL
ENGINEER OR MECHANICAL ENGINEER.

12.     ALL DEVICES AND EQUIPMENT SHALL BE UL (UNDERWRITERS
LABORATORY) LISTED AND FM (FACTORY MANUAL) APPROVED.

13.     PENETRATIONS OF RATED ASSEMBLIES SHALL BE FIRE
STOPPED.FIRE STOPPING SHALL BE AN APPROVED MATERIAL AS
PRESCRIBED IN STATE FIRE MARSHAL STANDARD 43-1.

14.     PROVIDE SEISMIC BRACING FOR ALL PIPING.

15.     CONTRACTOR TO COORDINATE SPRINKLER PIPING WITH ALL NEW
DUCTWORK, ELECTRICAL, PLUMBING, AND STRUCTURAL WORK.

16.     CONTRACTOR TO COORDINATE SPRINKLER HEAD LOATIONS
WITH ARCHITECTURAL REFLECTED CEILING PIPING.

17.     THE SPACING AND DETAILS OF THE SUPPORT AND BRACING OF
FIRE SPRINKLER PIPING SHALL COMPLY WITH THE LATEST
EDITION OF  NFPA 13. PROVIDE ANCHORAGE DETAILS AND
CALCULATIONS FOR THE CONNECTION OF SWAY BRACING TO
THE STRUCTURE. DESIGN LOADS FOR THE ANCHORAGE MAY BE
COMPUTED PER APPENDIX A-3-10.3.5.1 OF NFPA 13, 2001 EDITION,
OR BY TABLE 3-5,3.5.1 0F NFPA 13, 2001 EDITION.

18.     SYSTEM SHALL BE DESIGNED FOR THE PROPER CLASSIFICATION
FOR THE OCCUPANCY TYPE INTENDED. VERIFY EXACT
CLASSIFICATION WITH THE STATE FIRE MARSHAL PRIOR TO
SYSTEM DESIGN.

19.     THE FIRE PROTECTION SYSTEM IS DESIGN/BUILD AND IT IS THE
SOLE RESPONSIBILITY OF THE DESIGNING SUB-CONTRACTOR TO
PROVIDE A COMPLETE AND OPERATING SYSTEM IN ACCORDANCE
WITH ALL APPLICABLE CODES.

20.     PROVIDE UPRIGHT AND/OR SIDEWALL SPRINKLER HEADS WHERE
THERE IS NO CEILING. PROVIDE PENDENT SPRINKLER HEADS
WHERE CEILING OCCURS.

21.     FURNISH AND INSTALL AND INCIDENTAL WORK NOT SHOWN OR
SPECIFIED WHICH ARE NECESSARY TO PROVIDE A COMPLETE
AND WORKABLE SYSTEM.

1. SANITARY SEWER AND STORM DRAIN
1.1.          PIPE: NO HUB CAST IRON PER CISP

301.
1.2.          FITTINGS: NO HUB CAST IRON PER

ASTM C-564.
1.3.          JOINTS: NO HUB CAST IRON.

2. VENT
2.1.          PIPE: NO HUB CAST IRON PER CISP

301.
2.2.          FITTINGS: NO HUB CAST IRON PER

ASTM C-564.
2.3.          JOINTS: NO HUB CAST IRON.

3. DOMESTIC WATER
3.1.          PIPE: COPPER TYPE "L"
3.2.          FITTINGS: WROUGHT COPPER
3.3.          JOINTS: LEAD FREE SOLDER
3.4.          VALVES: BALL TYPE, NIBCO #S-580

OR EQUAL

4. HOT WATER SUPPLY AND RETURN
4.1.          PIPE: COPPER TYPE "L".
4.2.          FITTINGS: WROUGHT COPPER
4.3.          JOINTS: LEAD FREE SOLDER
4.4.          VALVES: BALL TYPE, NIBCO #S-580

OR EQUAL

5. NATURAL GAS
5.1.          PIPE: 1/2" THRU 4", GALVANIZED

THREADED PIPE, 5" AND LARGER
ARE WELDED WITH BUTT WELD
FITTINGS.

5.2.          FITTINGS: 150 LBS THREADED
FITTINGS.

5.3.          GAS COCK: MILWAUKEE BUTTER
BALL BB2-100, OR EQUAL AGA AND
UL APPROVED.

6. CONDENSATE PIPING SYSTEM
6.1.          PIPE: 3/4" - 1-1/4" COPPER TYPE "M",

1-1/2" - 4" DWV
6.2.          FITTINGS: WROUGHT COPPER
6.3.          JOINTS: LEAD FREE SOLDER

AD AREA DRAIN

AP/AD
ACCESS PANEL/ACCESS
DOOR

AFF ABOVE FINISHED FLOOR

AP ACCESS PANEL

ARCH ARCHITECTURAL

AS
AUTOMATIC FIRE SPRINKLER
PIPING

BG/BF
BELOW GRADE/BELOW
FLOOR

BHP BRAKE HORSEPOWER

BP BOOSTER PUMP

BTU BRITISH THERMAL UNIT

BTUH BTU PER HOUR

BV BALANCING VALVE

C CONVERTOR

CA COMPRESSED AIR PIPING

CAC
CALIFORNIA ADMINISTRATIVE
CODE

CFF
PIPING CAPPED FOR FUTURE
CONNECTION

CFM CUBIC FEET PER MINUTE

CHV CHECK VALVE

COND CONDENSATE

CONN CONNECTION

CONT CONTINUATION

CP CIRCULATION PUMP

CSP
COMBINATION STANDPIPE
(FIRE)

CU FT CUBIC FEET

CU IN CUBIC INCHES

CW
DOMESTIC COLD WATER
PIPING

DIA DIAMETER

DR DRAIN

ED EQUIPMENT DRAIN

EL ELEVATION

ELEC ELECTRICAL

ENT ENTERING

ES
EMERGENCY SAFETY
SHOWER

ET THERMAL EXPANSION TANK

EW EYE WASH

EWC ELECTRIC WATER COOLER

(E) EXISTING

FCO FLOOR CLEANOUT

FCV FLOW CONTROL VALVE

FD FLOOR DRAIN

FDC
FIRE DEPARTMENT
CONNECTION

FDHV
FIRE DEPARTMENT HOSE
VALVE

FHV FIRE HOSE VALVE

FLA FULL LOAD AMP

FP FIRE PUMP

FPM FEET PER MINUTE

FSK FLOOR SINK

FS FLOW SWITCH

FT FEET

GAL GALLON

GD GARBAGE DISPOSAL

GPM GALLON PER MINUTE

GV GATE VALVE

HB HOSE BIBB

HD HUB DRAIN

HP HORSEPOWER

HW
DOMESTIC HOT WATER
PIPING

HZ HERTZ

HX HEAT EXCHANGER

IN INCHES

I.E. INVERT ELEVATION

KS KITCHEN SINK

KW KILOWATT

LAV LAVATORY

LB POUND

MAX MAXIMUM

MBH THOUSAND BTU PER HOUR

MCC MOTOR CONTROL CENTER

MH MANHOLE

MIN MINIMUM

MS MOP SINK

(N) NEW

NC NORMALLY CLOSED

NO NORMALLY OPEN

NO. NUMBER

OFD OVERFLOW DRAIN

OFP OVERFLOW DRAINAGE PIPING

OPER.
WT.

OPERATING WEIGHT

OPNG OPENING

O.S&Y
GV

OUTSIDE STEM AND YOKE
GATE VALVE

P PUMP

PD PRESSURE DROP

PG PRESSURE GAUGE

PIV POST INDICATING VALVE

POC
POINT OF CONNECTION
BETWEEN NEW AND EXISTING

PRV
PRESSURE REDUCING VALVE
ASSEMBLY

PSI POUNDS PER SQUARE INCH

PSIG PSI GAUGE

RC ROOF RECEPTOR

RD ROOF DRAIN

RIC ROUGH-IN AND CONNECT

RPBP
REDUCED PRESSURE
BACKFLOW PREVENTER

RPM REVOLUTIONS PER MINUTE

SED
SUMP PUMP EJECTOR
DISCHARGE

SEP SEWAGE EJECTOR PUMP

SEPD
SEWAGE EJECTOR PUMPED
DISCHARGE

SD STORM DRAINAGE PIPING

SK SINK

S OR W SOIL OR WASTE PIPING

SH SHOWER

SP SUMP PUMP

SPD SUMP DISCHARGE

SQ.FT. SQUARE FEET

SSK SERVICE SINK

ST STORAGE TANK

SV SEISMIC VALVE

TBD TO BE DETERMINED

TD TRENCH DRAIN

TP TRAP PRIMER

TYP TYPICAL

U.O.N. UNLESS OTHERWISE NOTED

UR URINAL

V SANITARY VENT PIPING

VTR VENT THROUGH ROOF

WC WATER CLOSET

WCO WALL CLEAN OUT

WHA WATER HAMMER ARRESTER

WSP WET STANDPIPE (FIRE)

ZCV
SPRINKLER ZONE VALVE
ASSEMBLY

P

1

RD

FD

OFD

HV-1-5
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PLUMBING FIXTURE SCHEDULE

ITEM DESCRIPTION

ROUGH-IN

REMARKS

SAN
(IN.) V (IN.)

CW
(IN.)

HW
(IN.)

WC-1  WATER CLOSET 4 2" 1/2 - KOHLER HIGHLINE K-5481-RA FLUSH TANK TOILET. PROVIDE W/ K-76923 QUIET CLOSE SEAT.

WC-2  WATER CLOSET 4 2" 1/2 KOHLER HIGHCLIFF ULTRA K-96057 FLOOR MOUNT TOILET W/FLUSH VALVE 1.28 GPF.

WC-3 CHILD SIZE WATER CLOSET 3 1/2 KOHLER PRIMARY K-96064-SS FLOOR MOUNT TOILET W/ FLUSH VALVE 1.28GPF.

UR-1 URINAL 2 2 1/2 KOHLER BARDON K-4991-ETSS URINAL. 0.125 GPF.

LAV-1 LAVATORY 2 1-1/2 1/2 1/2 KOHLER PINOIR WALL MOUNT SINK K-2035-1. KOHLER KUMIN FAUCET K-98827-4. 1.2 GPM

LAV-2 LAVATORY 2 1-1/2 1/2
1/2

TRUEFORM FLO-72C-DBL-ADA FLOATING CONCRETE DOUBLE HALF TROUGH SINK CUSTOM LENGTH
(SAD). KOHLER KUMIN FAUCET K-98827-4. 1.2 GPM  ADA COMPLIANT.

LAV-3 LAVATORY 2 1-1/2 1/2
1/2

TRUEFORM FLO-30L-ADA FLOATING CONCRETE TROUGH SINK CUSTOM LENGTH (SAD). KOHLER KUMIN
FAUCET K-98827-4. 1.2 GPM  ADA COMPLIANT.

SH-1 SHOWER 2 1-1/2 1/2 1/2 KOHLER HYDRO-RAIL-S SHOWER COLUMN KIT. 1.75 GPM. SHOWER PAN BY ARCH.

SH-2 ROLL IN SHOWER 2 1-1/2 1/2 1/2 KOHLER HYDRO-RAIL-S SHOWER COLUMN KIT. 1.75 GPM. ROLL IN SHOWER BY ARCH.

SH-3 OUTDOOR SHOWER COLIMN 2 1-1/2 3/4 3/4 ACORN SHOWER-WARE 700, 3 HEADS. PROVIDE W/ BUILT IN DRAIN.

SK-1 MOP SINK 2 1-1/2 1/2 1/2 STERN WILLIAMS MTB-2424 W/ ELKAY LKB940C FAUCET.

SK-2 2-COMP KITCHEN SINK 2 2 1/2 1/2
JUST MFG DL-ADA-17537-A-GR 2 COMPARTMENT SINK  INTEGRAL COUNTER W/ KOHLER MALLECO

K-R562-50  FAUCET. PROVIDE W/ GARBAGE DISPOSAL UNIT.

SK-3 JANITOR SINK 2 2 1/2 1/2 JUST MFG SL-1613-A-GR SINGLE BOWL SINK. W/ KOHLER KNOXFORD K08905-CP FAUCET.

DF-1 DRINKING FOUNTAIN 2 1-1/2 1/2 - ELKAY EZH20 WATER FOUNTAIN W/ BOTTLE FILLER.

FD-1 FLOOR DRAIN 3 1-1/2 1/2 - ZURN MODEL Z415 WITH TRAP PRIMER

FS-1 FLOOR SINK 3 1-1/2 1/2 - ZURN MODEL Z1900 WITH TRAP PRIMER

HB-1 HOSE BIB/ WALL HYDRANT - - 3/4 - ZURN Z13JOVB

FCO FLOOR CLEANOUT - - - - ZURN MODEL Z1400, SAME SIZE AS PIPE

WCO WALL CLEANOUT - - - - ZURN MODEL Z1441, SAME SIZE AS PIPE

TP TRAP PRIMER - - 1/2 - MIFAB-MR-500

DOMESTIC HOT WATER CIRCULATION PUMPS

ITEM
MANUFACTURER &

MODEL NUMBER FLOW (GPM) TDH

ELEC
WT.

(LBS) NOTESV PH HZ WATTS

P-1 B&G ECO CIRC 19-16 10 6 120 1 60 60 8 1,2,3

NOTES:
1. BRONZE BODY INLINE CIRCULATOR WITH BRASS IMPELLER, MECHANICAL SEAL, OIL LUBRICATED BRONZE BEARINGS,SPRING COUPLER,

DRIP-PROOF MOTOR. PROVIDE COMPLETE WITH RETURN LINE AQUASTAT, ISOLATION VALVES UNINONS.
2. PROVIDE WITH TIME CLOCK FOR CONTROL.
3. PROVIDE PROPORTIONAL PRESSURE CONTROL TYPE.

GAS WATER HEATER SCHEDULE

ITEM LOCATION MANUFACTURER AND MODEL NO.

GPH
RECOVERY
(80°F RISE)

FLUE VENT
(MI.) INPUT MBTU

WATER TEMP. (°F)

ELECTRICAL REMARKSINCOMING OUTGOING

WH-1 RESTROOMS/LOCKER ROOMS A.O. SMITH BTHL-150A 218 3" 150 50 120 120V/1PH/60HZ, 15A 96% EFFICIENCY, 250 GAL. STORAGE TANK

WH-2 KITCHEN & RESTROOM A.O. SMITH BTX-80 107 3" 76 50 120 120V/1PH/60HZ, 15A 92% EFFICIENCY, 50GAL. STORAGE TANK
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DEMO
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1

DEMO PLUMBING LEVEL 1

SHEET NOTES:
1. CONTRACTOR TO VERIFY LOCATION OF ALL (E)
EQUIPMENT, & FIXTURES IN FIELD PRIOR TO DEMOLITION.

KEY NOTES:
DEMO (E) SERVICE SINK. CAP PIPING IN WALL.

DEMO (E) DOUBLE BASIN KITCHEN SINK. CAP (E) SAN
IN FLOOR. CAP (E) CW & HW PIPING IN WALL.

DEMO (E) WATER HEATER. REMOVE ASSOCIATED
GAS PIPING & ABANDON IN PLACE.

DEMO (E) LAV. CAP (E) PIPING IN WALL.

DEMO (E) WC. CAP (E) PIPING IN WALL.

DEMO (E) UR. CAP (E) PIPING IN WALL.

DEMO (E) SH. CAP (E) PIPING IN WALL.
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5 4 3 2 1

F

E

A

D

B

307 SF

WARMING
KITCHEN

114

162 SF

STORAGE
115

1247 SF

FOUNDERS
ROOM

107

326 SF

LIBRARY
108

733 SF

LEGENDS
ROOM

106

461 SF

FLEX USE
ROOM

116

156 SF

ENTRY
101

67 SF

STORAGE
105

336 SF

LEASE
OFFICE

110
52 SF

TOILET
111

40 SF

VEST
112

53 SF

VEST
109

70 SF

OFFICE
102

FS-1 SK-2

LAV-3WC-1

5

3/4" HW

1
2

WH

4" SAN (E)

4 3

1" G

2" V UP

2" V UP

55 5

3/4" CW
3/4" HW

3/4" CW

2" SAN

3/4" HW

3/4" CW

3/4" CW

3" SAN

2" SAN
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PLUMBING
FLOOR PLANS -

EAST

 1/4" = 1'-0"
1

PLUMBING LEVEL 1 - EAST

SHEET NOTES:
1. SEE PLUMBING FIXTURE SCHEDULE FOR
INDIVIDUAL FIXTURE PIPE CONNECTION SIZES.

2. ALL FLOOR SINKS & FLOOR DRAINS TO BE
PROVIDED WITH A CW CONNECTION FOR TRAP
PRIMER & BE VENTED WITH 1-1/2" VENT.

KEY NOTES:
WATER HEATER WH-2  TO DRAIN CONDENSATE TO
FLOOR SINK FS-1.

CONNECT (N) 1" CW TO (E) CW LINE IN CEILING.

CONNECT (N) 3/4" CW TO (E) CW LINE IN CEILING.

CONNECT (N) 3/4" G TO (E) GAS LINE FOR WH-2.

CONNECT (N) 4" SAN TO (E) SAN LATERAL.
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6 5

C

461 SF

FLEX USE
ROOM

116
58 SF

FAMILY
RESTRM

122

336 SF

M
RESTROOM

120

12 SF

MECH
123

409 SF

W
RESTROOM

119

68 SF

HALL
118

6 SF

JANITOR
121

2" CW (E)

1
WH

1

WC-3

FS-1

WC-2

LAV-1

SK-3

SH-2

SH-2

WC-2

WC-2

UR-1

WC-2

UR-1

LAV-2

LAV-2

DF-1

5

2

FD-1

FD-1 (E)

FD-1 (E)

WCO

2

SH-3

SH-3

4" SAN (E)

1" G

3/4" HW

3/4" CW

3/4" CW

3/4" CW

3/4" HW

3/4" CW
3/4" CW

3/4" HW

2" SAN

2" SAN

3/4" CW

4" SAN (E)

4 4334

4

3

3

4" SAN (E)

8

4

67

67

WC-2

4 4" SAN (E)

3" V UP

2" V UP

3/4" CW

3/4" HW

2" V UP

2" V UP

2" V
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PLUMBING
FLOOR PLANS -

WEST

 1/4" = 1'-0"
1

PLUMBING LEVEL 1 - WEST

SHEET NOTES:
1. SEE PLUMBING FIXTURE SCHEDULE FOR
INDIVIDUAL FIXTURE PIPE CONNECTION SIZES.

2. ALL FLOOR SINKS & FLOOR DRAINS TO BE
PROVIDED WITH A CW CONNECTION FOR TRAP
PRIMER & BE VENTED WITH 1-1/2" VENT.

KEY NOTES:
WATER HEATER WH-1  TO DRAIN CONDENSATE TO
FLOOR SINK FS-1.

CONNECT (N) 1-1/2" CW TO (E) CW LINE IN CEILING.

CONNECT (N) 4" SAN TO (E) SAN LATERAL.

CONNECT (N) 2" SAN TO (E) SAN LATERAL.

LOCATION OF (E) SAN CLEAN OUT.

2" SAN AT BOTTOM OF SHOWER COLUMN.

3/4" CW & 3/4" HW TO CONNECT TO SHOWER
CONLUMN FROM ABOVE.

CONNECT (N)1" G TO (E) GAS LINE FOR WH-1.

1

2

3

4

5

6

7

8

ISSUE / REVISION

 Date Description No.

12.16.19 ISSUE FOR PERMIT

12.30.19 ISSUE FOR PRICING



6 5 4 3 2 1

F

E

C

A

P2 P1

PB

PA

D

B

2" V UP

3" V UP

2" V UP

2" V UP

2" V UP

ARCHITECT / ENGINEER STAMP

SHEET NO.

PROJECT NO.

SHEET TITLE

C  Fairchild Broms Design 2015 | All Rights Reserved

DATE

SCALE

Fairchild
Broms
Design

PO BOX 1528
SAN ANSELMO, CA 94960
415.459.8699

S
le

e
p

y
 H

o
ll
o

w
C

o
m

m
u

n
it

y
 C

e
n

te
r

13
17

 B
ut

te
rf
ie
ld
 R

d
Sa

n 
A
ns

el
m

o
, C

A
 9
49

60
A
PN

 -1
76

-1
62

-0
07

19004

1
/8

/2
0

2
0

 1
1

:1
4
:4

2
 A

M

 1/8" = 1'-0"

P2.1

12.16.2019

PLUMBING ROOF
PLAN

 1/8" = 1'-0"
1

PLUMBING ROOF

ISSUE / REVISION

 Date Description No.

12.16.19 ISSUE FOR PERMIT

12.30.19 ISSUE FOR PRICING



Scale: Scale:

Scale:Scale: Scale:

2" AIR GAP

P6.01

1
P6.01

2

P6.01

5
P6.01

3
P6.01

4

18 GA. GALV. STRAPS, SEE S2.2

STAND WITH DRAINAGE PAN

THERMOMETER W/GAGE COCK

SHUTOFF VALVE (TYPICAL)

UNION (TYPICAL)

A.S.M.E. APPROVED
TEMPERATURE AND
PRESSURE RELIEF VALVE

HOT WATER SUPPLY

DRAIN COCK

18 GA. GALV. STRAPS, SEE S2.2

FLOORDRAIN SPILL
TO FD

SEE FLOOR PLAN
FOR CONT. AND
PIPE SIZES

HWR

(HONEYWELL L-6006A)

CONCRETE PAD

P-1

AQUASTAT (STAT)

CW

FOR ATTACHMENT DETAILS.

FOR ATTACHMENT DETAILS.

SFUSD NETWORK

DRAIN SPILL
TO FD

TP

T
P

~1/2"

NONE

TRAP PRIMER VALVE INSTALLATION

NONE

WATER HEATER DETAIL

SPECIFIED HANGER

WHEREVER PIPING IS EXPOSED TO OUTDOORS, HOT-DIPPED GALVANIZE ALL STEEL COMPONENTS

NONE

PIPE SUPPORT & BRACING DETAIL

FOR SEISMIC RESTRAINTS OF MECHANICAL SYSTEM AND PLUMBING PIPING SYSTEM.

AFTER FABRICATION. ALL BOLTS, NUTS, AND WASHERS SHALL BE STAINLESS STEEL.

SUPPORT PIPES AT INTERVALS INDICATED AND AT EACH CHANGE OF DIRECTION.
BRACE PIPING LONGITUDINALLY, AND TRANSVERSELY ACCORDING TO SMACNA GUIDELINES

1.

NOTES:

2.

3.

HANGER ROD

3/4"

3/8"

5/8"

SIZE

5"

6"

4"

3"

2 1/2"

PIPE SIZE

23.3 LBS.

31.5 LBS.

16.3 LBS.

10.8 LBS.

7.9 LBS.

MAX. WEIGHT PER FT

HANGER LOAD

40'/80'

TRANS/LONG
MAX. BRACE SPACING

FOR INSULATED PIPE
SPECIFIED PIPE SHIELD

ROD AND BRACING

PIPE HANGER
SPECIFIED

MAXIMUM ROD LENGTH

SEISMIC HAZARD LEVEL 'AA' OF ADDENDUM NO. 1, SEPTEMBER 2000

3/4"8" 50.3 LBS.

7/8"10" 74.7 LBS.

3/4"12" 98.6 LBS.

1/2"

5/8"

31"

FOR RODS
MAX LENGTH

40'/80'

40'/80'

40'/80'

40'/80'

40'/40'

40'/40'

20'/20'

37"

43"

50"

56"

50"

56"

43"

NONE

TWO COMPARTMENT SINK

SUPPORT ANGLES OR CHANNELS

NOTE: PROVIDE "SLACK"
BRAIDED CABLE
RESTRAINTS CAPABLE OF
BEARING
THE ENTIRE SUSPENDED
LOAD PER SMACNA

VIBRATION ISOLATOR
MASON INDUSTRIES TYPE
30N (1" MIN. STATIC
DEFLECTION)

PIPE CLAMPS

INSULATION

NONE

TRAPEZE PIPING OR EQUIPMENT SUPPORT

SEE DETAIL 6/P6.01 FOR
ATTACHMENT DETAILS.

WHEREVER PIPING IS EXPOSED TO OUTDOORS, HOT-DIPPED GALVANIZE ALL STEEL COMPONENTS

MULTIPLE PIPES MAY BE SUPPORTED ON A COMMON TRAPEZE. ROD SIZE AND SPACING, TRAPEZE SIZE,

FOR SEISMIC RESTRAINTS OF MECHANICAL SYSTEM AND PLUMBING PIPING SYSTEM SEE

AFTER FABRICATION. ALL BOLTS, NUTS, AND WASHERS SHALL BE STAINLESS STEEL.

SUPPORT PIPES AT INTERVALS INDICATED AND AT EACH CHANGE OF DIRECTION.

AND SUPPORT SPACING SHALL BE GOVERNED BY CUMULATIVE WEIGHT OF SUPPORTED PIPING.

1.

NOTES:

2.

3.

4.

HANGER

1"

5/8"

7/8"

ROD SIZE

4"

5"

3 1/2"

3"

2 1/2"

PIPE SIZE

660 LBS.

940 LBS.

540 LBS.

440 LBS.

320 LBS.

WEIGHT PER FT
HANGER LOAD MAX.

4'0"

SPAN
MAX. TRAPEZE

SEISMIC HAZARD LEVEL 'AA' OF ADDENDUM NO. 1, SEPTEMBER 2000

1"6" 945 LBS.

1"8" 1010 LBS.

5/8"

3/4"

31"

FOR RODS
MAX LENGTH

31"

37"

43"

50"

50"

62"

4'0"

4'0"

4'0"

4'0"

3'10"

3'6"

D

THERMAL EXPANSION CONTROL
TANK, WESSELS NO. TXA 35,

10 GAL. TANK VOLUME,
40 LBS WALL MOUNTED.

PROVIDE WITH TIME
CLOCK FOR CONTROL

TEMP SENSOR TIED BACK
TO DISTRICT NETWORK

FOR MONITORING.

2 COMPARTMENT SINK

LEVER OPERATED
DRAIN (TYP.)

FLR

2" CONTINUOUS WASTE

FLOOR SINK
CAST IRON WASTE
PIPING, SEE PLAN
FOR SIZE

EXTEND VENT
TO WALL & RISE
UP IN WALL

V PIPING IN WALL

EXTEND VENT TO VTR

2" V IN STUD WALL

COLD WATER LINE

SHUT-OFF VALVE

TRAP PRIMER VALVE

VACUUM BREAKER PORT

FLOOR DRAIN OR FLOOR
SINK WITH TRAP PRIMER
INLET

NOTES:

1. PROVIDE ACCESS PANEL IN WALLS

AT TRAP PRIMER UNIT LOCATIONS.

2. TRAP PRIMER VALVE SHALL BE

MOUNTED ONE FOOT ABOVE THE

FINISHED FLOOR FOR EVERY 20

FEET OF PRIMER LINE.

3. INSTALL TRAP PRIMER PIPING AND

UNIT PER MANUFACTURER'S

RECOMMENDATIONS. PIPING MUST

SLOPE TO POINT OF CONNECTION

TO DRAIN WITHOUT TRAPS IN PIPING
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